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Diagrammatic illustration of ten rules.

t = fire endurance

EXAMPLE APPLICATION OF HARMATHY’S RULES

The following examples, based in whole or in part upon those
presented in Harmathy’s paper (35), show how the Rules can be
applied to practical cases.

Example 1

Problem

A contractor would like to keep a partition which consists of a
3%/,-inch (95 mm) thick layer of red clay brick, a 1'/,-inch (32
mm) thick layer of plywood, and a */; inch (9.5 mm) thick layer
of gypsum wallboard, at a location where 2-hour fire endur-
ance is required. Is this assembly capable of providing a 2-hour
protection?

Solution

(1) This partition does not appear in the Appendix Tables.
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(2) Bricks of this thickness yield fire endurances of approxi-
mately 75 minutes (Table 1.1.2, Item W-4-M-2).

(3) The 1'/,-inch (32 mm) thick plywood has a finish rating of
30 minutes.

(4) The 3/¢-inch (9.5 mm) gypsum wallboard has a finish rating
of 10 minutes.

(5) Using the recommended values from the tables and apply-
ing Rule 1, the fire endurance (FI) of the assembly is larger than
the sum of the individual layers, or

FI>75+ 30+ 10 = 115 minutes
Di .
This example illustrates how the Appendix Tables can be uti-

lized to determine the fire resistance of assemblies not explic-
itly listed.
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Example 2
Problem

(1) A number of buildings to be rehabilitated have the same
type of roof slab which is supported with different structural
elements.

(2) The designer and contractor would like to determine
whether or not this roof slab is capable of yielding a 2-hour fire
endurance. According to a rigorous interpretation of ASTM E
119, however, only the roof assembly, including the roof slab as
well as the cover and the supporting elements, can be subjected
to a fire test. Therefore, a fire endurance classification cannot
be issued for the slabs separately.

(3) The designer and contractor believe this slab will yield a
2-hour fire endurance even without the cover, and any beam of
at least 2-hour fire endurance will provide satisfactory support.
Is it possible to obtain a classification for the slab separately?

Solution
(1) The answer to the question is yes.

(2) According to Rule 10 it is not contrary to common sense to
test and classify roofs and supporting elements separately. Fur-
thermore, according to Rule 2, if the roof slabs actually yield a
2 hour fire endurance, the endurance of an assembly, including
the slabs, cannot be less than 2 hours.

(3) The recommended procedure would be to review the tables
to see if the slab appears as part of any tested roof or floor/ceil-
ing assembly. The supporting system can be regarded as sepa-
rate from the slab specimen, and the fire endurance of the
assembly listed in the table is at least the fire endurance of the
slab. There would have to be an adjustment for the weight of the
roof cover in the allowable load if the test specimen did not con-
tain a cover.

(4) The supporting structure or element would have to have at
least a 2-hour fire endurance when tested separately.

Discussion

If the tables did not include tests on assemblies which con-
tained the slab, one procedure would be to assemble the roof
slabs on any convenient supporting system (not regarded as
part of the specimen) and to subject them to a load which,
besides the usually required superimposed load, includes some
allowances for the weight of the cover.

Example 3
Problem

A steel-joisted floor and ceiling assembly is known to have
yielded a fire endurance of 1 hour and 35 minutes. At a certain
location, a 2-hour endurance is required. What is the most eco-
nomical way of increasing the fire endurance by at least 25
minutes?

Solution

(1) The most effective technique would be to increase the ceil-
ing plaster thickness. Existing coats of paint would have to be
removed and the surface properly prepared before the new

plaster could be applied. Other materials (e.g., gypsum wall-
board) could also be considered.

(2) There may be other techniques based on other principles,
but an examination of the drawings would be necessary.
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Di .
(1) The additional plaster has at least three effects:

a) Thelayer of plaster is increased and thus there is a gain of
fire endurance (Rule 1).

b) There is a gain due to shifting the air gap farther from
the exposed surface (Rule 4).

¢) There is more moisture in the path of heat flow to the
structural elements (Rules 7 and 8).

(2) The increase in fire endurance would be at least as large as
that of the finish rating for the added thickness of plaster. The
combined effects in (1) above would further increase this by a
factor of 2 or more, depending upon the geometry of the assem-
bly.

Example 4

Problem

The fire endurance of item W-10-M-1in Table 1.1.5 is 4 hours.
This wall consists of two 33/,-inch (95 mm) thick layers of
structural tiles separated by a 2-inch (51 mm) air gap and
3/,-inch (19 mm) portland cement plaster or stucco on both
sides. If the actual wall in the building is identical to item
W-10-M-1 except that it has a 4-inch (102 mm) air gap, can the
fire endurance be estimated at 5 hours?

Solution
The answer to the question is no for the reasons contained in
Rule 5.

Example 5
Problem

In order to increase the insulating value of its precast roof slabs,
acompany has decided to use two layers of different concretes.
The lower layer of the slabs, where the strength of the concrete
is immaterial (all the tensile load is carried by the steel rein-
forcement), would be made with a concrete of low strength but
good insulating value. The upper layer, where the concrete is
supposed to carry the compressive load, would remain the orig-
inal high strength, high thermal conductivity concrete. How
will the fire endurance of the slabs be affected by the change?

Solution
The effect on the thermal fire endurance is beneficial:

(1) The total resistance to heat flow of the new slabs has been
increased due to the replacement of a layer of high thermal con-
ductivity by one of low conductivity.

(2) The layer of low conductivity is on the side more likely to be
exposed to fire, where it is more effectively utilized according
to Rule 6. The layer of low thermal conductivity also provides
better protection for the steel reinforcement, thereby extending
the time before reaching the temperature at which the creep of
steel becomes significant.

3.3
“THICKNESS DESIGN” STRATEGY

The “thickness design” strategy is based upon Harmathy’s
Rules 1 and 2. This design approach can be used when the con-
struction materials have been identified and measured, but the
specific assembly cannot be located within the tables. The
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tables should be surveyed again for thinner walls of like mate-
rial and construction detail that have yielded the desired or
greater fire endurance. If such an assembly can be found, then
the thicker walls in the building have more than enough fire
resistance. The thickness of the walls thus becomes the princi-
pal concern.

This approach can also be used for floor/ceiling assemblies,
except that the thickness of the cover* and the slab become the
central concern. The fire resistance of the untested assembly
will be at least the fire resistance of an assembly listed in the
table having a similar design but with less cover and/or thinner
slabs. For other structural elements (e.g., beams and columns),
the element listed in the table must also be of a similar design
but with less cover thickness.

3.4
EVALUATION OF DOORS

A separate section on doors has been included because the
process for evaluation presented below differs from those sug-
gested previously for other building elements. The impact of
unprotected openings or penetrations in fire resistant assem-
blies has been detailed in Part 2.3 above. It is sufficient to note
here that openings left unprotected will likely lead to failure of
the barrier under actual fire conditions.

For other types of building elements (e.g., beams, columns),
the Appendix Tables can be used to establish a minimum level
of fire performance. The benefit to rehabilitation is that the
need for a full-scale fire test is then eliminated. For doors, how-
ever, this cannot be done. The data contained in Appendix
Table 5.1, Resistance of Doors to Fire Exposure, can only pro-
vide guidance as to whether a successful fire test is even feasi-
ble.

For example, a door required to have 1 hour fire resistance is
noted in the tables as providing only 5 minutes. The likelihood
of achieving the required 1 hour, even if the door is upgraded, is
remote. The ultimate need for replacement of the doors is rea-
sonably clear, and the expense and time needed for testing can
be saved. However, if the performance documented in the table
is near or in excess of what is being required, then a fire test
should be conducted. The test documentation can then be used
as evidence of compliance with the required level of perfor-
mance.

The table entries cannot be used as the sole proof of perfor-
mance of the door in question because there are too many
unknown variables which could measurably affect fire perfor-
mance. The wood may have dried over the years; coats of flam-
mable varnish could have been added. Minor deviations in the
internal construction of a door can result in significant differ-
ences in performance. Methods of securing inserts in panel
doors can vary. The major non-destructive method of analysis,
an x-ray, often cannot provide the necessary detail. It is for
these, and similar reasons, that a fire test is still felt to be neces-
sary.

It is often possible to upgrade the fire performance of an
existing door. Sometimes, “as is” and modified doors are evalu-
ated in a single series of tests when failure of the unmodified

RESOURCE A

door is expected. Because doors upgraded after an initial fail-
ure must be tested again, there is a potential savings of time and
money.

The most common problems encountered are plain glass,
panel inserts of insufficient thickness, and improper fit of a
door in its frame. The latter problem can be significant because
a fire can develop a substantial positive pressure, and the fire
will work its way through otherwise innocent-looking gaps
between door and frame.

One approach to solving these problems is as follows. The
plain glass is replaced with approved or listed wire glass in a
steel frame. The panel inserts can be upgraded by adding an
additional layer of material. Gypsum wallboard is often used
for this purpose. Intumescent paint applied to the edges of the
door and frame will expand when exposed to fire, forming an
effective seal around the edges. This seal, coupled with the gen-
erally even thermal expansion of a wood door in a wood frame,
can prevent the passage of flames and other fire gases. Figure 3
below illustrates these solutions.

Because the interior construction of a door cannot be deter-
mined by a visual inspection, there is no absolute guarantee
that the remaining doors are identical to the one(s) removed
from the building and tested. But the same is true for doors con-
structed today, and reason and judgment must be applied.
Doors that appear identical upon visual inspection can be
weighed. If the weights are reasonably close, the doors can be
assumed to be identical and therefore provide the same level of
fire performance. Another approach is to fire test more than one
door or to dismantle doors selected at random to see if they had
been constructed in the same manner. Original building plans
showing door details or other records showing that doors were
purchased at one time or obtained from a single supplier can
also be evidence of similar construction.

More often though, it is what is visible to the eye that is most
significant. The investigator should carefully check the condi-
tion and fit of the door and frame, and for frames out of plumb
or separating from the wall. Door closers, latches, and hinges
must be examined to see that they function properly and are
tightly secured. If these are in order and the door and frame
have passed a full-scale test, there can be a reasonable basis for
allowing the existing doors to remain.

4
SUMMARY

This section summarizes the various approaches and design
solutions discussed in the preceding sections of the guideline.
The term “structural system” includes: frames, beams, col-
umns, and other structural elements. “Cover” is a protective
layer(s) of materials or membrane which slows the flow of heat
to the structural elements. It cannot be stressed too strongly that
the fire endurance of actual building elements can be greatly
reduced or totally negated by removing part of the cover to
allow pipes, ducts, or conduits to pass through the element.
This must be repaired in the rehabilitation process.

The following approaches shall be considered equivalent.

* Cover: the protective layer or membrane of material which slows the flow of heat to the structural elements.
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FIGURE 3

TEST DOOR

4.1 The fire resistance of a building element can be established
from the Appendix Tables. This is subject to the following limi-
tations:

* The building element in the rehabilitated building shall
be constructed of the same materials with the same nom-
inal dimensions as stated in the tables.

e All penetrations in the building element or its cover for
services such as electricity, plumbing, and HVAC shall
be packed with noncombustible cementitious materials
and so fixed that the packing material will not fall out
when it loses its water of hydration.

The effects of age and wear and tear shall be repaired so that

the building element is sound and the original thickness of all
components, particularly covers and floor slabs, is maintained.

This approach essentially follows the approach taken by
model building codes. The assembly must appear in a table
either published in or accepted by the code for a given fire resis-
tance rating to be recognized and accepted.

4.2 The fire resistance of a building element which does not
explicitly appear in the Appendix Tables can be established if
one or more elements of same design but different dimensions
have been listed in the tables. For walls, the existing element
must be thicker than the one listed. For floor/ceiling assem-
blies, the assembly listed in the table must have the same or less
cover and the same or thinner slab constructed of the same
material as the actual floor/ceiling assembly. For other struc-
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tural elements, the element listed in the table must be of a simi-
lar design but with less cover thickness. The fire resistance in
all instances shall be the fire resistance recommended in the
table. This is subject to the following limitations:

* The actual element in the rehabilitated building shall be
constructed of the same materials as listed in the table.
Only the following dimensions may vary from those
specified: for walls, the overall thickness must exceed
that specified in the table; for floor/ceiling assemblies,
the thickness of the cover and the slab must be greater
than, or equal to, that specified in the table; for other
structural elements, the thickness of the cover must be
greater than that specified in the table.

e All penetrations in the building element or its cover for
services such as electricity, plumbing, or HVAC shall be
packed with noncombustible cementitious materials and
so fixed that the packing material will not fall out when
it loses its water of hydration.

e The effects of age and wear and tear shall be repaired so
that the building element is sound and the original thick-
ness of all components, particularly covers and floor
slabs, is maintained.

This approach is an application of the “thickness design”
concept presented in Part 3.3 of the guideline. There should be
many instances when a thicker building element was utilized
than the one listed in the Appendix Tables. This guideline rec-
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ognizes the inherent superiority of a thicker design. Note:
“thickness design” for floor/ceiling assemblies and structural
elements refers to cover and slab thickness rather than total
thickness.

The “thickness design” concept is essentially a special case
of Harmathy’s Rules (specifically Rules 1 and 2). It should be
recognized that the only source of data is the Appendix Tables.
If other data are used, it must be in connection with the
approach below.

4.3 The fire resistance of building elements can be established
by applying Harmathy’s Ten Rules of Fire Resistance Ratings
as set forth in Part 3.2 of the guideline. This is subject to the fol-
lowing limitations:
* The data from the tables can be utilized subject to the
limitations in 4.2 above.

e Test reports from recognized journals or published pa-
pers can be used to support data utilized in applying
Harmathy’s Rules.

e Calculations utilizing recognized and well established
computational techniques can be used in applying
Harmathy’s Rules. These include, but are not limited to,
analysis of heat flow, mechanical properties, deflec-
tions, and load bearing capacity.
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APPENDIX

Introduction

The fire resistance tables that follow are a part of Resource A and provide a tabular form of assigning fire resistance ratings to vari-

ous archaic building elements and assemblies.

These tables for archaic materials and assemblies do for archaic materials what Tables 720.1(1), 720.1(2), and 720.1(3) of the Inter-
national Building Code do for more modern building elements and assemblies. The fire resistance tables of Resource A should be

used as described in the “Purpose and Procedure” that follows the table of contents for these tables.

RESOURCE A TABLE OF CONTENTS

Purpose and Procedure

Section I—Walls

1.1.1
1.1.2
1.1.3
1.1.4
1.1.5
1.1.6
1.1.7
1.2.1
1.2.2
1.23
1.2.4
1.3.1
1.3.2
1.33
1.4.1
1.4.2
1.5.1
1.5.2

Masonry
Masonry
Masonry
Masonry
Masonry
Masonry
Masonry
Metal Frame
Metal Frame
Metal Frame
Metal Frame
Wood Frame
Wood Frame
Wood Frame
Miscellaneous Materials

Miscellaneous Materials

Finish Ratings—Inorganic Materials

Finish Ratings—Organic Materials

Section II—Columns

2.1.1
2.1.2
2.13
2.1.4
2.1.5
2.1.6
2.1.7
2.1.8
2.1.9
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Reinforced Concrete
Reinforced Concrete
Reinforced Concrete
Reinforced Concrete
Reinforced Concrete
Reinforced Concrete

Reinforced Concrete

Hexagonal Reinforced Concrete

Hexagonal Reinforced Concrete

0 in. - 4 in. thick

4 1in. - 6 in. thick

6 in. - 8 in. thick

8 in. - 10 in. thick
10 in. - 12 in. thick
12 in. - 14 in. thick
14 in. or more thick
0 in. - 4 in. thick
4in. - 6 in. thick

6 in. - 8 in. thick

8 in. - 10 in. thick
0 in. - 4 in. thick

4 in. - 6 in. thick

6 in. - 8 in. thick

0 in. - 4 in. thick

4 in. - 6 in. thick
Thickness
Thickness

Min. Dim. O in. - 6 in.
Min. Dim. 10 in. - 12 in.
Min. Dim. 12 in. - 14 in.

Min. Dim. 14 in. - 161in.

Min. Dim. 16 in. - 18 in.
Min. Dim. 18 in. - 20 in.
Min. Dim. 20 in. - 22 in.

Diameter - 12 in. - 14 in.

Diameter - 14 in. - 16 in.

151

152
156
165
171
180
184
191
194
198
200
201
202
203
211
211
212
213
214

215
216
219
220
221
223
224
225
226
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2.1.10
2.1.11
2.2

23

24
2.5.1.1
25.1.2
2.5.1.3
25.14
25.1.5
2.5.1.6
25.1.7
2.5.2.1
2522
2523
2.5.3.1
2532
2.54.1
2542
2543
2544

Hexagonal Reinforced Concrete
Hexagonal Reinforced Concrete
Round Cast Iron Columns
Steel—Gypsum Encasements
Timber

Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Concrete Encasements
Steel/Brick and Block Encasements
Steel/Brick and Block Encasements
Steel/Brick and Block Encasements
Steel/Plaster Encasements
Steel/Plaster Encasements
Steel/Miscellaneous Encasements
Steel/Miscellaneous Encasements
Steel/Miscellaneous Encasements

Steel/Miscellaneous Encasements

Section III—Floor/Ceiling Assemblies

3.1
32
3.3
34

Reinforced Concrete
Steel Structural Elements
Wood Joist

Hollow Clay Tile with Reinforced
Concrete

Section IV—Beams

4.1.1
4.1.2
4.13
4.2.1
422

Reinforced Concrete
Reinforced Concrete
Reinforced Concrete
Reinforced Concrete/Unprotected

Steel/Concrete Protection

Section V—Doors

5.1
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Resistance of Doors to Fire Exposure

Diameter - 16 in.- 18 in.
Diameter - 20 in. - 22 in.
Minimum Dimension

Minimum Area of Solid Material

Minimum Dimension

Minimum Dimension less than 6 in.

Minimum Dimension 6 in. - 8 in.

Minimum Dimension 8 in. - 10 in.

Minimum Dimension 10 in. - 12 in.
Minimum Dimension 12 in. - 14 in.
Minimum Dimension 14 in. - 16 in.
Minimum Dimension 16 in. - 18 in.
Minimum Dimension 10 in. - 12 in.
Minimum Dimension 12 in. - 14 in.

Minimum Dimension 14 in. - 16 in.

Minimum Dimension 6 in. - 8 in.
Minimum Dimension 8 in. - 10 in.
Minimum Dimension 6 in. - 8 in.

Minimum Dimension 8 in. - 10 in.

Minimum Dimension 10 in. - 12 in.

Minimum Dimension 12 in. - 14 in.

Assembly thickness
Membrane thickness

Membrane thickness

Assembly thickness

Depth - 10 in. - 12 in.
Depth - 12 in. - 14 in.
Depth - 14 in. - 16 in.
Depth - 10 in. - 12 in.
Depth - 10 in. - 12 in.

Thickness
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226
226
227
228
229
229
230
231
233
238
240
241
242
242
243
243
244
244
244
245
245

246
252
259

264

267
270
272
273
273

274



PURPOSE AND PROCEDURE

The tables and histograms which follow are to be used only
within the analytical framework detailed in the main body of

this guideline.

Histograms precede any table with 10 or more entries. The
use and interpretation of these histograms is explained in Part 2
of the guideline. The tables are in a format similar to that found
in the model building codes. The following example, taken

from an entry in Table 1.1.2, best explains the table format.

1. Item Code: The item code consists of a four place series

in the general form w-x-y-z in which each member of the
series denotes the following:

w = Type of building element (e.g., W=Walls;
F=Floors, etc.)

x = The building element thickness rounded down
to the nearest one inch increment (e.g., 4%/
inches is rounded off to 4 inches)

y = The general type of material from which the
building element is constructed (e.g.,
M=Masonry; W=Wood, etc.)

z = The item number of the particular building ele-
ment in a given table

The item code shown in the example W-4-M-50
denotes the following:

W = Wall, as the building element

4 = Wall thickness in the range of 4 inches (102
mm) to less than 5 inches (127 mm)

M = Masonry construction
50= The 50th entry in Table 1.1.2

. The specific name or heading of this column identifies
the dimensions which, if varied, has the greatest impact
on fire resistance. The critical dimension for walls, the
example here, is thickness. It is different for other build-
ing elements (e.g., depth for beams; membrane thickness
for some floor/ceiling assemblies). The table entry is the
named dimension of the building element measured at
the time of actual testing to within % '/ inch (3.2 mm)
tolerance. The thickness tabulated includes facings
where facings are a part of the wall construction.

. Construction Details: The construction details provide a
brief description of the manner in which the building ele-
ment was constructed.

RESOURCE A

4. Performance: This heading is subdivided into two col-

umns. The column labeled “Load” will either list the load
that the building element was subjected to during the fire
test or it will contain a note number which will list the
load and any other significant details. If the building ele-
ment was not subjected to a load during the test, this col-
umn will contain “n/a,” which means “not applicable.”

The second column under performance is labeled
“Time” and denotes the actual fire endurance time
observed in the fire test.

. Reference Number: This heading is subdivided into

three columns: Pre-BMS-92; BMS-92; and
Post-BMS-92. The table entry under this column is the
number in the Bibliography of the original source refer-
ence for the test data.

. Notes: Notes are provided at the end of each table to

allow a more detailed explanation of certain aspects of
the test. In certain tables the notes given to this column
have also been listed under the “Construction Details”
and/or “Load” columns.

. Rec Hours: This column lists the recommended fire

endurance rating, in hours, of a building element. In
some cases, the recommended fire endurance will be less
than that listed under the “Time” column. In no case is
the “Rec Hours” greater than given in the “Time” col-
umn.

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
Core: structural clay tile, See notes
W-4-M-50 | 4°/g” |12, 16, 21; Facings on unexposed n/a 25 min. 1 3,4,24 iy
side only, see note 18
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SECTION | - WALLS
FIGURE 1.1.1—WALLS—MASONRY
0” TO LESS THAN 4” THICK

NUMBER OF . .
The number in each box is
ASSEMBLIES keyed to the last number in the
A Item Code column in the Table.
| For example:
10
W-3-
20 K,
19
5 _| I

18
14 17
13 5

12 |15 4 | 8 |22 6

11 110 | 9 |16 3 7 1 21 2

0 I I >
0 1 2 3 4
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.1—MASONRY WALLS
0” TO LESS THAN 4” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
: (3 RRYR4 - /
W-2-M-1 21 S}ol/l/d}pet,rtltlon, /,” gypsum plank lp X N/A 1 hr.. 22 7 1 1,
16”;°/,” plus gypsum plaster each side. min.

Concrete block (18” x 9” x 3”) of fuel
W-3-M-2 3”7 ash, portland cement and plasticizer; N/A 2 hrs. 7 2,3 2
cement/sand mortar.

W-2-M-3 2" Solid gypsum block wall; No facings N/A 1 hr. 1 4 1
W-3-M-4 37 Solid gypsum blocks, laid in 1:3 sanded N/A 1 hr. 1 4 1
gypsum mortar.
Magnesium oxysulfate wood fiber
. blocks; 2” thick, laid in portland
W-3-M-5 3 cement-lime mortar; Facings: '/,” of 1:3 N/A I'hr. ! 4 !
sanded gypsum plaster on both sides.
Magnesium oxysulfate bound wood
W-3-M-6 37 fiber blogks; 3 tth%(; lalq in .plorf,land . N/A 2 hrs. 1 4 2
cement-lime mortar; Facings: '/,” of 1:3
sanded gypsum plaster on both sides.
(Continued)
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TABLE 1.1.1—MASONRY WALLS
0” TO LESS THAN 4” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Clay tile; Ohio fire clay; single cell thick; Face 1 he 5,6,7,
W-3-M-7 3”7 plaster: 35" (both sides) 1:3 sanded gypsum; N/A 6 min 0. 2 11,12, 1
Design “E,” Construction “A.” ’ 39
Clay tile; Illinois surface clay; single cell thick; 1 hr 58,9,
W-3-M-8 3”7 Face plaster: /3" (both sides) 1:3 sanded N/A 1 min 2 11,12, 1
gypsum; Design “A,” Construction “E.” 39
W-3-M-9 37 Clay tile; Illinois surface clay; single cell thick; N/A | 25 min 2 151’ 1102’ iy
No face plaster; Design “A,” Construction “C.” ’ 59 ’ 3
8" x 47/;" glass blocks; weight 4 1bs. each;
W-3-M-10 371" portland cement-lime mortar; horizontal mortar| N/A | 15 min. 1 4 ,
joints reinforced with metal lath.
W-3-M-11 37 Core: gtructural clay tile; see Notes 14, 18, 13; N/A | 10 min. | 5.11,26 e
No facings.
W-3-M-12 37 Core: ;tructural clay tile; see Notes 14, 19, 23; N/A | 20 min. 1 5.11,26 A
No facings.
s/ ” Core: structural clay tile; see Notes 14, 18, 23; . 1
W-3-M-13 3 Facings: unexposed side; see Note 20. N/A 20 min. ! 3, 11,26 /3
2N 357 Core: structural clay tile; see Notes 14, 19, 23; . 1y
W-3-M-14 8 Facings: unexposed side only; see Note 20. N/A 20 min. ! >, 11,26 3
5,7 Core: clay structural tile; see Notes 14, 18, 23; . 1
W-3-M-15 3y Facings: side exposed to fire; see Note 20. N/A ) 30 min. ! 5.11,26) o
2N 357 Core: clay structural tile; see Notes 14, 19, 23; . 3
W-3-M-16 8 Facings: side exposed to fire; see Note 20. N/A | 45 min. ! >, 11,26 4
W-2-M-17 2 2” thick solid gypsum blocks; see Note 27. N/A 1 hr. 1 27 1
W-3-M-18 37 Core: 3” thick gypsum blocks 70% solid; see N/A 1 hr 1 27 1
Note 2; No facings.
W-3-M-19 37 Core: 1.10110w concrete units; see Notes 29, 35, N/A 1 hr 1 27 1
36, 38; No facings.
” Core: hollow concrete units; see Notes 28, 35,
W-3-M-20 3 36, 37, 38; No facings. N/A 1 hr. 1 1
TEvE 317 Core: hollow concrete units; see Notes 28, 35, 1Y/, hrs. 1Y
W-3-M-21 2 36, 37, 38; Facings: one side; see Note 37. N/A 2 1 1 2
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RESOURCE A

TABLE 1.1.1—MASONRY WALLS
0” TO LESS THAN 4” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS

Core: hollow concrete units; see
W-3-M-22|  3',” | Notes 29, 35, 36, 38; Facings: one | N/A 11/, hrs. 1 1/,
side, see Note 37.

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, °C = [(°F) - 32]/1.8.
Notes:
1. Failure mode - flame thru.
2.Passed 2-hour fire test (Grade “C” fire res. - British).
3.Passed hose stream test.
4.Tested at NBS under ASA Spec. No. A2-1934. As nonload bearing partitions.
5.Tested at NBS under ASA Spec. No. 42-1934 (ASTM C 19-33) except that hose stream testing where carried was run on test specimens exposed for full test dura-
tion, not for a reduced period as is contemporarily done.
6. Failure by thermal criteria - maximum temperature rise 325°E
7.Hose stream failure.
8.Hose stream - pass.
9. Specimen removed prior to any failure occurring.
10. Failure mode - collapse.
11.For clay tile walls, unless the source or density of the clay can be positively identified or determined, it is suggested that the lowest hourly rating for the fire endur-
ance of a clay tile partition of that thickness be followed. Identified sources of clay showing longer fire endurance can lead to longer time recommendations.
12.See appendix for construction and design details for clay tile walls.
13.Load: 80 psi for gross wall area.
14.One cell in wall thickness.
15.Two cells in wall thickness.
16.Double shells plus one cell in wall thickness.
17.0ne cell in wall thickness, cells filled with broken tile, crushed stone, slag cinders or sand mixed with mortar.
18.Dense hard-burned clay or shale tile.
19. Medium-burned clay tile.
20.Not less than /g inch thickness of 1:3 sanded gypsum plaster.
21. Units of not less than 30 percent solid material.
22. Units of not less than 40 percent solid material.
23. Units of not less than 50 percent solid material.
24. Units of not less than 45 percent solid material.
25. Units of not less than 60 percent solid material.
26. All tiles laid in portland cement-lime mortar.
27.Blocks laid in 1:3 sanded gypsum mortar voids in blocks not to exceed 30 percent.
28. Units of expanded slag or pumice aggregate.
29. Units of crushed limestone, blast furnace, slag, cinders and expanded clay or shale.
30. Units of calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
31. Units of siliceous sand and gravel. Ninety percent or more quartz, chert or flint.
32.Unit at least 49 percent solid.
33. Unit at least 62 percent solid.
34. Unit at least 65 percent solid.
35. Unit at least 73 percent solid.
36.Ratings based on one unit and one cell in wall thickness.
37.Minimum of '/, inch - 1:3 sanded gypsum plaster.
38.Nonload bearing.
39.See Clay Tile Partition Design Construction drawings, below.

(Continued)
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TABLE 1.1.1—MASONRY WALLS
0” TO LESS THAN 4” THICK—continued
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RESOURCE A

FIGURE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK

NUMBER OF
ASSEMBLIES
A 99
15 — —
7 104
70 103
& | 110] 95 |
56 92 90 The number in each box is
7 ] 7 keyed to the last number in the
10 55 | 106 | 9 105 | 86 | tem Code column in the Table.
,51 ,S,BA 84 | E’L 98 | ]ga For example:
50 [109| 77 | |81 |87 |96 | 35 | w-s-M
A1 |76 | 74 | | 80|85 |89 | 31 |
10043 |72 | 73| | 75|78 |68 | 25
5| 94 |42 | 63 | 64 | 6569 | 67 | 20 | 102
93 |41 |58 |59 | |60 66|22 |12 101 |
54140 |57 |58 |45 61 21 | 1 83 |
A46_| 37 |52 | 49 | 44382 |13 ] 10|15 | 82 |
39|16 j48 ]3| |o4|o |8 |6 14 |2
38 | 36 4 24 | 17 2 3 5 1 7 |23 |19 N
0 ‘ >
0 1 2 4
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
Solid 3” thick, gypsum blocks laid in
Wo4-M-1 4" 11:3” sanded gypsum mortar; Facings: N/A 2 hrs. | 1 2
/,” of 1:3 sanded gypsum plaster
(both sides).
W-4-M-2 4" Solid clay or shale brick. N/A 1 hr.. | 1.2 1Y,
15 min
W-4-M-3 4 Concrete; No facings. N/A 1 hr.. | 1 1Y,
30 min.

Clay tile; Illinois surface clay; single
W-4-M-4 4” cell thick; No face plaster; Design N/A | 25 min. 2 3-7,36 '
“B,” Construction “C.”

W-4-M-5 4" Solid sand-lime brick. N/A 1 hr'~ 1 1 13 /s
45 min.

Solid wall; 3” thick block; '/,” plaster
each side; 173/,” x 83/,” x 4” “Breeze 1 hr.

_4-M- ” 13
W-4-M-6 4 Blocks”; portland cement/sand N/A 52 min. 7 2 4
mortar.
Concrete (4020 psi); Reinforcement: 2 hrs
W-4-M-7 4” vertical 3/y”; horizontal '/,”; 6” X 6” N/A > 7 2 2
. 10 min.
grid.
Concrete wall (4340 psi crush); 1 hr
W-4-M-8 4” reinforcement '/,” diameter rebar on NIA | 40 min 7 2 1%/

8” centers (vertical and horizontal).

(Continued)

156 2006 INTERNATIONAL EXISTING BUILDING CODE®



TABLE 1.1.2—MASONRY WALLS

4” TO LESS THAN 6” THICK—continued

RESOURCE A

2006 INTERNATIONAL EXISTING BUILDING CODE®

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
43/,¢” x 251" cellular fletton brick
(1873 psi) with !/,” sand mortar; bricks are 1 he
W-4-M-9 46" U-shaped yielding hollow cover N/A ; 7 2 1,
” ” s . 25 min.
(approx. 2” x 4”) in final cross-section
configuration.
17 7 17 7 . . 1y
W-4-M-10 41, 417,” x 2'1,” fletton (1831 psi) brick in '/, N/A 1 hr: 7 2 13,
sand mortar. 53 min
1/ 7 1, 7 . CORTN
Wo4-M-11 41, Tl /,‘,‘ x 2!/,” London stock (683 psi) brick; N/A 1 hr.. 7 2 13,
/,” grout. 52 min.
” 41,7 x 211,” Leicester red, wire-cut brick 1 hr.
_4-M- 41 4 2 ’ 13
W-4-M-12 2 (4465 psi) in '/,” sand mortar. N/A 56 min. 7 6 /s
17 7 17 7 . . N1y 7
W-4-M-13 41, 417,” x 211,” stairfoot brick (7527 psi) '/, N/A 1 hr.. 7 2 1,
sand mortar. 37 min.
1/ 7 1, 7 1; . N1y 7
W-4-M-14 41/4” 4'/,” x 2'/,” sand-lime brick (2603 psi) '/, N/A 2 h{s. 7 2 2
sand mortar. 6 min.
1 7 iy : TR
W-4-M-15 41/4” 417,” x 2'1,” concrete brick (2527 psi) '/, N/A 2 hr§. 7 2 2
sand mortar. 10 min.
4” thick clay tile; Ohio fire clay; single cell
o . Ly,
W-4-M-16 417, thick; No plaster expos?d fﬁce’: 1,7 1:2 N/A | 31 min. ) 3-6, 36 1/,
gypsum back face; Design “F,
Construction “S.”
4” thick clay tile; Ohio fire clay; single cell
ol Sy 7.
AN 4170 thick; Plaster exposed face; '/,” 1:2 sanded . . 3-5, 8, 3/
W-4-M-17 2 gypsum; Back Face: none; Construction 80psi | 50 min. 2 36 4
“S,” Design “F”
- ooli BE ke 17 :
W-4-M-18 417, Core: solid sand hme brick; '/, §anded 80 psi 3 s, 1 111 3
gypsum plaster facings on both sides.
- ol . s 7
AN 4177 Core: solid sand-lime brick; '/,” sanded . | 2hrs. 91
W-4-M-19 2 gypsum plaster facings on both sides. 80 psi 30 min. ! L 11 2
. H 1y ” .
W-4-M-20 417, Core: concrete brlc}( /" of 1:3 sa_lnded 80 psi | 2 hrs. 1 111 2
gypsum plaster facings on both sides.
Core: solid clay or shale brick; !/,” thick, 1 hr
W-4-M-21 4',” 1:3 sanded gypsum plaster facings on fire | 80psi | ,o . 1 L2111 1,
sides. )
4” thick clay tile; Ohio fire clay; single cell
thick; cells filled with cement and broken 1 hr 2 3.5
W-4-M-22 41 tile concrete; Plaster on exposed face; none | N/A ; 2 I 1%,
P . 48 min. 9, 36
on unexposed face; 7/,” 1:3 sanded gypsum;
Design “G,” Construction “E.”
4” thick clay tile; Ohio fire clay; single cell
thick; cells filled with cement and broken 2 hrs 2 3.5
W-4-M-23 43" tile concrete; No plaster exposed faced; N/A > 2 2 2
3 14 min. 9, 36
°/,” neat gypsum plaster on unexposed
face; Design “G,” Construction “E.”
(Continued)
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TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
3”7 x 13” air space; 1” thick metal reinforced 7950
W-5-M-24 5” concrete facings on both sides; faces ll;s it 45 min. 1 1 3,

connected with wood splines.

Core: 3” thick void filled with “nondulated”
mineral wool weighing 10 Ibs./ft.3; 17 thick 2,250

W-5-M-25 > metal reinforced concrete facings on both Ibs/fe, | 2 S ! ! 2
sides.
” Core: solid clay or shale brick; !/,” thick, 1:3 . | 2hrs. o
W-5-M-26 > sanded gypsum plaster facings on both sides. 40pst | 30 min, ! 1211 2

Core: solid 4” thick gypsum blocks, laid in
W-5-M-27 5” 1:3 sanded gypsum mortar; '/,” of 1:3 sanded | N/A 3 hrs. 1 1 3
gypsum plaster facings on both sides.

Core: 4” thick hollow gypsum blocks with
W-5-M-28 5” 30% voids; blocks laid in 1:3 sanded gypsum | N/A 4 hrs. 1 1 4
mortar; No facings.

Core: concrete brick; '/," of 1:3 sanded

W-5-M-29 > gypsum plaster facings on both sides. 160 psi |3 hrs. ! ! 3

4” thick clay tile; Illinois surface clay; double 2 hrs .59
W-5-M-30 | 5',” |cell thick; Plaster: %" sanded gypsum 1:3 N/A | g5 2 % 2%,

both faces; Design “D,” Construction “S.” ’

4" thick clay tile; New Jersey fire clay; 1 hr 2-5.9
W-5-M-31 51" |double cell thick; Plaster: /5" sanded gypsum | N/A 52 min 2 % 13,

1:3 both faces; Design “D,” Construction “S.” ’

4” thick clay tile; New Jersey fire clay; single Ih

1/ 7 s L. L5/ 7 . TI. 2-5, 9, 1
W-5-M-32 5', cell thick; Plaster: 3/;” sanded gypsm 1:3 both| N/A . 2 2 '/,
oy L g 34 min. 36
faces; Design “D,” Construction “S.
4” thick clay tile; New Jersey fire clay; single
G cell thick; Face plaster: 3/;” both sides; 1:3 . 3-5,8, 3

W-5-M-33 5 sanded gypsum; Design “B,” Construction N/A | 50 min. 2 36 /s

«g

4” thick clay tile; Ohio fire clay; single cell 1 hr 7-5.9
W-5-M-34 51 thick; Face plaster: °/¢” both sides; 1:3 sanded| N/A N 2 > 7 1,

ey v NS 19 min. 36
gypsum; Design “B,” Construction “A.
4” thick clay tile; Illinois surface clay; single
H . SRV R4 3 - 1-
YvE 517 cell thick; Face plaster: */;” both sides; 1:3 1 hr. 2-5,10 13/

W-5-M-35 4 sanded gypsum; Design “B,” Construction N/A 59 min. 2 36 4

«g
W-5-M-36 4" Core: structural clay tile; see Notes 12, 16, N/A 15 min. 1 3,4,24 1,

21; No facings.

(Continued)
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TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
W-4-M-37 4" Core: strugtural clay tile; see Notes 12, 17, N/A | 25 min. 1 34,24 1,
21; No facings.
W-4-M-38 47 Core: strugtural clay tile; see Notes 12, 16, N/A 10 min. 1 3.4.24 1,
20; No facings.
W-4-M-39 47 Core: struc.tural clay tile; see Notes 12, 17, N/A 20 min. 1 34,24 1,
20; No facings.
W-4-M-40 4" Core: strugtural clay tile; see Notes 13, 16, N/A 30 min. | 34,24 A
23; No facings.
W-4-M-41 4 Core: strugtural clay tile; see Notes 13, 17, N/A 35 min. 1 3,424 A
23; No facings.
W-4-M-42 47 Core: struc.tural clay tile; see Notes 13, 16, N/A 25 min. 1 3.4,24 1,
21; No facings.
W-4-M-43 4" Core: strugtural clay tile; see Notes 13, 17, N/A 30 min. | 34,24 A
21; No facings.
W-4-M-44 4" que: strugtural clay tile; see Notes 15, 16, N/A 1 hr_. 1 34,24 1,
20; No facings 15 min.
W-4-M-45 4 Core: struc.tural clay tile; see Notes 15, 17, N/A 1 th. 1 34,24 1Y,
20; No facings. 15 min.
W-4-M-46 4" Core: strugtural clay tile; see Notes 14, 16, N/A | 20 min. | 34,24 1/,
22; No facings.
W-A-M-47 4 que: strugtural clay tile; see Notes 14, 17, N/A 25 min. 1 3,424 1,
22; No facings.
AN 4177 Core: structural clay tile; see Notes 12, 16, . 3
W-4-M-48 4 21; Facings: both sides; see Note 18. N/A 45 min. I 3.4,24 4
AN 4177 Core: structural clay tile; see Notes 12, 17,
W-4-M-49 /4 21; Facings: both sides; see Note 18. N/A Ihr. 1 3,4,24 !
Core: structural clay tile; see Notes 12, 16,
W-4-M-50|  4%5” |21; Facings: unexposed side only; see N/A | 25 min. 1 3,4,24 'y
Note 18.
Core: structural clay tile; see Notes 12, 17,
W-4-M-51| 435" | 21; Facings: unexposed side only; see N/A | 30 min. 1 3,4,24 ',
Note 18.
Core: structural clay tile; see Notes 12, 16,
W-4-M-52| 435" |21; Facings: unexposed side only; see N/A | 45 min. 1 3,4,24 A
Note 18.
AN 4517 Core: structural clay tile; see Notes 12, 17,
W-4-M-33 8 21; Facings: fire side only; see Note 18. N/A I'hr. ! 3,4,24 !
AN 45/ Core: structural clay tile; see Notes 12, 16, . 1
W-4-M-54 8 20; Facings: unexposed side; see Note 18. N/A 20 min. I 3.4,24 3
AN 451.7 Core: structural clay tile; see Notes 12, 17, . 1
W-4-M-55 fs 20; Facings: exposed side; see Note 18. N/A | 25 min. ! 3,4,24 /s
AN 4517 Core: structural clay tile; see Notes 12, 16, . y
W-4-M-36 8 20; Facings: fire side only; see Note 18. N/A 30 min. ! 3,4,24 2
YRVE 45/ Core: structural clay tile; see Notes 12, 17, . 3
W-4-M-57 8 20; Facings: fire side only; see Note 18. N/A 45 min. I 3.4,24 4
(Continued)
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TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
W-4-M-58 451 CorF:: structural clay t.lle; see Notes 13, 16, 23; N/A | 40 min. | 3, 4,24 2,
Facings: unexposed side only; see Note 18.
W-4-M-59 451 Corf:: structural clay t.lle; see Notes 13, 17, 23; N/A 1 hr 1 3,424 1
Facings: unexposed side only; see Note 18.

AN 4577 Core: structural clay tile; see Notes 13, 16, 23; 1 hr. 1y
W-4-M-60 8 Facings: fire side only; see Note 18. N/A 15 min. ! 3,4,24 4
AN 457 Core: structural clay tile; see Notes 13, 17, 23; 1 hr. n
W-4-M-61 fs Facings: fire side only; see Note 18. N/A 30 min. ! 3,4, 24 2
W-4-M-62 451 Corf:: st.ructural clay t.lle; see Notes 13, 16, 21; N/A | 35 min. 1 3,424 A

Facings: unexposed side only; see Note 18.
W-4-M-63 45/8” Cor.e: structural clay tile; see Notes 13, 17, 21; N/A | 45 min. 1 3.4,24 3/4
Facings: unexposed face only; see Note 18.
W-4-M-64 451 CorF:: structural clay tile; see Notes 13, 16, 23; N/A | hr. 1 3,424 1
Facings: exposed face only; see Note 18.
W-4-M-65 451 Corf:: st.ructural cla'y tile; se?e Notes 13, 17, 21; N/A 1 hr_. 15 1 3.4,24 1Y,
Facings: exposed side only; see Note 18. min.
W-4-M-66 451 Cor.e: structural clay t.11e; see Notes 15, 17, 20; N/A 1 th. 30 1 3,424 1,
Facings: unexposed side only; see Note 18 min.
AN 457 Core: structural clay tile; see Notes 15, 16, 20; 1 hr. 13
W-4-M-67 fs Facings: exposed side only; see Note 18. N/A 45 min. ! 3,4, 24 /s
ML 457 Core: structural clay tile; see Notes 15, 17, 20; 1 hr. 13/
W-4-M-68 § Facings: exposed side only; see Note 18. N/A 45 min. ! 3,4,24 4
AN 457 Core: structural clay tile; see Notes 15, 16, 20; 1 hr. 13/
W-4-M-69 8 Facings: unexposed side only; see Note 18. N/A 30 min. ! 3,4,24 4
A M 457 Core: structural clay tile; see Notes 14, 16, 22; . |
W-4-M-70 fs Facings: unexposed side only; see Note 18. N/A | 30 min. ! 3,4, 24 &
W-4-M-71 451 Corf:: st.ructural cla'y tile; se?e Notes 14, 17, 22; N/A | 35 min. 1 3.4.24 1/,
Facings: exposed side only; see Note 18.
AN 457 Core: structural clay tile; see Notes 14, 16, 22; . 3
W-4-M-72 8 Facings: fire side of wall only; see Note 18. N/A | 45 min. ! 3,4,24 4
AN 457 Core: structural clay tile; see Notes 14, 17, 22;
W-4-M-73 fs Facings: fire side of wall only; see Note 18. N/A Lhr ! 3,4, 24 !
ML 517 Core: structural clay tile; see Notes 12, 16, 21;
W-4-M-74 4 Facings: both sides; see Note 18. N/A Lhr. ! 3,4,24 !
(Continued)
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TABLE 1.1.2—MASONRY WALLS

4” TO LESS THAN 6” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
1\ Core: structural clay tile; see Notes 12, 17, 1 hr. 1
W-5-M-75 S 21; Facings: both sides; see Note 18 N/A 15 min. 1 3,4,24 1
YEVE 517 Core: structural clay tile; see Notes 12, 16, . 3
W-5-M-76 4 20; Facings: both sides; see Note 18. N/A | 45 min. 1 3.4,24 4
1 » Core: structural clay tile; see Notes 12, 17,
W-3-M-77 S 20; Facings: both sides; see Note 18. N/A 1hr. 1 3.4,24 1
1\ Core: structural clay tile; see Notes 13, 16, 1 hr. I
W-5-M-78 S 23; Facings: both sides of wall; see Note 18. N/A 30 min. 1 3,4,24 2
1 ” Core: structural clay tile; see Notes 13, 17,
W-5-M-79 S 23; Facings: both sides of wall; see Note 18. N/A 2 hrs. 1 3.4,24 2
Y EvE 517 Core: structural clay tile; see Notes 13, 16, 1 hr. 1y
W-5-M-80 4 21; Facings: both sides of wall; see Note 18. N/A 15 min. 1 3.4,24 4
1\ Core: structural clay tile; see Notes 13, 16, 1 hr. I
W-5-M-81 S 21; Facings: both sides of wall; see Note 18. N/A 30 min. 1 3,4,24 2
YEVE 517 Core: structural clay tile; see Notes 15, 16, 2 hrs. o
W-5-M-82 4 20; Facings: both sides; see Note 18. N/A 30 min. 1 3.4,24 2
Y EvE 517 Core: structural clay tile; see Notes 15, 17, 2 hrs. o1y
W-5-M-83 4 20; Facings: both sides; see Note 18. N/A 30 min. 1 3.4,24 2
1\ Core: structural clay tile; see Notes 14, 16, 1 hr. I
W-5-M-84 S 22; Facings: both sides of wall; see Note 18. N/A 15 min. 1 3,4,24 la
YEVE 517 Core: structural clay tile; see Notes 14, 17, 1 hr. 1y
W-5-M-85 4 22; Facings: both sides of wall; see Note 18. N/A 30 min. ! 3,4,24 2
” Core: 3" thick gypsum blocks 70% solid; see
W-4-M-86 4 Note 26; Facings: both sides; see Note 25. N/A 2 hs, 1 2
” Core: hollow concrete units; see Notes 27, 34 1 hr. 1
v . - b b bl 1
W-4-M-87 4 35; No facings. N/A 30 min. ! 2
” Core: hollow concrete units; see Notes 28, 33,
W-4-M-88 4 35 No facings. N/A 1 hr. 1 1
, Core: hollow concrete units; see Notes 28, 34 1 hr. 3
A _ ” ’ ) ) 1/
W-4-M-89 4 35; Facings: both sides; see Note 25. N/A 45 min. I 4
” Core: hollow concrete units; see Notes 27, 34,
W-4-M-90 4 35; Facings: both sides; see Note 25. N/A 2 hrs. 1 2
” Core: hollow concrete units; see Notes 27, 32 1 hr. 1
v . - 2 9 ’ 1
W-4-M-91 4 35; No facings. N/A 15 min. ! /s
W-4-M-92 4 Core: hollow concrete units; see Notes 28, 34,| N/A 1 hr. 1 1y
35; No facings. 15 min. 4
” Core: hollow concrete units; see Notes 29, 32,| N/A . 1
W-4-M-93 4 35; No facings. 20 min. ! &
(Continued)
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TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
W-4-M-94 4" gjirgss ?;}Logcci?lg.rete units; see Notes 30, N/A | 15 min. 1 7,
Wanmos || Somstelloweonae i No 2| | i, | z
Was| i Sl meuls s N 2Ly | i |
wamer | (Sorsbelloyconreuni e Nos 28 | | g |
Wamos || Sorsbelloyeonre i Now 28 | gy | e |
Wy ar | Crsiulos cone i st Now | s somin |
WA | Sorstelloyconre i e N0 | s 20 |
weaion s Smslelloyeone i s Now 2. |y | 2 |
weaie x| Gretlesaneuls seNa 3|y, | 2t |
w5 Somielloyeone i e Nows 2| | i, | 2
weai] s Sbelloveone i e Now | | i, | z
Wiy |Gl aneus seNoe |y | I |
wios s Sorslelloyconae i s Now 0| | | |
W-5-M-107| 5" 5&2256 g{}??ﬁi‘i’ﬁfyp“m blocks; see N/A | 4hrs. 1 4
Wiy (St didkinlonpantiodses | s | 3 | ;
WsM-109) 47| Conerete with 4% 4TNo. G welded wire | 0 i | 45 min, 43 2 Y,
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RESOURCE A

TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
W-4-M-110 4 Concrete with 4” x 4” No. 6 welded wire N/A 1 hr.. 3 2 1Y,
mesh at wall center. 15 min.

For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.
Notes:
1. Tested as NBS under ASA Spec. No. A 2-1934.
2. Failure mode - maximum temperature rise.
3. Treated at NBS under ASA Spec. No. 42-1934 (ASTM C 19-53) except that hose stream testing where carried out was run on test specimens exposed for full test
duration, not for or reduced period as is contemporarily done.
4.For clay tile walls, unless the source the clay can be positively identified, it is suggested that the most pessimistic hour rating for the fire endurance of a clay tile
partition of that thickness to be followed. Identified sources of clay showing longer fire endurance can lead to longer time recommendations.
5.See appendix for construction and design details for clay tile walls.
6. Failure mode - flame thru or crack formation showing flames.
7.Hole formed at 25 minutes; partition collapsed at 42 minutes or removal from furnace.
8. Failure mode - collapse.
9.Hose stream pass.
10.Hose stream hole formed in specimen.
11.Load: 80 psi for gross wall cross sectional area.
12.One cell in wall thickness.
13.Two cells in wall thickness.
14.Double cells plus one cell in wall thickness.
15.One cell in wall thickness, cells filled with broken tile, crushed stone, slag, cinders or sand mixed with mortar.
16.Dense hard-burned clay or shale tile.
17.Medium-burned clay tile.
18.Not less than */ inch thickness of 1:3 sanded gypsum plaster.
19. Units of not less than 30 percent solid material.
20. Units of not less than 40 percent solid material.
21. Units of not less than 50 percent solid material.
22. Units of not less than 45 percent solid material.
23. Units of not less than 60 percent solid material.
24. All tiles laid in portland cement-lime mortar.
25.Minimum '/, inch - 1:3 sanded gypsum plaster.
26.Laid in 1:3 sanded gypsum mortar. Voids in hollow units not to exceed 30 percent.
27.Units of expanded slag or pumice aggregate.
28. Units of crushed limestone, blast furnace slag, cinders and expanded clay or shale.
29. Units of calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
30. Units of siliceous sand and gravel. Ninety percent or more quartz, chert or flint.
31.Unit at least 49 percent solid.
32.Unit at least 62 percent solid.
33. Unit at least 65 percent solid.
34.Unit at least 73 percent solid.
35.Ratings based on one unit and one cell in wall thickness.
36.See Clay Tile Partition Design Construction drawings, below.

(Continued)
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RESOURCE A

TABLE 1.1.2—MASONRY WALLS
4” TO LESS THAN 6” THICK—continued
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DESIGNS OF TILES USED IN FIRE-TEST PARTITIONS THE FOUR TYPES OF CONSTRUCTION USED
IN FIRE-TEST PARTITIONS
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RESOURCE A

FIGURE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK

NUMBER OF
ASSEMBLIES
A
10— —
66
65 64 The number in each box is
L L] keyed to the last number in the
Item Code column in the Table.
58 62
S -—— -—— For example:
26 48 |53 34 55 W—6—
25 41 (49 50 52
5 I N I L] L
21 29 (39 |43 44 36
12 28 | 31 |42 16 35 61 63 [\
10| 22| 27|30 (40 15 34 57 46 56 60
9 |13[23|24 |32 |59 8 33 51 45 20 38 47
111 2|3 (14| 4 |8a| 5|7 6 18 17 19 37 1
0 1 1 >
0 1 2 3 4 5 6
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Core: 5” thick, solid gypsum blocks laid in
. VR .
W-6-M-1 6" 1:3 sanded gypsum mortar; /" of 1:3 N/A 6 hrs. | 6
sanded gypsum plaster facings on both
sides.
6” clay tile; Ohio fire clay; single cell 1.3.4
W-6-M-2 6” thick; No plaster; Design “C,” Construction| N/A | 17 min. 2 é 5 5 ? ',
“A )
6” clay tile; Illinois surface clay; double 1-4.7
W-6-M-3 6” cell thick; No plaster; Design “E,” N/A | 45 min. 2 L A
- 55
Construction “C.
6” clay tile; New Jersey fire clay; double L hr 1-4.8
W-6-M-4 6” cell thick; No plaster; Design “E,” N/A . 2 L 1
L 1 min. 55
Construction “S.
6” clay tile; Illinois surface clay; double 1 hr
W-7-M-5 7', |cell thick; Plaster: %/,” - 1:3 sanded gypsum | N/A 41 min 2 1-4,55 | 1%
both faces; Design “E,” Construction “A.” '
6” clay tile; New Jersey fire clay; double 2 hrs 149
W-7-M-6 7' | cell thick; Plaster: %/;” - 1:3 sanded gypsum| N/A 23 min 2 55 2,
both faces; Design “E,” Construction “S.” ’
6” clay tile; Ohio fire clay; single cell 1 hr 149
W-7-M-7 7 thick; Plaster: %/;” sanded gypsum; 1:3 both | N/A N 2 L 2%,
ORI A 54 min. 35
faces; Design “C,” Construction “A.

(Continued)
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RESOURCE A

TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM THICKNE PRE- POST- REC.
CODE SS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
6” clay tile; Illinois surface clay; single cell 1.3.4.9
W-7-M-8 7',” | thick; Plaster: 5/3” sanded gypsum 1:3 both | N/A 2 hrs. 2 o2
’ S, e o 10, 55
faces; Design “C,” Construction “S.
6” clay tile; Illinois surface clay; single cell | hr 149
W-7-M-8a | 7'/, |thick; Plaster: 5" sanded gypsum 1:3 both | N/A : 2 e 1l
AN G 23 min 10, 55
faces; Design “C,” Construction “E.
W-6-M-9 6" Core: struc.tural clay tile; see Notes 12, 16, N/A 20 min. 1 3.5.24 1/3
20; No facings.
W-6-M-10 6" Core: strugtural clay tile; see Notes 12, 17, N/A 25 min. 1 3.5.24 1/,
20; No facings.
W-6-M-11 6" Core: struc.tural clay tile; see Notes 12, 16, N/A 15 min. 1 3.5.24 1/4
19; No facings.
W-6-M-12 6" Core: strugtural clay tile; see Notes 12, 17, N/A 20 min. 1 3.5.24 1/,
19; No facings.
W-6-M-13 6" Core: struc.tural clay tile; see Notes 13, 16, N/A 45 min. 1 3.5.24 Y,
22; No facings.
W-6-M-14 6" Core: strugtural clay tile; see Notes 13, 17, N/A 1 hr. 1 3.5.24 |
22; No facings.
W-6-M-15 6" Core: struc.tural clay tile; see Notes 15, 17, N/A 2 his. 1 3.5.24 2
19; No facings.
W-6-M-16 6" Core: struqtural clay tile; see Notes 15, 16, N/A 2 hrs. 1 3.5.24 )
19; No facings.
” Cored concrete masonry; see Notes 12, 34, . 3 hrs. 31
W-6-M-17 | 67136738 41 No facings. 80psi | 30 min. ! 3,25 2
” Cored concrete masonry; see Notes 12, 33, .
W-6-M-18 6 36, 38, 41; No facings. 80 psi 3 hrs. 1 5,25 3
ML 67" Cored concrete masonry; see Notes 12, 34, .
W-6-M-19 2 36, 38, 41; Facings: side 1; see Note 35. 80 psi 4 hrs. 1 5,25 4
Ve 61/, Cored concrete masonry; see Notes 12, 33, .
W-6-M-20 2 36, 38, 41; Facings: side 1; see Note 35. 80 psi 4 hrs. ! 3,25 4
Core: structural clay tile; see Notes 12, 16,
W-6-M-21 | 6’5" | 20; Facings: unexposed face only; see Note | N/A | 30 min. 1 3,5,24 ',
18.
Core: structural clay tile; see Notes 12, 17,
W-6-M-22 6/s” | 20; Facings: unexposed face only; see Note | N/A | 40 min. 1 3,5,24 A
18.
Core: structural clay tile; see Notes 12, 16,
W-6-M-23 6" 120; Facings: exposed face only; see Note N/A 1 hr. 1 3,5,24 1
18.
Core: structural clay tile; see Notes 12, 17, L hr
W-6-M-24 6/s” | 20; Facings: exposed face only; see Note N/A 5 mir.1 1 3,5,24 1
18. ’
Core: structural clay tile; see Notes 12, 16,
W-6-M-25 65" | 19; Facings: unexposed side only; see Note N/A | 25 min. 1 3,5,24 'y
18.

(Continued)
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TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
W-6-M-26 6" Corf:: st.ructural clay tile; see Notes 12,7, 19; N/A | 30 min. 1 3.5.24 A
Facings: unexposed face only; see Note 18.
5/ Core: structural clay tile; see Notes 12, 16, 19;
W-6-M-27 6% Facings: exposed side only; see Note 18. N/A Ihr. ! 3,5,24 !
W-6-M-28 6% Corf:: st.ruf:ture.ll clay tl.le; see Notes 12, 17, 19; N/A 1 hr. 1 3.5.24 1
Facings: fire side only; see Note 18.
W-6-M-29 6" Corf:: structural clay t}le; see Notes 13, 16, 22; N/A 1 hr. 1 3.5.24 1
Facings: unexposed side only; see Note 18.
v 63/ Core: structural clay tile; see Notes 13, 17, 22; 1 hr. 1y
W-6-M-30 8 Facings: unexposed side only; see Note 18. N/A 15 min. ! 3,5, 24 4
5/ Core: structural clay tile; see Notes 13, 16, 22; 1 hr. n
W-6-M-31 6% Facings: fire side only; see Note 18. N/A 15 min. ! 3,5,24 /s
v 63/ Core: structural clay tile; see Notes 13, 17, 22; 1 hr. 1y
W-6-M-32 8 Facings: fire side only; see Note 18. N/A 30 min. ! 3,5, 24 2
5/ Core: structural clay tile; see Notes 15, 16, 19; 2 hrs. 91
W-6-M-33 6% Facings: unexposed side only; see Note 18. N/A 30 min. ! 3,5,24 2
v 63/ Core: structural clay tile; see Notes 15, 17, 19; 2 hrs. oy
W-6-M-34 8 Facings: unexposed side only; see Note 18. N/A 30 min. ! 3,5, 24 2
5/ Core: structural clay tile; see Notes 15, 16, 19; 2 hrs. 91
W-6-M-35 6% Facings: fire side only; see Note 18. N/A 30 min. ! 3,5,24 2
v 63/ Core: structural clay tile; see Notes 15, 17, 19; 2 hrs. oy
W-6-M-36 8 Facings: fire side only; see Note 18. N/A 30 min. ! 3,5, 24 2
,, Cored concrete masonry; see Notes 12, 34, 36, .
W-6-M-37 7 38, 41; see Note 35 for facings on both sides. 80 psi 5 hrs. 1 3,25 5
” Cored concrete masonry; see Notes 12, 33, 36, .

W-6-M-38 7 38, 41; see Note 35 for facings. 80psi | 5 hrs. ! 3,25 >
Yavi 71y 7 Core: structural clay tile; see Notes 12, 16, 20; 1 hr. n
W-6-M-39 fa Facings: both sides; see Note 18. N/A 15 min. ! 3,5,24 /s

” Core: structural clay tile; see Notes 12, 17, 20; 1 hr.

WAVE 71/ Yy 5 > L/, 205 1Y
W-6-M-40 4 Facings: both sides; see Note 18. N/A 30 min. ! 3,5, 24 2
v 71y 7 Core: structural clay tile; see Notes 12, 16, 19; 1 hr. n
W-6-M-41 fa Facings: both sides; see Note 18. N/A 15 min. ! 3,5,24 /s

” Core: structural clay tile; see Notes 12, 17, 19; 1 hr.
WAVE 71/ Yy 5 > L/ 155 1Y
W-6-M-42 4 Facings: both sides; see Note 18. N/A 30 min. ! 3,5,24 2
(Continued)
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RESOURCE A

TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
W | TSl da s Nos 16| s | 1 | 5 1
W | T (Sl da e Nos 7 | s | 2 ! 54
W | T |l oy e o 5 10| gy | S | 5 W
Wi | T |Cor st e sestoe 517 gy | S | 5 W
Werr| g o iickseld ppamtlocs we Nt x| g | :
W-6-M-48 6" gf(;)’rgz4 ?})\}Logcci(r)lg.rete units; see Notes 47, N/A 151 rllllrm 1 1Y,
W-6-M-49 6" g(irg; I;l(lgi)ogiccizrglcs:fete units; see Notes 46, N/A 5 é rlrllrln 1 1,
W-6-M-50 6" Elo’r; tl?\}l)ogcci(r)lg:rete units; see Notes 46, N/A 2 hrs. 1 2
W-6-M-51 6" %),rg:4 I;l(lgi)ogiccizrglcs:fete units; see Notes 46, N/A 3 hirs. 1 3
womss| ¢ | Sl e weNows 7, gy 2 |
W-6-M-53 6" glo,r§:4 I;l(lgi)ogiccizrglcs:fete units; see Notes 47, N/A 5 é rlrllrln 1 1,
woss| o (Gl e eoNe e a2 | z
weLss | o Coiulon cone i s ot 431, gy | 2 |
wetse| o (Chrlollon e soNo 6 | st | ;
wemsy| o | Sobellow cneeuis st Nos 47| g | 3 ! ;
wotss | o (Gl et oM T | 2 | z
WL o Sorsiulon omme i e Nos 7|y | 10 |
Wi 7 (Clellon e eoleeds. | | s | ;
wiser| 7| Sosiulos comme i o 6. | gy | S |
(Continued)
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RESOURCE A

TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 BMS-92 NOTES HOURS
Core: hollow concrete units; see Notes 46 2 hrs. 1
_7-M- ” 5 s o1y
W-7-M-62 7 50, 54; Facings: both sides; see Note 35. N/A 30 min. 1 2
» Core: hollow concrete units; see Notes 47,
W-7-M-63 7 53, 54; Facings: both sides; see Note 35. N/A 4 hrs. ! 4
Core: hollow concrete units; see Notes 47 2 hrs. 1
_7-M- ” 5 5 o1y
W-7-M-64 7 51, 54; Facings: both sides; see Note 35. N/A 30 min. I 2
» Core: hollow concrete units; see Notes 47,
W-7-M-65 7 50, 54; Facings: both sides; see Note 35. N/A 2 hrs. ! 2
Concrete wall with 4” x 4” No. 6 wire 2 hrs
W-6-M-66 6” fabric (welded) near wall center for N/A 30 miﬁ 43 2 2Y,
reinforcement. '

For SI: 1 inch =25.4 mm, 1 pound per square inch =0.00689 MPa.
Notes:
1. Tested at NBS under ASA Spec. No. 43-1934 (ASTM C 19-53) except that hose stream testing where carried out was run on test specimens exposed for full test
duration, not for a reduced period as is contemporarily done.
2. Failure by thermal criteria - maximum temperature rise.
3. For clay tile walls, unless the source or density of the clay can be positively identified or determined, it is suggested that the lowest hourly rating for the fire endur-
ance of a clay tile partition of that thickness be followed. Identified sources of clay showing longer fire endurance can lead to longer time recommendations.
4.See Note 55 for construction and design details for clay tile walls.
5.Tested at NBS under ASA Spec. No. A2-1934.
6. Failure mode - collapse.
7.Collapsed on removal from furnace at 1 hour 9 minutes.
8.Hose stream - failed.
9.Hose stream - passed.
10.No end point met in test.
11. Wall collapsed at 1 hour 28 minutes.
12.One cell in wall thickness.
13.Two cells in wall thickness.
14.Double shells plus one cell in wall thickness.
15.One cell in wall thickness, cells filled with broken tile, crushed stone, slag, cinders or sand mixed with mortar.
16.Dense hard-burned clay or shale tile.
17.Medium-burned clay tile.
18.Not less than /4 inch thickness of 1:3 sanded gypsum plaster.
19. Units of not less than 30 percent solid material.
20. Units of not less than 40 percent solid material.
21. Units of not less than 50 percent solid material.
22. Units of not less than 45 percent solid material.
23. Units of not less than 60 percent solid material.
24. All tiles laid in portland cement-lime mortar.
25.Load: 80 psi for gross cross sectional area of wall.
26. Three cells in wall thickness.
27.Minimum percent of solid material in concrete units = 52.
28.Minimum percent of solid material in concrete units = 54.
29. Minimum percent of solid material in concrete units = 55.
30.Minimum percent of solid material in concrete units = 57.
31.Minimum percent of solid material in concrete units = 62.
32.Minimum percent of solid material in concrete units = 65.
33.Minimum percent of solid material in concrete units = 70.
34.Minimum percent of solid material in concrete units = 76.
35.Not less than '/, inch of 1:3 sanded gypsum plaster.
36.Noncombustible or no members framed into wall.
37.Combustible members framed into wall.
38.One unit in wall thickness.
39.Two units in wall thickness.

(Continued)
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RESOURCE A

TABLE 1.1.3—MASONRY WALLS
6” TO LESS THAN 8” THICK—continued

40. Three units in wall thickness.

41.Concrete units made with expanded slag or pumice aggregates.

42. Concrete units made with expanded burned clay or shale, crushed limestone, air cooled slag or cinders.
43. Concrete units made with calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
44. Concrete units made with siliceous sand and gravel. Ninety percent or more quartz, chert or flint.
45.Laid in 1:3 sanded gypsum mortar.

46. Units of expanded slag or pumice aggregate.

47. Units of crushed limestone, blast furnace, slag, cinder and expanded clay or shale.

48. Units of calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.

49. Units of siliceous sand and gravel. Ninety percent or more quartz, chert or flint.

50. Unit minimum 49 percent solid.

51. Unit minimum 62 percent solid.

52.Unit minimum 65 percent solid.

53. Unit minimum 73 percent solid.

54.Ratings based on one unit and one cell in wall section.

55.See Clay Tile Partition Design Construction drawings, below.

/\\‘I 6”

. - )
12"’ M 12" N 2 ™
tetl el
127 12( 11"
A B C
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DESIGNS OF TILES USED IN FIRE-TEST PARTITIONS THE FOUR TYPES OF CONSTRUCTION USED
IN FIRE-TEST PARTITIONS
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RESOURCE A

FIGURE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK

NUMBER OF
ASSEMBLIES
A
15—
109 110 104
97 | 107 | 101 |
The number in each box is
—9§— —gi— 114 ] —6—5— keyed to the last number in the
91 96 92 113 58 Iltem Code column in the Table.
10— —= S T oo T
79 | 93 | 80 | 85 | 111 56 | For example:
112 75 | 89 78 76 106 55 W-9-
102 | 99 |45 | 84 69 73 105 54
83|81 |43 | 49 68 72 ] 90 | 53]
57 |77 | 39 | 41 | 98 | 67 70 86 52
o S FLL S N F gl B LY I o]
12 | 47 |37 | 38 | 82 | 62 | 108 | 61 74 51 66 N,
10 | 16 | 35 | 36 | 42 | 44 (100 | 50 64 32 63
1036 |14 | 9 |34 |20 |40 | 71 |48 | 33| 30 59 ]
88 4 | 8 | 5 | 11|17 29 | 46|31 | 19 | 25| 28 | 60_|
87| 2 1 3 7 13 |15 [ 24 | 21 18 22 23 27 26 -
0 | | I I T | | I I >
0 1 2 3 4 5 6 7 8 9 10
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Core: clay or shale structural tile; Units in 1 hr
W-8-M-1 8” wall thickness: 1; Cells in wall thickness: 2; 80 psi y 1 1,20 11,

Minimum % solids in units: 40, 15 min.

Core: clay or shale structural tile; Units in
wall thickness: 1; Cells in wall thickness: 2;
W-8-M-2 8” Minimum % solids in units: 40; No facings; 80 psi | 45 min. 1 1,20 3,
Result for wall with combustible members
framed into interior.

Core: clay or shale structural tile; Units in

W-8-M-3 8” wall thickness: 1; Cells in wall thickness: 2; 80 psi ! hr.' 1 1,20 1Y,
- AT . 30 min.
Minimum % solids in units: 43.
Core: clay or shale structural tile; Units in
” wall thickness: 1; Cells in wall thickness: 2; . . 3
W-8-M-4 8 Minimum % solids in units: 43; No facings; 80psi | 45 min. I 1,20 4
Combustible members framed into wall.
See 1 hr. 1,25,
W-8-M-5 8” Core: clay or shale structural tile; No facings. N 1 10, 18, 1Y,
Notes | 30 min. 20. 21

(Continued)
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RESOURCE A

TABLE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
See L.2,5,
W-8-M-6 8” Core: clay or shale structural tile; No facings. 45 min. 1 10,19, A
Notes
20, 21
S 1,2,5,
W-8-M-7 8” Core: clay or shale structural tile; No facings e 2 hrs. 1 13, 18, 2
Notes
20, 21
See 1 hr 12,5,
W-8-M-8 8” Core: clay or shale structural tile; No facings. N 1 13,19, 1Y,
Notes | 45 min.
20, 21
See 1 hr 1,2,6,
W-8-M-9 8” Core: clay or shale structural tile; No facings. e N 1 9, 18, 13/,
Notes | 15 min.
20, 21
See 1,2,6,
W-8-M-0 8” Core: clay or shale structural tile; No facings. 45 min. 1 9,19, A
Notes
20, 21
See 1,2,06,
W-8-M-1 8” Core: clay or shale structural tile; No facings. e 2 hrs. 1 10, 18, 2
Notes
20, 21
See 1,2,6,
W-8-M-2 8” Core: clay or shale structural tile; No facings. 45 min. 1 10, 19, A
Notes
20, 21
See 2 hrs 1,36,
W-8-M-3 8” Core: clay or shale structural tile; No facings. . 1 12, 18, 21/,
Notes | 30 min.
20, 21
See 1,2,6,
W-8-M-4 8” Core: clay or shale structural tile; No facings. 1 hr. 1 12, 19, 1
Notes
20, 21
See 1,2,6,
W-8-M-5 8” Core: clay or shale structural tile; No facings. e 3 hrs. 1 16, 18, 3
Notes
20, 21
See 1 hr 12,6,
W-8-M-6 8” Core: clay or shale structural tile; No facings. N 1 16, 19, 1,
Notes | 15 min.
20, 21
Cored clay or shale brick; Units in wall See 2 hrs
W-8-M-7 8” thickness: 1; Cells in wall thickness: 1; Notes | 30 miﬁ 1 1,44 21/,
Minimum % solids: 70; No facings. )
Cored clay or shale brick; Units in wall See
W-8-M-8 8” thickness: 2; Cells in wall thickness: 2; Notes 5 hrs. 1 1,45 5
Minimum % solids: 87; No facings.
W-8-M-9 8” Core: solid clay or shale brick; No facings. NSOetZs 5 hrs. 1 1,22,45 5
W-8-M-0 8” Core: hollow rolok of clay or shale. See 2 hrs. 1 1,22,45| 2',
Notes | 30 min.
W-8-M-1 g Core: hollow rolok bak of clay or shale; No See 4 hrs. 1 1. 45 4
facings. Notes
W-8-M-2 8” Core: concrete brick; No facings. See 6 hrs. 1 1,45 6
Notes
W-8-M-3 8” Core: sand-lime brick; No facings. See 7 hrs. 1 1,45 7
Notes
(Continued)
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TABLE 1.1.4—MASONRY WALLS

8” TO LESS THAN 10” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” Core: 47, 40% solid clay or shale structural See 3 hrs. |
_8-M- 4 3l
W-8-M-24 8 tile; 1 side 4” brick facing. Notes | 30 min. : 1,20 2
Concrete wall (3220 psi); Reinforcing 22200
W-8-M-25 8” vertical rods 1” from each face and 1” lbs, it 6 hrs. 7 6
diameter; horizontal rods °/;” diameter. o
. Rt e 17 .
W-8-M-26 Q" Core: sand-line bl’l(.)k, /,” of 1.3. sanded See 9 hrs. 1 145 9
gypsum plaster facings on one side. Notes
. cand-li R V4 .
W-8-M-27 81/, Core: sand-line brlgk, /,” of 1.3' sanded See 8 hirs. 1 1,45 8
gypsum plaster facings on one side. Notes
. Ly .
W-8-M-28 81/, Core: concrete; /,” of 1..3 sanded gypsum See 7 hrs. | 1,45 7
plaster facings on one side. Notes
Core: hollow rolok of clay or shale; '/,” of See
W-8-M-29 81/, 1:3 sanded gypsum plaster facings on one Notes 3 hrs. 1 1,45 3
side.
” Core: solid clay or shale brick !/,” thick, 1:3 |  See 1,22
QM- 81/ y 2 s s Ly
W-8-M-30 2 sanded gypsum plaster facings on one side. Notes 6 hrs. ! 45, 6
Core: cored clay or shale brick; Units in
1 ” wall thickness: 1; Cells in wall thickness: 1; See
W-8-M-31 8, Minimum % solids: 70; '/,” of 1:3 sanded Notes | +Hrs: ! 1,44 4
gypsum plaster facings on both sides.
Core: cored clay or shale brick; Units in
TEVE 81/ wall thickness: 2; Cells in wall thickness: 2; See
W-8-M-32 2 Minimum % solids: 87; '/,” of 1:3 sanded Notes 6 hrs. ! L,45 6
gypsum plaster facings on one side.
Core: hollow Rolok Bak of clay or shale; See
W-8-M-33 81/," '/," of 1:3 sanded gypsum plaster facings on | o *° | 5 hrs. 1 1,45 5
one side.
Core: clay or shale structural tile; Units in
Teve g5/ wall thickness: 1; Cells in wall thickness: 2; See
W-8-M-34 fs Minimum % solids in units: 40; %" of 1:3 Notes | 2hrs: ! 12021 2
sanded gypsum plaster facings on one side.
Core: clay or shale structural tile; Units in
5,7 wall thickness: 1; Cells in wall thickness: 2; See 1 hr. 1, 20, I
W-8-M-35 8y Minimum % solids in units: 40; Exposed Notes | 30 min. ! 21 2
face: %/;” of 1:3 sanded gypsum plaster.
(Continued)
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RESOURCE A

TABLE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Core: clay or shale structural tile; Units in
TEvE 857 wall thickness: 1; Cells in wall thickness: 2; See 1, 20,
W-8-M-36 8 Minimum % solids in units: 43; %" of 1:3 Notes 2 hrs. 21 2
sanded gypsum plaster facings on one side.
Core: clay or shale structural tile; Units in
wall thickness: 1; Cells in wall thickness: 2; See 1 he 1.20
W-8-M-37 8%5” | Minimum % solids in units: 43; 5/;” of 1:3 . 1 P 1,
Notes | 30 min. 21
sanded gypsum plaster of the exposed face
only.
Core: clay or shale structural tile; Facings: | S 12,5,
W-8-M-38 85/, “ore: clay or shale structural tile; Facings: ee 2 hrs. | 10, 18, ’
side 1; see Note 17. Notes
20, 21
Core: clay or shale structural tile; Facings: See 1 hr. 1,25,
W-8-M-39 | 8%" C ueural e £s: : 1 10,19, | 1Y,
exposed side only; see Note 17. Notes | 30 min. 20.21
Core: clay or shale structural tile; Facings: See 12,5,
W-8-M-40| 8% -cay . : gs: 3 hrs. 1 13, 18, 3
exposed side only; see Note 17. Notes 20,21
Core: clay or shale structural tile; Facings: See 12,5,
W-8-M-41 | 8%” - cn s racings: 2 hrs. 1 13,19, | 2
exposed side only; see Note 17. Notes 20 21
Core: clay or shale structural tile; Facings: See 2 hrs 1, 2.9,
QM 85/ ” N R N S: S. 2]/
W-8-M-42 8 side 1; see Note 17. Notes | 30 min. I 18i120, 2
Core: cl r shale structural tile; Facings: S 1 hr. 1,2,6,
W-8-M-43 85/, ore: clay or shale structural tile; Facings: ee g 1 9. 19, 1/,
exposed side only; see Note 17. Notes | 30 min. 20. 21
Core: clay or shale structural tile; Facings: See 1,2,
W-8-M-44 | 8 |Bore Y . s racings: 3 hrs. 1 10,18, | 3
side 1, see Note 17; side 2, none. Notes
20, 21
Core: clay or shale structural tile; Facings: See 1 hr. 1,26,
W-8-M-45| 8" -ore: clay uctarat tiie, gs: X 1 10,19, | 1',
fire side only; see Note 17. Notes | 30 min. 20.21
Core: clay or shale structural tile; Facings: See 3 hrs 1,2,6,
W-8-M-46 | 8%/ Jore. clay s ’ & > 1 12,18, | 3',
side 1, see Note 17; side 2, none. Notes | 30 min. 2021
Core: clay or shale structural tile; Facings: See 1 hr. 1,2,6,
W-8-M-47 | 8%” o s TAcIngs: : 1 12,19, | 1%,
exposed side only; see Note 17. Notes | 45 min. 20 21
Core: clay or shale structural tile; Facings: Sel 1,26,
W-8-M-48 | 897 | SOr€: €Y OF SHATe STLCHIa Hes Hacings: ° | 4. 1 16,18, | 4
side 1, see Note 17; side 2, none. Notes
20, 21
Core: cl r shale structural tile; Facings: S 1,26,
W-8-M-49 85/, ore: clay or shale structural tile; Facings: ee 2 hrs. 1 16, 19, 2
fire side only; see Note 17. Notes
20, 21
(Continued)
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TABLE 1.1.4—MASONRY WALLS

8” TO LESS THAN 10” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Core: 4”7, 40% solid clay or shale clay See
W-8-M-50| 8%”  |structural tile; 4” brick plus 3" of 1:3 sanded Notes | 4hrs. 1 1,20 4
gypsum plaster facings on one side.
83/,” x 21/,” and 4” x 21/,” cellular fletton 16
W-8-M-51 8%,” (1873 psi) single and triple cell hollow brick ton.s Ift 6 hrs. 7 23,29 6
set in '/,” sand mortar in alternate courses. ’
377 s . : .
W-8-M-52 83/4" 8°/,” thick cement brick (2527 psi) with P.C. 3.6 6 hrs. 7 23,24 6
and sand mortar. tons/ft.
377 1y ” . N1
W-8-M-53 83/, 81,7 x 2'/,” fletton brick (1831 psi) in '/, 3.6 6 hrs. 7 23,24 6
sand mortar. tons/ft.
37 1/ 7 - ot
TV 83/ 8°/,” x 2'/,” London stock brick (683 psi) in 7.2
W-8-M-54 4 1,” P.C. - sand mortar. tons/ft. 6 hrs. 7 23,24 6
” 9” x 2'/,” Leicester red wire-cut brick (4465 6.0
W-9-M-35 0 psi) in '/,” P.C. - sand mortar. tons/ft. | O PTS: 7 23,24 6
’” ” 1i . ENETS V7
W-9-M-56 97 9” x 3” sand-lime brick (2603 psi) in !/,” P.C. 3.6 6 hrs. 7 23,24 6
- sand mortar. tons/ft.
” 2 layers 27/¢” fletton brick (1910 psi) with 1.5 . 1
W-9-M-57 0 31/,” air space; Cement and sand mortar. tons/ft. | 52 M- 7 23,25 3
’” ” . . DN 4
W-9-M-58 9" 9” x 3” stairfoot brick (7527 psi) in '/, 7.2 6 hrs. 7 23,24 6
sand-cement mortar. tons/ft.
" Core: solid clay or shale brick; !/,” thick; 1:3 See
W-9-M-59 9 sanded gypsum plaster facings on both sides. | Notes 7hrs. : 1,22,45 7
L Core: concrete brick; '/,” of 1:3 sanded See
W-9-M-60 ? gypsum plaster facings on both sides. Notes | 80T ! 145 8
Core: hollow Rolok of clay or shale; !/,” of See
W-9-M-61 9” 1:3 sanded gypsum plaster facings on both Notes 4 hrs. 1 1,45 4
sides. )
Cored clay or shale brick; Units in wall
” thickness: 1; Cells in wall thickness: 1; See
W-9-M-62 ? Minimum % solids: 70; '/,” of 1:3 sanded Notes | 31T ! 1,44 3
gypsum plaster facings on one side.
Cored clay or shale brick; Units in wall
o thickness: 2; Cells in wall thickness: 2; See
W-9-M-63 ? Minimum % solids: 87; '/,” of 1:3 sanded Notes 7hrs. ! 145 7
gypsum plaster facings on both sides.
W-O-M-64|  9-10” fCoTe: cavity wall of clay or shale brick; No See 5 hrs. | 1. 45 5
acings. Notes
Core: cavity construction of clay or shale See
W-9-M-65| 9-10” |brick; '/,” of 1:3 sanded gypsum plaster Notes 6 hrs. 1 1,45 6
facings on one side.
(Continued)
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RESOURCE A

TABLE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK—continued

176

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Core: cavity construction of clay or shale See
W-9-M-66| 9-10”  |brick; '/,” of 1:3 sanded gypsum plaster 7 hrs. 1 1,45 7
- . Notes
facings on both sides.
Core: clay or shale structural tile; Units in
wall thickness: 1; Cells in wall thickness: See 1.20
W-9-M-67 91,” 2; Minimum % solids in units: 40; %/” of 3 hrs. 1 T 3
’ . Notes 21
1:3 sanded gypsum plaster facings on
both sides.
Core: clay or shale structural tile; Units in
wall thickness: 1; Cells in wall thickness: See 1.20
W-9-M-68 9'/,” |2; Minimum % solids in units: 43; 3/3” of 3 hrs. 1 Pohe 3
. Notes 21
1:3 sanded gypsum plaster facings on
both sides.
Core: clay or shale structural tile; See 2,5,
1, 7 . S 5
W-9-M-69 O Facings: sides 1 and 2; see Note 17. Notes 3 hrs. ! 12%’ 1281’ 3
1 Core: clay or shale structural tile; See 1,25,
W-9-M-70\ - 94 Facings: sides 1 and 2; see Note 17. Notes | +hrs: ! ]2% 1281’ 4
1 Core: clay or shale structural tile; See 3 hrs 1,2, 6, 1
_0-M- 91”7 : ; . Ny
W-9-M-71 4 Facings: sides 1 and 2; see Note 17. Notes | 30 min. ! 290 lgi 2
Core: clay or shale structural tile; See 1,26,
O 91/ ” . N
W-9-M-72 4 Facings: sides 1 and 2; see Note 17. Notes 4 hrs. ! 12(())’ 122? 4
Core: clay or shale structural tile; See 12,6,
“O_M. ]/ ” . S S N
W-9-M-73 O Facings: sides 1 and 2; see Note 17. Notes 4 hrs. I 12%)’ 1281’ 4
Core: clay or shale structural tile; See 1,26
17 7 . S 5
W-9-M-74 o Facings: sides 1 and 2; see Note 17. Notes 3 hrs. ! 12%’ 1281’ >
” Cored concrete masonry; see Notes 2, 19, . 1 hr. n
W-O-M-75) 8 26, 34, 40; No facings. 80psi | 30 min, ! 1,20 2
” Cored concrete masonry; see Notes 2, 18, .
W-8-M-76 8 26, 34, 40; No facings 80 psi 4 hrs. 1 1,20 4
” Cored concrete masonry; see Notes 2, 19, . 1 hr. n
W-8-M-77) 8 26, 31, 40; No facings. 80psi | 15 min, ! 1,20 fa
»” Cored concrete masonry; see Notes 2, 18, .
W-8-M-78 8 26, 31, 40; No facings. 80 psi 3 hrs. 1 1,20 3
” Cored concrete masonry; see Notes 2, 19, . 1 hr. n
W-8M-79) 8 26, 36, 42; No facings. 80psi | 30 min, ! 1,20 2
” Cored concrete masonry; see Notes 2, 18, .
W-8-M-80 8 26, 36, 41; No facings. 80 psi 3 hrs. 1 1,20 3
(Continued)
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TABLE 1.1.4—MASONRY WALLS

8” TO LESS THAN 10” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER

ITEM PRE- POST- REC.

CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
W-8-M-81 Q" g?irz(i;cl(\)lrcl)ctr‘:(t;ianrg;sonry; see Notes 2, 19, 26, 80 psi 1 hr 1 1,20 |
Wb w Gt momisee N 1826, g | B0 !
W-8-M-83 Q" g;rz(i;cl(\)lrcl)ctr‘:(t;ianrg;sonry; see Notes 2, 19, 26, 80 psi | 45 min. 1 1,20 Y,
weMsa| 8|S N faeime o see Notes 2, 18,26/ g psi | 2 hrs. 1 1,20 | 2
W-8-M-85 | 8!/ girj‘ffg;‘f;fg;”zl?i‘i“gryfci‘fe Notes 3. 18, 26,1 g0 psi | 4 hrs. 1 1,20 | 4
W8-M86 | 8 girj‘f;Clg’;‘ccirrfg:“;2743“;ryi;ie§acNefteS 318260 g0 psi | 5 hs. 1 1,20 5
W-8-M-87 Q" g&rzg;cl(\)lréctr‘::i:nrg;sonry; see Notes 2, 19, 26, 80 psi | 12 min. 1 1,20 1/
W-8-M-88 g” garig;cgr(l)c;;é?nﬁzsonry; see Notes 2, 18, 26, 80 psi | 12 min. 1 1.20 l
waarsy | i Gosdconarte o e Noeyd 1936, 0t | 21 ! L2 | 2
WMo | Wi | Comdcone muomns e Nt .26, s | s 1 L | s
wearor| i | Sosdconree oy s Notesd 19,36, g | 11 !
wenez | i Somdmae o s N0 & 1926 505 | 4 | L2 | 4
waaros | i Somdconaretemuson: s Ny 1936 0t | 21 ! 120 | 2
Wenos | i Somdmame o s NOeB IS0 g0 | 4 ! L2 | 4
waares| i | Somdconre oy s Notesd 1936, g | 11 !
W-8-M-96 81y gé?,ri(lj ;Clg;rllccirr:z:n(l)zrllizogiii}g; SSZZNN(z)t::eSié.I& 2 80psi | 3 hrs. 1,20 3
wearer| i | Somdconree oy s Notes 1936, o | o1 1

(Continued)
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RESOURCE A

TABLE 1.1.4—MASONRY WALLS
8” TO LESS THAN 10” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Tave g1/ Cored concrete masonry; see Notes 2, 18, . 2 hrs. 91
W-8-M-98 & 26, 29, 41; Facings: one side; see Note 38. 80 psi 30 min. 1 1,20 e
\” Cored concrete masonry; see Notes 3, 19, . 1 hr. I
W-M-99 | 847 15377 41; No facings. 80psi | 15 min. ! 1,20 /s
TV g1/ Cored concrete masonry; see Notes 3, 18, . 3 hrs. 31
W-8-M-100 & 23, 27, 41; No facings. 80 psi 30 min. 1 1,20 e

Cored concrete masonry; see Notes 3, 18,
W-8-M-101|  8',” |26, 34, 41; Facings: 3%/," brick face; one 80 psi | 6 hrs. 1 1,20 6
side only; see Note 38.

Cored concrete masonry; see Notes 2, 19,

W-8-M-102 811" 26, 30, 43; Facings: fire side only; see Note | 80 psi | 30 min. 1 1,20 1,
38.
Cored concrete masonry; see Notes 2, 18,
W-8-M-103|  8'7,” |26, 30, 43; Facings: one side only; see Note | 80 psi | 12 min. 1 1,20 s
38.
” Cored concrete masonry; see Notes 2, 18, .
W-8-M-104 9 26, 34, 40; Facings: both sides; see Note 38. 80 psi 6 hrs. 1 1,20 6
” Cored concrete masonry; see Notes 2, 18, .
W-8-M-105 9 26, 31, 40; Facings: both sides; see Note 38. 80psi | 5hrs. 1 1,20 3
Cored concrete masonry; see Notes 2, 18,
W-8-M-106 9” 26, 36, 41; Facings: both sides of wall; see 80 psi 5 hrs. 1 1,20 5
Note 38.
” Cored concrete masonry; see Notes 2, 18, .
W-8-M-107 9 26, 34, 41; Facings: both sides; see Note 38. 80psi | 4hrs. ! 1,20 4
” Cored concrete masonry; see Notes 2, 18, . 3 hrs. 3y
W-8-M-108 9 26, 29, 41; Facings: both sides; see Note 38. 80 psi 30 min. ! 1,20 2
Cored concrete masonry; see Notes 3, 19, | hr
W-8-M-109 9” 23, 27, 40; Facings: fire side only; see Note | 80 psi N 1 1,20 1%,
33 45 min.
Cored concrete masonry; see Notes 3, 18,
W-8-M-110 9” 23,27, 41; Facings: one side only; see Note | 80 psi | 4 hrs. 1 1,20 4
38.
Cored concrete masonry; see Notes 3, 18,
W-8-M-111 9” 26, 34, 41; 2'/," brick face on one side only;| 80 psi | 5 hrs. 1 1,20 5
see Note 38.
” Cored concrete masonry; see Notes 2, 18, . . 1
W-8-M-112 9 26, 30, 43; Facings: both sides; see Note 38. 80psi | 30 min. I 1,20 &
(Continued)
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TABLE 1.1.4—MASONRY WALLS

8” TO LESS THAN 10” THICK—continued

RESOURCE A

ITEM
CODE

THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

W-9-M-113

9 1/2//

Cored concrete masonry; see Notes 3,
18, 23, 27, 41; Facings: both sides; see
Note 38.

80 psi

5 hrs.

1,20

W-8-M-114

8 ”

200 psi

5 hrs.

43

22

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.

Notes:

1. Tested at NBS under ASA Spec. No. 43-1934 (ASTM C 19-53).
2.0One unit in wall thickness.
3.Two units in wall thickness.
4.Two or three units in wall thickness.
5.Two cells in wall thickness.
6. Three or four cells in wall thickness.
7.Four or five cells in wall thickness.
8.Five or six cells in wall thickness.
9.Minimum percent of solid materials in units = 40%.
10. Minimum percent of solid materials in units = 43%.
11.Minimum percent of solid materials in units = 46%.
12.Minimum percent of solid materials in units = 48%.
13.Minimum percent of solid materials in units = 49%.
14. Minimum percent of solid materials in units = 45%.
15.Minimum percent of solid materials in units = 51%.
16.Minimum percent of solid materials in units = 53%.
17.Not less than /g inch thickness of 1:3 sanded gypsum plaster.
18.Noncombustible or no members framed into wall.
19. Combustible members framed into wall.
20.Load: 80 psi for gross cross-sectional area of wall.

21.Portland cement-lime mortar.

22.Failure mode thermal.

23. British test.

24.Passed all criteria.
25.Failed by sudden collapse with no preceding signs of impending failure.
26.0One cell in wall thickness.

27.Two cells in wall thickness.

28.Three cells in wall thickness.

29.Minimum percent of solid material in concrete units = 52.
30. Minimum percent of solid material in concrete units = 54.
31.Minimum percent of solid material in concrete units = 55.
32.Minimum percent of solid material in concrete units = 57.
33.Minimum percent of solid material in concrete units = 60.
34.Minimum percent of solid material in concrete units = 62.
35.Minimum percent of solid material in concrete units = 65.
36. Minimum percent of solid material in concrete units = 70.
37.Minimum percent of solid material in concrete units = 76.
38.Not less than '/, inch of 1:3 sanded gypsum plaster.

39. Three units in wall thickness.

40. Concrete units made with expanded slag or pumice aggregates.
41.Concrete units made with expanded burned clay or shale, crushed limestone, air cooled slag or cinders.
42. Concrete units made with calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
43. Concrete units made with siliceous sand and gravel. Ninety percent or more quartz, chert and dolomite.
44.Load: 120 psi for gross cross-sectional area of wall.
45.Load: 160 psi for gross cross-sectional area of wall.
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RESOURCE A

FIGURE 1.1.5—MASONRY WALLS
10” TO LESS THAN 12” THICK

NUMBER OF
ASSEMBLIES

A

The number in each box is
10— keyed to the last number in the
ltem Code column in the Table.

For example:

W-11-r@

23 | 24 32 33 N
5_ _— _— _—
10 | 22 31 30
9 20 25 26 28
8 16 7 21 19
6 12 27 3 17 15
2 4 18 13 11 1 5 14 29
0 >
0 1 2 3 4 5 6 7
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.5—MASONRY WALLS
10” TO LESS THAN 12” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Core: two 3%,”, 40% solid clay or shale
. structural tiles with 2” air space between; .
W-10-M-1 10 . 3 ” 80 psi | 4 hrs. 1 1,20 4
Facings: “/,” portland cement plaster on
stucco on both sides.
” Core: cored concrete masonry, 2” air cavity; . 1 hr. I
W-10-M-2 10 see Notes 3, 19, 27, 34, 40; No facings. 80 psi 30 min. ! 1,20 2
, Cored concrete masonry; see Notes 3, 18, 27, .
W-10-M-3 10 34, 40; No facings. 80 psi | 4 hrs. 1 1,20 4
,, Cored concrete masonry; see Notes 2, 19, 26, .
W-10-M-4 10 34, 40; No facings. 80 psi 2 hrs. 1 1,20 2
, Cored concrete masonry; see Notes 2, 18, 26, .
W-10-M-5 10 33, 40; No facings. 80 psi 5 hrs. 1 1,20 5
,, Cored concrete masonry; see Notes 2, 19, 26, . 1 hr. n
W-10-M-6 10 33, 41; No facings. 80 psi 30 min. 1 1,20 e
, Cored concrete masonry; see Notes 2, 18, 26, .
W-10-M-7 10 33, 41; No facings. 80 psi | 4 hrs. 1 1,20 4
(Continued)
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TABLE 1.1.5—MASONRY WALLS

10” TO LESS THAN 12” THICK—continued

RESOURCE A

2006 INTERNATIONAL EXISTING BUILDING CODE®

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Cored concrete masonry (cavity type 2” air 1 hr
W-10-M-8 10” space); see Notes 3, 19, 27, 34, 42; No 80 psi . 1 1,20 1,
. 15min.
facings.
Cored concrete masonry (cavity type 2” air | hr
W-10-M-9 107 space); see Notes 3, 18, 27, 34, 42; No 80 psi 15 min 1 1,20 17,
facings. '
Cored concrete masonry (cavity type 2” air | hr
W-10-M-10 10” space); see Notes 3, 19, 27, 34, 41; No 80 psi 15 min 1 1,20 1,
facings. )
Cored concrete masonry (cavity type 2” air 3 hrs
W-10-M-11 10” space); see Notes 3, 18, 27, 34, 41; No 80 psi 30 mirll 1 1,20 31,
facings. ]
9” thick concrete block (113/,” X 9” x 41/,”) | hr
W-10-M-12 107 with two 2” thick voids included; 3" P.C. N/A 53 ; 7 23, 44 1%/,
1y ” min.
plaster '/5” neat gypsum.
Holly clay tile block wall - 8/,” block with 2 hrs
W-10-M-13 107 two 3” voids in each 8'/,” section; %/,” N/A o 7 23,25 2,
42 min.
gypsum plaster - each face.
Two layers 4!/,” brick with 1'/,” air space;
W-10-M-14 10”7 No ties sand cement mortar. (Fletton brick - N/A 6 hrs. 7 23,24 6
1910 psi).
Two layers 4'/,” thick Fletton brick (1910
W-10-M-15 10” psi); 1'/,” air space; Ties: 18” o.c. vertical; 3| N/A 6 hrs. 7 23,24 6
o.c. horizontal.
Cored concrete masonry; 2” air cavity; see
W-10-M-16 | 10'7,” | Notes 3, 19, 27, 34, 40; Facings: fire side 80 psi | 2hrs. 1 1,20 2
only; see Note 38.
O 1017 Cored concrete masonry; see Notes 3, 18, 27, .

W-10-M-17 2 34, 40; Facings: side 1 only; see Note 38. 80 psi 5 hrs. 1 1,20 5
TN 101~ | Cored concrete masonry; see Notes 2, 19, 26, . | 2hrs. 91
W-10-M-18 02 33, 40; Facings: fire side only; see Note 38. 80 psi 30 min. I 1,20 f

O 1017 Cored concrete masonry; see Notes 2, 18, 26, .
W-10-M-19 2 33, 40; Facings: one side; see Note 38. 80 psi 6 hrs. 1 1,20 6
Cored concrete masonry; see Notes 2, 19, 26,
W-10-M-20 |  10'/,” |33, 41; Facings: fire side of wall only; see 80 psi | 2 hrs. 1 1,20 2
Note 38.
ST EVE 1017 Cored concrete masonry; see Notes 2, 18, 26, .
W-10-M-21 2 33, 41; Facings: one side only; see Note 38. 80psi | 5 hrs. : 1,20 >
Cored concrete masonry (cavity type 2” air 1 hr
W-10-M-22 | 10'4,” | space); see Notes 3,19, 27, 34, 42; Facings: | 80 psi y 1 1,20 13/,
S 45 min.
fire side only; see Note 38.
(Continued)
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RESOURCE A

TABLE 1.1.5—MASONRY WALLS
10” TO LESS THAN 12” THICK—continued
PERFORMANCE REFERENCE NUMBER

ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS

Cored concrete masonry (cavity type 2” air | hr
W-10-M-23 | 10',” | space); see Notes 3, 18, 27, 34, 42; Facings: one | 80 psi y 1 1,20 1,

I 15 min.
side only; see Note 38.

Cored concrete masonry (cavity type 2” air
W-10-M-24 10'7,” space); see Notes 3, 19, 27, 34, 41; Facings: fire | 80 psi | 2 hrs. 1 1,20 2
side only; see Note 38.

Cored concrete masonry (cavity type 2” air
W-10-M-25 10'7,” | space); see Notes 3, 18, 27, 34, 41; Facings: one| 80 psi | 4 hrs. 1 1,20 4
side only; see Note 38.

Core: 87, 40% solid tile plus 2” furring tile;
3/¢” sanded gypsum plaster between tile types;

~ _ ~ 105/ ” .
W-10-M-26 8 Facings: both sides 3/,” portland cement plaster 80psi | 5 hrs. ! 1,20 >
or stucco.
Core: 87, 40% solid tile plus 2” furring tile;
» |1{” sanded gypsum plaster between tile types; . | 3hrs.
_10-M- 105/ 8 gyp p ypes; 31y
W-10-M-27 8 Facings: one side 3/,” portland cement plaster or 80 psi 30 min. ! 1,20 2
stucco.
” Cored concrete masonry; see Notes 3, 18, 27, .
W-11-M-28 1 34, 40; Facings: both sides; see Note 38. 80psi | 6hrs. ! 1,20 6
” Cored concrete masonry; see Notes 2, 18, 26, .
W-11-M-29 1 33, 40; Facings: both sides; see Note 38. 80psi | 7hrs. : 1,20 i
W-11-M-30 11" Cored concrete masonry; see Notes 2, 18, 26, 80 psi | 6 hrs. 1 1,20 6

33, 41; Facings: both sides of wall; see Note 38.

Cored concrete masonry (cavity type 2” air
W-11-M-31 11”7 space); see Notes 3, 18, 27, 34, 42; Facings: 80 psi | 5 hrs. 1 1,20 5
both sides; see Note 38.

Cored concrete masonry (cavity type 2” air

W-11-M-32 11” space); see Notes 3, 18, 27, 34, 41; Facings: 80 psi | 5 hrs. 1 1,20 5
both sides; see Note 38.

(Continued)
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TABLE 1.1.5—MASONRY WALLS

10” TO LESS THAN 12” THICK—continued

RESOURCE A

ITEM
CODE THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

Two layers brick (4!/,” Fletton, 2,428 psi)
W-11-M-33 11”7 2” air space; galvanized ties; 18” o.c. -
horizontal; 3’ o.c. - vertical.

3 tons/ft.

6 hrs.

23,24

For SI: ' 1 inch =25.4 mm, 1 pound per square inch =0.00689 MPa.

Notes:

1. Tested at NBS - ASA Spec. No. A2-1934.

2.0ne unit in wall thickness.
3.Two units in wall thickness.

4.Two or three units in wall thickness.

5.Two cells in wall thickness.

6. Three or four cells in wall thickness.
7. Four or five cells in wall thickness.
8. Five or six cells in wall thickness.

9.Minimum percent of solid materials in units = 40%.
10. Minimum percent of solid materials in units = 43%.
11.Minimum percent of solid materials in units = 46%.
12. Minimum percent of solid materials in units = 48%.
13. Minimum percent of solid materials in units = 49%.
14. Minimum percent of solid materials in units = 45%.
15. Minimum percent of solid materials in units = 51%.
16. Minimum percent of solid materials in units = 53%.
17.Not less than /g inch thickness of 1:3 sanded gypsum plaster.
18. Noncombustible or no members framed into wall.
19. Combustible members framed into wall.
20.Load: 80 psi for gross cross sectional area of wall.

21.Portland cement-lime mortar.
22.Failure mode - thermal.

23. British test.

24.Passed all criteria.

25.Failed by sudden collapse with no preceding signs of impending failure.

26.0ne cell in wall thickness.
27.Two cells in wall thickness.
28.Three cells in wall thickness.

29.Minimum percent of solid material in concrete units = 52%.
30. Minimum percent of solid material in concrete units = 54%.
31.Minimum percent of solid material in concrete units = 55%.
32.Minimum percent of solid material in concrete units = 57%.
33.Minimum percent of solid material in concrete units = 60%.
34.Minimum percent of solid material in concrete units = 62%.
35.Minimum percent of solid material in concrete units = 65%.
36. Minimum percent of solid material in concrete units = 70%.
37.Minimum percent of solid material in concrete units = 76%.
38.Not less than '/, inch of 1:3 sanded gypsum plaster.

39. Three units in wall thickness.

40. Concrete units made with expanded slag or pumice aggregates.
41.Concrete units made with expanded burned clay or shale, crushed limestone, air cooled slag or cinders.
42.Concrete units made with calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
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RESOURCE A

FIGURE 1.1.6—MASONRY WALLS
12” TO LESS THAN 14” THICK

NUMBER OF ) )
The number in each box is
ASSEMBLIES Bl ] keyed to the last number in the
4 81 84 Iltem Code column in the Table.
107 ;(; ;3_ For example:
= = — w1z Mh2)
76 82 42
64 87 78 39
59 61 77 37
50 58 47 63 85 34
5_ e — —— —— u—— —— —— R
46148|60 (62|57 31 49 79 23 73
30|44(53 [55|56 27 45 75 9 70
51 26|20(22 |52 |54 21 41 72 7 66 74
33 18 (14|16 |17 |29 8 36 68 4 24 43 35 38 67
32 ’;12 11|13 15[ 19 3 25 65 86 2 10 1 5 6 40 59 71
»
0 [ I I I I I I I [ I I I I I I I [
0 1 2 3 4 5 6 7 8 9 10 11 12 13 14 15 16 17
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.6—MASONRY WALLS
12” TO LESS THAN 14” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS
W-12-M-1 127 Core: solid clay or shale brick; No facings. | N/A 12 hrs. 1 1 12
W-12-M-2 127 Core: solid clay or shale brick; No facings. | 160 psi | 10 hrs. 1 1,44 10
W-12-M-3 127 Coye: hollow Rolok of clay or shale; No 160 psi | 5 hrs. 1 1, 44 5
facings.
W-12-M-4 127 Core: l}ollow Rolok Bak of clay or shale; 160 psi | 10 hrs. 1 1, 44 10
No facings.
W-12-M-5 127 Core: concrete brick; No facings. 160 psi | 13 hrs. 1 1,44 13
W-12-M-6 12” Core: sand-lime brick; No facings. N/A 14 hrs. 1 1 14
W-12-M-7 12”7 Core: sand-lime brick; No facings. 160 psi | 10 hrs. 1 1,44 10
Cored clay or shale brick; Units in wall
W-12-M-8 12” thickness: 1; Cells in wall thickness: 2; 120 psi | 5 hrs. 1 1,45 5
Minimum % solids: 70; No facings.
Cored clay or shale brick; Units in wall
W-12-M-9 12" thickness: 3; Cells in wall thickness: 3; 160 psi | 10 hrs. 1 1,44 10

Minimum % solids: 87; No facings.

(Continued)
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TABLE 1.1.6—MASONRY WALLS
12” TO LESS THAN 14” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Cored clay or shale brick; Units in wall
W-12-M-10 12” thickness: 3; Cells in wall thickness: 3; N/A 11 hrs. 1 1 11
Minimum % solids: 87; No facings.
" Core: clay or shale structural tile; see . 21y
W-12-M-11 12 Notes 2, 6, 9, 18: No facings. 80 psi 2 hrs. 1 1,20 2
” Core: clay or shale structural tile; see .
W-12-M-12 12 Notes 2, 4, 9, 19: No facings. 80 psi 2 hrs. 1 1,20 2
” Core: clay or shale structural tile; see .
W-12-M-13 12 Notes 2, 6, 14, 19; No facings. 80 psi 3 hrs. 1 1,20 3
” Core: clay or shale structural tile; see . 2 hrs. 21/
W-I2-M-14 1 127 Gotes 2, 6, 14, 18: No facings. 80pst | 30 min, ! 1,20 2
” Core: clay or shale structural tile; see . 3 hrs. 1
W-12-M-15 12 Notes 2, 4, 13, 18; No facings. 80 psi 30 min. ! 1,20 3
” Core: clay or shale structural tile; see .
W-12-M-16 12 Notes 2, 4, 13, 19; No facings. 80 psi 3 hrs. 1 1,20 3
" Core: clay or shale structural tile; see . 3 hrs. 31
W-12-M-17 12 Notes 3, 6, 9, 18; No facings. 80psi | 30 min, ! 1,20 2
” Core: clay or shale structural tile; see .
W-12-M-18 12 Notes 3, 6, 9, 19: No facings. 80 psi 2 hrs. 1 1,20 2
” Core: clay or shale structural tile; see .
W-12-M-19 12 Notes 3, 6, 14, 18; No facings. 80 psi | 4 hrs. 1 1,20 4
” Core: clay or shale structural tile; see . 2 hrs. 21/
W-12-M-200 127 I Notes 3, 6, 14, 19: No facings. 80pst | 30 min, ! 1,20 2
” Core: clay or shale structural tile; see .
W-12-M-21 12 Notes 3, 6, 16, 18; No facings. 80psi | 5 hrs. 1 1,20 5
” Core: clay or shale structural tile; see .
W-12-M-22 12 Nofes 3, 6, 16, 19; No facings. 80 psi 3 hrs. 1 1,20 3
W-12-M-23 127 C_ore: 3% s 70% sqhd clay or shale structural 80 psi 10 hrs. 1 1,20 10
tile; 4” brick facings on one side.
W-12-M-24 127 C.ore:j§ , 70% sghd clay or shale structural N/A 11 hrs. | | 1
tile; 4” brick facings on one side.
W-12-M-25 127 (;ore: 33 , 40% sqlld clay or sl}ale structural 80 psi 6 hrs. 1 1.20 6
tile; 4” brick facings on one side.
” Cored concrete masonry; see Notes 1, 9, .
W-12-M-26 12 15, 16, 20; No facings. 80 psi | 2hrs. 1 1,20 2
” Cored concrete masonry; see Notes 2, 18, .
W-12-M-27 12 26, 34, 41: No facings. 80psi | 5 hrs. 1 1,20 5
” Cored concrete masonry; see Notes 2, 19, . 1 hr. 1
W-I2-M-28 1 12" 156 31, 41; No facings. 80psi | 30 min. ! 1,20 2
” Cored concrete masonry; see Notes 2, 18, .
W-12-M-29 12 26, 31, 41; No facings. 80 psi | 4 hrs. 1 1,20 4
(Continued)
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RESOURCE A

TABLE 1.1.6—MASONRY WALLS
12”7 TO LESS THAN 14” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” Cored concrete masonry; see Notes 3, 19, .
W-12-M-30 12 27,31, 43; No facings. 80 psi | 2hrs. 1 1,20 2
” Cored concrete masonry; see Notes 3, 18, .
W-12-M-31 12 27,31, 43: No facings. 80 psi | 5 hrs. 1 1,20 5
” Cored concrete masonry; see Notes 2, 19, . . 1y
W-12-M-32 12 26, 32, 43: No facings. 80 psi | 25 min. 1 1,20 3
” Cored concrete masonry; see Notes 2, 18, . . y
W-12-M-33 12 26, 32, 43; No facings. 80 psi | 25 min. 1 1,20 3
. o : YR .
W-12-M-34 121, Core: solid clay or shale brllck, /" of 1 ._3 160 psi | 10 hrs. | 1, 44 10
sanded gypsum plaster facings on one side.
. H o Sy .
W-12-M-35 121, Core: solid clay or shale bI:le, /," of 1..3 N/A 13 hrs. 1 1 13
sanded gypsum plaster facings on one side.
Core: hollow Rolok of clay or shale; '/,” of
W-12-M-36 | 12',” | 1:3 sanded gypsum plaster facings on one | 160 psi | 6 hrs. 1 1,44 6
side.
Core: hollow Rolok Bak of clay or shale;
W-12-M-37 | 12'/,” | 1/,” of 1:3 sanded gypsum plaster facings | 160 psi | 10 hrs. 1 1,44 10
on one side.
. VR .
W-12-M-38 121, Core: concrete; /,” of 1..3 sanded gypsum 160 psi | 14 hrs. 1 1,44 14
plaster facings on one side.
. i ke 17 .
W-12-M-39 121/2,, Core: sand-lime br{ck, /,” of 1..3 sanded 160 psi | 10 hrs. 1 1,44 10
gypsum plaster facings on one side.
- sand-li ok 177 .
W-12-M-40 12!, Core: sand-lime bl‘l.Ck, /,” of 1.3 sanded N/A 15 hrs. 1 1 15
gypsum plaster facings on one side.
Cored clay or shale brick; Units in wall
19 M. 1217 thickness: 1; Cells in wall thickness: 2; .
W-12-M-41 2 Minimum % solids: 70; '/,” of 1:3 sanded 120 psi | 6 hrs. ! 145 6
gypsum plaster facings on one side.
Cored clay or shale brick; Units in wall
SLEVE 12177 thickness: 3; Cells in wall thickness: 3; .
W-12-M-42 f2 Minimum % solids: 87; '/,” of 1:3 sanded 160 psi | 10 hrs. ! L, 44 10
gypsum plaster facings on one side.
Cored clay or shale brick; Units in wall
STEVE 1217 thickness: 3; Cells in wall thickness: 3;
W-12-M-43 > | Minimum % solids: 87; 1/,” of 1:3 sanded | VA | 12hrs. ! ! 12
gypsum plaster facings on one side.
(Continued)
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TABLE 1.1.6—MASONRY WALLS

12” TO LESS THAN 14” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
STEVE 1217 Cored concrete masonry; see Notes 2, 19, 26, . 2 hrs. 21
W-12-M-44 2 34, 41; Facings: fire side only; see Note 38. 80 psi 30 min. ! .20 2
Cored concrete masonry; see Notes 2, 18, 26,
W-12-M-45| 12'/,” |34, 39, 41; Facings: one side only; see Note | 80 psi | 6 hrs. 1 1,20 6
38.
SLEvE 12177 Cored concrete masonry; see Notes 2, 19, 26, .
W-12-M-46 & 31, 41; Facings: fire side only; see Note 38. 80 psi 2 hs. 1 1,20 2
Cored concrete masonry; see Notes 2, 18, 26,
W-12-M-47| 12',” |31, 41; Facings: one side of wall only; see 80 psi | 5 hrs. 1 1,20 5
Note 38.
19 ML 12117 Cored concrete masonry; see Notes 3, 19, 27, - 2 hrs. oy
W-12-M-48 2 31, 43; Facings: fire side only; see Note 38. 80 psi 30 min. I 1,20 2
SCEVE 12177 Cored concrete masonry; see Notes 3, 18, 27, .
W-12-M-49 2 31, 43; Facings: one side only; see Note 38. 80 psi 6 hrs. ! 1,20 6
SCEVE 12177 Cored concrete masonry; see Notes 2, 19, 26, . 2 hrs. o
W-12-M-50 2 32, 43; Facings: fire side only; see Note 38. 80 psi 30 min. I 1,20 2
STEVE 12177 Cored concrete masonry; see Notes 2, 18, 26, . . 1
W-12-M-51 2 32, 43; Facings: one side only; see Note 38. 80psi | 25 min. ! 1,20 /s
SLEVE 1257 Clay or shale structural tile; see Notes 2, 6, 9, . 3 hrs. 31
W-12-M-52 8 18; Facings: side 1, see Note 17; side 2, none. 80 psi 30 min. I 1,20 2
STEVE 125/.7 Clay or shale structural tile; see Notes 2, 6, 9, .
W-12-M-33 '3 19; Facings: fire side only; see Note 17. 80psi | 3 hrs. ! 1,20 3
Clay or shale structural tile; see Notes 2, 6,
W-12-M-54| 12°/5” |14, 19; Facings: side 1, see Note 17; side 2, 80 psi | 4 hrs. 1 1,20 4
none.
Clay or shale structural tile; see Notes 2, 6, 3 hrs
W-12-M-55| 12%/5” |14, 18; Facings: exposed side only; see note | 80 psi 30 mir 1 1,20 3,
17 min.
Clay or shale structural tile; see Notes 2, 4,
W-12-M-56| 12°/” |13, 18; Facings: side 1, see Note 17; side 2, | 80 psi | 4 hrs. 1 1,20 4
none.
STEVE 1257 Clay or shale structural tile; see Notes 1, 4, .
W-12-M-57 /s 13, 19; Facings: fire side only; see Note 17. 80 psi 4 hrs. ! 1,20 4
SLEVE 1257 Clay or shale structural tile; see Notes 3, 6, 9, .
W-12-M-58 8 18; Facings: side 1, see Note 17; side 2, none. 80 psi 4 hrs, I 1,20 4
SCEVE 125/.7 Clay or shale structural tile; see Notes 3, 6, 9, .
W-12-M-59 s 19; Facings: fire side only; see Note 17. 80psi | 3 hrs. ! 1,20 3
(Continued)
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RESOURCE A

TABLE 1.1.6—MASONRY WALLS
12” TO LESS THAN 14” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Clay or shale structural tile; see Notes 3, 6,
W-12-M-60| 12%5” |14, 18; Facings: side 1, see Note 17; side 2, 80 psi | 5 hrs. 1 1,20 5
none.
ML 1257 Clay or shale structural tile; see Notes 3, 6, . 3 hrs. 3y
W-12-M-61 8 14, 19; Facings: fire side only; see Note 17. 80 psi 30 min. ! 1,20 2
Clay or shale structural tile; see Notes 3, 6,
W-12-M-62| 123" |16, 18; Facings: side 1, see Note 17; side 2, | 80psi | 6 hrs. 1 1,20 6
none.
oML 125, | Clay or shale structural tile; see Notes 3, 6, .
W-12-M-63 ’s 16, 19; Facings: fire side only; see Note 17. 80 psi 4 hrs. 1 1,20 4
Core: 8”, 40% solid clay or shale structural
W-12-M-64| 12°/5” | tile; Facings: 4” brick plus %" of 1:3 sanded | 80 psi | 7 hrs. 1 1,20 7
gypsum plaster on one side.
” Core: solid clay or shale brick; '/,” of 1:3 .
W-13-M-65 13 sanded gypsum plaster facings on both sides. 160 psi | 12 hrs. ! 1,44 12
- woli ke 17 .
W-13-M-66 137 Core: solid clay or shale br_lck, /,” of 1.3 N/A 15 hrs. I 1.20 15
sanded gypsum plaster facings on both sides.
- soli ol 1.7 .
W-13-M-67 13” Core: solid clay or shale brllck, /,” of 1.3 N/A 15 hrs. 1 1 15
sanded gypsum plaster facings on both sides.
Core: hollow Rolok of clay or shale; '/,” of
W-13-M-68 137 1:3 sanded gypsum plaster facings on both 80 psi 7 hrs. 1 1,20 7
sides.
. s e 17 2
W-13-M-69 13" Core: concrete br19k, /)" of 1:3 §anded 160 psi | 16 hrs. 1 |, 44 16
gypsum plaster facings on both sides.
. R SR W4 .
W-13-M-70 137 Core: sand-lime bI‘l.Ck, /,” of 1.3. sanded 160 psi | 12 hrs. 1 1,44 12
gypsum plaster facings on both sides.
- qand-li R VR g
W-13-M-71 13" Core: sand-lime bI‘l.Ck, /,” of 1.3' sanded N/A 17 hrs. 1 1 17
gypsum plaster facings on both sides.
Cored clay or shale brick; Units in wall
” thickness: 1; Cells in wall thickness: 2; . .
W-13-M-72 13 Minimum % solids: 70; '/,” of 1:3 sanded 120 psi | 7hrs. 1 1,45 7
gypsum plaster facings on both sides.
Cored clay or shale brick; Units in wall
” thickness: 3; Cells in wall thickness: 3; .
W-13-M-73 13 Minimum % solids: 87; '/,” of 1:3 sanded 160 psi | 12 hrs. 1 1,44 12
gypsum plaster facings on both sides.
Cored clay or shale brick; Units in wall
” thickness: 3; Cells in wall thickness: 2;
W-I3-M-741 13\ inimum % solids: 87; 1,” of 1:3 sanded N/A | 14 brs. ! ! 14
gypsum plaster facings on both sides.
(Continued)
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TABLE 1.1.6—MASONRY WALLS

12” TO LESS THAN 14” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” Cored concrete masonry; see Notes 18, 23, .
W-13-M-75 13 28, 39, 41; No facings. 80 psi | 7 hrs. 1 1,20 7
” Cored concrete masonry; see Notes 19, 23, .
W-13-M-76 13 28, 39, 41; No facings. 80 psi | 4 hrs. 1 1,20 4
” Cored concrete masonry; see Notes 3, 18, .
W-13-M-77 13 27, 31, 43; Facings: both sides; see Note 38. 80psi | 6hrs. ! 1,20 6
” Cored concrete masonry; see Notes 2, 18, .
W-13-M-78 13 26, 31, 41; Facings: both sides; see Note 38. 80 psi 6 hrs. 1 1,20 6
Cored concrete masonry; see Notes 2, 18,
W-13-M-79 137 26, 34, 41; Facings: both sides of wall; see 80 psi | 7hrs. 1 1,20 7
Note 38.
AN 13177 Core: clay or shale structural tile; see Notes .
W-13-M-80 4 2, 6,9, 18; Facings: both sides; see Note 17. 80 psi 4 hrs. I 1,20 4
Core: clay or shale structural tile; see Notes
W-13-M-81 131, 12,6, 14,19; Facings: both sides; see Note 80 psi 4 hrs. 1 1,20 4
17.
Core: clay or shale structural tile; see Notes
W-13-M-82| 13'/,” |2, 4,13, 18; Facings: both sides; see Note 80 psi | 6 hrs. 1 1,20 6
17.
STEVE 1317 Core: clay or shale structural tile; see Notes .
W-13-M-83 4 3, 6,9, 18; Facings: both sides; see Note 17. 80psi | 6hrs. ! 1,20 6
Core: clay or shale structural tile; see Notes
W-13-M-84 | 13'/,” |3, 6, 14, 18; Facings: both sides; see Note 80 psi | 6 hrs. 1 1,20 6
17.
Core: clay or shale structural tile; see Notes
W-13-M-85| 13'/,” |3, 6, 16, 18; Facings: both sides; see Note 80 psi | 7 hrs. 1 1,20 7
17.
Cored concrete masonry; see Notes 18, 23,
W-13-M-86 | 13',” |28, 39, 41; Facings: one side only; see Note | 80 psi | 8 hrs. 1 1,20 8
38.
(Continued)
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RESOURCE A

TABLE 1.1.6—MASONRY WALLS
12” TO LESS THAN 14” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Cored concrete masonry; see Notes 19, 23,
W-13-M-87| 13!, |28, 39, 41; Facings: fire side only; see 80 psi | 5hrs. 1 1,20 5
Note 38.

For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.
Notes:

1. Tested at NBS - ASA Spec. No. A2-1934.

2.0One unit in wall thickness.

3.Two units in wall thickness.

4.Two or three units in wall thickness.

5.Two cells in wall thickness.

6. Three or four cells in wall thickness.

7.Four or five cells in wall thickness.

8. Five or six cells in wall thickness.

9. Minimum percent of solid materials in units = 40%.
10. Minimum percent of solid materials in units = 43%.
11. Minimum percent of solid materials in units = 46%.
12.Minimum percent of solid materials in units = 48%.
13.Minimum percent of solid materials in units = 49%.
14. Minimum percent of solid materials in units = 45%.
15.Minimum percent of solid materials in units = 51%.
16.Minimum percent of solid materials in units = 53%.
17.Not less than /4 inch thickness of 1:3 sanded gypsum plaster.
18.Noncombustible or no members framed into wall.
19. Combustible members framed into wall.
20.Load: 80 psi for gross area.
21.Portland cement-lime mortar.
22.Failure mode-thermal.
23. British test.
24.Passed all criteria.
25.Failed by sudden collapse with no preceding signs of impending failure.
26.0ne cell in wall thickness.
27.Two cells in wall thickness.
28.Three cells in wall thickness.
29. Minimum percent of solid material in concrete units = 52%.
30.Minimum percent of solid material in concrete units = 54%.
31.Minimum percent of solid material in concrete units = 55%.
32.Minimum percent of solid material in concrete units = 57%.
33.Minimum percent of solid material in concrete units = 60%.
34.Minimum percent of solid material in concrete units = 62%.
35.Minimum percent of solid material in concrete units = 65%.
36.Minimum percent of solid material in concrete units = 70%.
37.Minimum percent of solid material in concrete units = 76%.
38.Not less than '/, inch of 1:3 sanded gypsum plaster.

39.Three units in wall thickness.

40. Concrete units made with expanded slag or pumice aggregates.
41. Concrete units made with expanded burned clay or shale, crushed limestone, air cooled slag or cinders.
42. Concrete units made with calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
43. Concrete units made with siliceous sand and gravel. Ninety percent or more quartz, chert or flint.
44.Load: 160 psi of gross wall cross sectional area.

45.Load: 120 psi of gross wall cross sectional area.
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RESOURCE A

FIGURE 1.1.7—MASONRY WALLS
14” OR MORE THICK

NUMBER OF
ASSEMBLIES
4
10—
The number in each box is
keyed to the last number in the
ltem Code column in the Table.
For example:
w-17-
5 — — —
17 22
15 19 24 27 28
9 14 16 26 21 29
5 7 11 13 18 10 23 25
8 2 4 6 8 1 12 20 m m
0 \ \ \ \ \ \ \ \ \ \ \ \ \ >
0 1 2 3 4 5 6 7 8 9 10 11 12 13 14
FIRE RESISTANCE RATING (HOURS)
TABLE 1.1.7—MASONRY WALLS
14” OR MORE THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS
” Core: cored masonry; see Notes 18, 28, 33, .
W-14-M-1 14 39, 41; Facings: both sides; see Note 38. 80psi | 9hrs. 1 1,20 9
” Core: clay or shale structural tile; see Notes .
W-16-M-2 16 4,7,9, 19; No facings. 80 psi 5 hrs. 1 1,20 5
” Core: clay or shale structural tile; see Notes .
W-16-M-3 16 4,7,9, 19; No facings. 80 psi | 4 hrs. 1 1,20 4
” Core: clay or shale structural tile; see Notes .
W-16-M-4 16 4,7, 10, 18; No facings. 80 psi 6 hrs. 1 1,20 6
” Core: clay or shale structural tile; see Notes .
W-16-M-5 16 4,7, 10, 19; No facings. 80 psi | 4 hrs. 1 1,20 4
” Core: clay or shale structural tile; see Notes .
W-16-M-6 16 4,7, 11, 18; No facings. 80 psi 7 hrs. 1 1,20 7
” Core: clay or shale structural tile; see Notes .
W-16-M-7 16 4,7, 11, 19; No facings. 80 psi | Shrs. 1 1,20 5
” Core: clay or shale structural tile; see Notes .
W-16-M-8 16 4,8, 13, 18; No facings. 80 psi 8 hrs. 1 1,20 8
” Core: clay or shale structural tile; see Notes .
W-16-M-9 16 4,8, 13, 19; No facings. 80 psi | 5hrs. 1 1,20 5
” Core: clay or shale structural tile; see Notes .
W-16-M-10 16 4,8, 15, 18; No facings. 80 psi 9 hrs. 1 1,20 9
” Core: clay or shale structural tile; see Notes .
W-16-M-11 16 3,7, 14, 18; No facings. 80 psi | 6 hrs. 1 1,20 6
(Continued)
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RESOURCE A

TABLE 1.1.7—MASONRY WALLS
14” OR MORE THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” Core: clay or shale structural tile; see .
W-16-M-12 16 Notes 4, 8, 16, 18; No facings. 80 psi | 10 hrs. 1 1,20 10
W-16-M-13 16” Core: clay or shale structural tile; see 80 psi 7 hrs. 1 1,20 7

Notes 4, 6, 16, 19; No facings.

Core: clay or shale structural tile; see
W-16-M-14 | 16°/5” | Notes 4, 7, 9, 18; Facings: side 1, see Note| 80 psi | 6 hrs. 1 1,20 6
17; side 2, none.

Core: clay or shale structural tile; see
W-16-M-15 165" | Notes 4, 7, 9, 19; Facings: fire side only; 80 psi | 5 hrs. 1 1,20 5
see Note 17.

Core: clay or shale structural tile; see
W-16-M-16 | 16°/s” | Notes 4, 7, 10, 18; Facings: side 1, see 80 psi | 7hrs. 1 1,20 7
Note 17; side 2, none.

Core: clay or shale structural tile; see
W-16-M-17 | 16" | Notes 4, 7, 10, 19; Facings: fire side only; | 80 psi | 5 hrs. 1 1,20 5
see Note 17.

Core: clay or shale structural tile; see
W-16-M-18 | 16°/5” | Notes 4, 7, 11, 18; Facings: side 1, see 80 psi | 5 hrs. 1 1,20 8
Note 17; side 2, none.

Core: clay or shale structural tile; see

W-16-M-19 | 16°/5” | Notes 4, 7, 11, 19; Facings: fire side only; | 80psi | 6 hrs. 1 1,20 6
see Note 17.
Core: clay or shale structural tile; see

W-16-M-20 | 16°/5” | Notes 4, 8, 13, 18; Facings: sides 1 and 2; | 80psi | 11 hrs. 1 1,20 11
see Note 17.

Core: clay or shale structural tile; see
W-16-M-21 16%5” | Notes 4, 8, 13 18; Facings: side 1, see 80 psi | 9hrs. 1 1,20 9
Note 17; side 2, none.

Core: clay or shale structural tile; see
W-16-M-22 | 16°/5” | Notes 4, 8, 13, 19; Facings: fire side only; | 80psi | 6 hrs. 1 1,20 6
see Note 17.

Core: clay or shale structural tile; see
W-16-M-23 | 16" | Notes 4, 8, 15, 18; Facings: side 1, see 80 psi | 10 hrs. 1 1,20 10
Note 17; side 2, none.

Core: clay or shale structural tile; see
W-16-M-24 | 16°/5” | Notes 4, 8, 15, 19; Facings: fire side only; | 80psi | 7 hrs. 1 1,20 7
see Note 17.

Core: clay or shale structural tile; see
W-16-M-25 16°/5” | Notes 4, 6, 16, 18; Facings: side 1, see 80 psi | 11 hrs. 1 1,20 11
Note 17; side 2, none.

Core: clay or shale structural tile; see

W-16-M-26 | 16°/5” | Notes 4, 6, 16, 19; Facings: fire side only; | 80psi | 8 hrs. 1 1,20 8
see Note 17.
Core: clay or shale structural tile; see

W-17-M-27 17',” | Notes 4, 7, 9, 18; Facings: sides 1 and 2; 80 psi | 8 hrs. 1 1,20 8
see Note 17.
Core: clay or shale structural tile; see

W-17-M-28 17',”  |Notes 4, 7, 10, 18; Facings: sides 1 and 2; | 80 psi 9 hrs. 1 1,20 9
see Note 17.

(Continued)
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TABLE 1.1.7—MASONRY WALLS
14” OR MORE THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
1, » |Core: clay or shale structural tile; see Notes 4, .
W-17-M-29| 174 7, 11, 18; Facings: sides 1 and 2; see Note 17. 80psi | 10hrs. ! 1,20 10
1, » | Core: clay or shale structural tile; see Notes 4, .
W-17-M-30 | 177y 8, 15, 18; Facings: sides 1 and 2; see Note 17. 80psi | 12hrs. 1 1,20 12
1, » |Core: clay or shale structural tile; see Notes 4, .
W-17-M-31) 174 6, 16, 18; Facings: sides 1 and 2; see Note 17. 80psi | 13 hrs. ! 1,20 13
For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.
Notes:
1. Tested at NBS - ASA Spec. No. A2-1934.
2.0One unit in wall thickness.
3.Two units in wall thickness.
4.Two or three units in wall thickness.
5.Two cells in wall thickness.
6. Three or four cells in wall thickness.
7.Four or five cells in wall thickness.
8.Five or six cells in wall thickness.
9.Minimum percent of solid materials in units = 40%.
10. Minimum percent of solid materials in units = 43%.
11. Minimum percent of solid materials in units = 46%.
12.Minimum percent of solid materials in units = 48%.
13.Minimum percent of solid materials in units = 49%.
14. Minimum percent of solid materials in units = 45%.
15.Minimum percent of solid materials in units = 51%.
16. Minimum percent of solid materials in units = 53%.
17.Not less than /4 inch thickness of 1:3 sanded gypsum plaster.
18. Noncombustible or no members framed into wall.
19. Combustible members framed into wall.
20.Load: 80 psi for gross area.
21.Portland cement-lime mortar.
22.Failure mode - thermal.
23. British test.
24.Passed all criteria.
25.Failed by sudden collapse with no preceding signs of impending failure.
26.0One cell in wall thickness.
27.Two cells in wall thickness.
28.Three cells in wall thickness.
29. Minimum percent of solid material in concrete units = 52%.
30.Minimum percent of solid material in concrete units = 54%.
31.Minimum percent of solid material in concrete units = 55%.
32.Minimum percent of solid material in concrete units = 57%.
33.Minimum percent of solid material in concrete units = 60%.
34.Minimum percent of solid material in concrete units = 62%.
35.Minimum percent of solid material in concrete units = 65%.
36. Minimum percent of solid material in concrete units = 70%.
37.Minimum percent of solid material in concrete units = 76%.
38.Not less than '/, inch of 1:3 sanded gypsum plaster.
39. Three units in wall thickness.
40. Concrete units made with expanded slag or pumice aggregates.
41.Concrete units made with expanded burned clay or shale, crushed limestone, air cooled slag or cinders.
42.Concrete units made with calcareous sand and gravel. Coarse aggregate, 60 percent or more calcite and dolomite.
43. Concrete units made with siliceous sand and gravel. Ninety percent or more quartz, chert or flint.
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RESOURCE A

FIGURE 1.2.1—METAL FRAME WALLS
0” TO LESS THAN 4” THICK

NUMBER OF
ASSEMBLIES
A
15—
36|
32
31 The number in each box is
10— —— keyed to the last number in the
29 Item Code column in the Table.
24 For example:
23 W-S-M
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26 20
5_ e | —— ]
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9 (30| 13 34 Ny
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2 (22| 7 28 | 19 | 10 | 38
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FIRE RESISTANCE RATING (HOURS)
TABLE 1.2.1—METAL FRAME WALLS
0” TO LESS THAN 4” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS

Core: steel channels having three rows of
4” x 1/J” staggered slots in web; core filled
W-3-Me-1 3” with heat expanded vermiculite weighing N/A | 25 min. 1 'y
1.5 Ibs./ft.? of wall area; Facings: sides 1 and
2, 18 gage steel, spot welded to core.

Core: steel channels having three rows of
4”7 x 11" staggered slots in web; core filled
W-3-Me-2 3” with heat expanded vermiculite weighing N/A | 30 min. 1 )
2 Ibs./ft.? of wall area; Facings: sides 1 and
2, 18 gage steel, spot welded to core.

Solid partition: 3/4” tension rods (vertical)
3" o.c. with metal lath; Scratch coat:
W-3-Me-3|  2'/,” | cement/sand/lime plaster; Float coats: N/A 1 hr. 7 1 1
cement/sand/lime plaster; Finish coats: neat
gypsum plaster.

Solid wall: steel channel per Note 1;
W-2-Me-4 2 2” thickness of 1:2; 1:3 portland cement N/A 30 min. 1 ',
on metal lath.

(Continued)
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TABLE 1.2.1—METAL FRAME WALLS

0” TO LESS THAN 4” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Solid wall: steel channel per Note 1; | hr
W-2-Me-5 2" 2” thickness of neat gypsum plaster on N/A ; 1 13/,
45 min.
metal lath.
Solid wall: steel channel per Note 1; 1 hr
W-2-Me-6 27 2” thickness of 1:1'/,; 1:1'/, gypsum plaster | N/A ; 1 12
30 min.
on metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-7 2" 2” thickness of 1:1; 1:1 gypsum plaster N/A 1 hr. 1 1
on metal lath.
Solid wall: steel channel per Note 1;
W-2-Me-8 2" 2” thickness of 1:2; 1:2 gypsum plaster N/A | 45 min. 1 3y
on metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-9 2',” |2!1,” thickness of 1:2; 1:3 portland cement N/A | 30 min. 1 2
on metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-10 2" |2!/,” thickness of neat gypsum plaster on N/A 2 hrs. 1 2
metal lath.
Solid wall: steel channel per Note 2; | hr
W-2-Me-11 2'4,” |2!1,” thickness of 1:'/,; 1:'/, gypsum plaster | N/A ; 1 13/4
45 min.
on metal lath.
Solid wall: steel channel per Note 2; 1 hr
W-2-Me-12 2,7 |2,” thickness of 1:1; 1:1 gypsum plaster N/A . 1 14
15 min.
on metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-13 | 2'7,” |2'/,” thickness of 1:2; 1:2 gypsum plaster N/A 1 hr. 1 1
on metal lath.
Solid wall: steel channel per Note 1;
1/ 7 thi 1.7 .1
W-2-Me-14 211, 2'/,” thickness of 4.5:1:7; 4.5:1:7 portlapd N/A 1 hr. 1 1
cement, sawdust and sand sprayed on wire
mesh; see Note 3.
Solid wall: steel channel per Note 2;
W-2-Me-15 | 2',,” | 2'/,” thickness of 1:4; 1:4 portland cement N/A | 20 min. 1 3
sprayed on wire mesh; see Note 3.
Solid wall: steel channel per Note 2;
W-2-Me-16 | 2'5,” | 21/,” thickness of 1:2; 1:3 portland cement N/A | 30 min. 1 2
on metal lath.
Solid wall: steel channel per Note 2; 2 hrs
W-2-Me-17 2!,” | 21/,” thickness of neat gypsum plaster on N/A o 1 212
30 min.
metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-18 24, |211,” thickness of 1:'/,; 1:'/, gypsum plaster | N/A 2 hrs. 1 2
on metal lath.
Solid wall: steel channel per Note 2; 1 hr
W-2-Me-19 | 2',” | 21/,” thickness of 1:1; 1:1 gypsum plaster N/A . 1 172
30 min.
on metal lath.
Solid wall: steel channel per Note 2;
W-2-Me-20 | 2',” | 2'/,” thickness of 1:2; 1:2 gypsum plaster N/A 1 hr. 1 1
on metal lath.
(Continued)
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RESOURCE A

TABLE 1.2.1—METAL FRAME WALLS
0” TO LESS THAN 4” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS

Solid wall: steel channel per Note 2;
W-2-Me-21| 25" |2/, thickness of 1:2; 1:3 gypsum plaster N/A 1 hr. 1 1
on metal lath.

Core: steel channel per Note 2; 1:2; 1:2
W-3-Me-22 3” gypsum plaster on %/,” soft asbestos lath; N/A | 45 min. 1 34
plaster thickness 2”.

Solid wall: steel channel per Note 2;
W-3-Me-23| 3" |21, thickness of 1:2; 1:2 gypsum plaster N/A 1 hr. 1 1
on %/,” asbestos lath.

Solid wall: steel channel per Note 2; lath
over and 1:2/,; 1:2/, gypsum plaster on
1”7 magnesium oxysulfate wood
fiberboard; plaster thickness 2'/,”.

W-3-Me-24 | 3'1,” N/A 1 hr. 1 1

Core: steel studs; see Note 4; Facings:
W-3-Me-25| 3',”  |3/,” thickness of 1:'/3:2; 1:'/;,:3 portland N/A | 45 min. 1 34
cement and asbestos fiber plaster.

Core: steel studs; see Note 4; Facings:
W-3-Me-26| 3" | both sides 3/,” thickness of 1:2; 1:3 N/A | 30 min. 1 ',
portland cement.

Core: steel studs; see Note 4; Facings:

W-3-Me-27| 3" | both sides 3/,” thickness of neat gypsum N/A Ihr. 1 112
30 min.
plaster.
Core: steel studs; see Note 4; Facings: 1 hr
W-3-Me-28| 3',” | both sides 3/,” thickness of 1:'/,; 1:1/, NA | 500 1 1'/4
gypsum plaster. ’
Core: steel studs; see Note 4; Facings:
W-3-Me-29|  3'/,” | both sides %/,” thickness of 1:2; 1:2 N/A 1 hr. 1 1
gypsum plaster.
Core: steel studs; see Note 4; Facings:
W-3-Me-30| 3" |both sides 3/,” thickness of 1:2; 1:3 N/A | 45 min. 1 A
gypsum plaster.
Core: steel studs; see Note 4; Facings:
H 777 thi .1 9. 1.1 .
W-3-Me-31 33, both sides /" thickness of 1:'/5,:2; 1:'/54: N/A | hr. 1 1

3 portland cement and asbestos fiber
plaster.

Core: steel studs; see Note 4; Facings:
W-3-Me-32| 3%, |both sides 7/ thickness of 1:2; 1:3 N/A | 45 min. 1 A
portland cement.

Core: steel studs; see Note 4; Facings:
W-3-Me-33| 3%,” |both sides 7/;” thickness of neat gypsum N/A 2 hrs. 1 2
plaster.

Core: steel studs; see Note 4; Facings: 1 hr
W-3-Me-34| 3%,” |both sides 7/ thickness of 1:'/,; 1:1/, N/A | 50 min 1 1,
gypsum plaster. ’

Core: steel studs; see Note 4; Facings: 1 hr
W-3-Me-35|  3%,” | both sides 7/” thickness of 1:2; 1:2 N/A 15 min 1 14
gypsum plaster. ’

(Continued)

196 2006 INTERNATIONAL EXISTING BUILDING CODE®



TABLE 1.2.1—METAL FRAME WALLS
0” TO LESS THAN 4” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 | BMS-92 NOTES HOURS
Core: steel; see Note 4; Facings: /5"
W-3-Me-36 3%,”  |thickness of 1:2; 1:3 gypsum plaster on N/A 1 hr. 1 1
both sides.

For SI: 1 inch =25.4 mm.

Notes:

1. Failure mode - local temperature rise - back face.
2. Three-fourths inch or 1 inch channel framing - hot-rolled or strip-steel channels.

3. Reinforcement is 4-inch square mesh of No. 6 wire welded at intersections (no channels).

4. Ratings are for any usual type of nonload-bearing metal framing providing 2 inches (or more) air space.

General Note:

The construction details of the wall assemblies are as complete as the source documentation will permit. Data on the method of attachment of facings and the
gauge of steel studs was provided when known. The cross-sectional area of the steel stud can be computed, thereby permitting a reasoned estimate of actual
loading conditions. For load-bearing assemblies, the maximum allowable stress for the steel studs has been provided in the table “Notes.”” More often, it is the
thermal properties of the facing materials, rather than the specific gauge of the steel, that will determine the degree of fire resistance. This is particularly true for
nonbearing wall assemblies.
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RESOURCE A

FIGURE 1.2.2—METAL FRAME WALLS
4” TO LESS THAN 6” THICK

NUMBER OF
ASSEMBLIES
A
10
The number in each box is
keyed to the last number in the
Item Code column in the Table.
For example:
5 W-5-M@
8
7 9 10 11 [\
5 1 4 6 3 2
0 I I | g
0 1 2 3 4
FIRE RESISTANCE RATING (HOURS)
TABLE 1.2.2—METAL FRAME WALLS
4” TO LESS THAN 6” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS

3” cavity with 16 ga. channel studs (3'/,”
o.c.) of 1/,” x 1/,” channel and 3” spacer;
Metal lath on ribs with plaster (three coats) 1 hr
W-5-Me-1| 5'"  |3/,” over face of lath; Plaster (each side): N/A : 7 1 1

scratch coat, cement/lime/sand with hair; 11 min.
float coat, cement/lime/sand; finish coat,
neat gypsum.
” Core: steel studs; see Note 2; Facings: both 2 hrs. 91
W-4-Me-2 4 sides 1” thickness of neat gypsum plaster. N/A 30 min. ! 2
Core: steel studs; see Note 2; Facings: both
W-4-Me-3 4” sides 1”7 thickness of 1:'/,; 1:'/, gypsum N/A 2 hrs. 1 2
plaster.
” Core: steel; see Note 2; Facings: both sides 1 hr. 1y
W-4-Me-4 4 1” thickness of 1:2; 1:3 gypsum plaster. N/A 1 15 min. ! 4
Core: lightweight steel studs 3” in depth;
i oa- des 3.7 thi
W-4-Me-5 417, Facings: both sides °/,” thick sanded gypsum| See 45 min. 1 5 3

plaster, 1:2 scratch coat, 1:3 brown coat Note 4
applied on metal lath.

Core: lightweight steel studs 3” in depth; See 1 hr
W-4-Me-6| 4'/,”  |Facings: both sides %/,” thick neat gypsum N 1 5 1'7,

Note 4 | 30 min.
plaster on metal lath.

(Continued)
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RESOURCE A

TABLE 1.2.2—METAL FRAME WALLS
4” TO LESS THAN 6” THICK—continued

Note 4 | 30 min.

plaster on metal lath.

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Core: lightweight steel studs 3” in depth;
” Facings: both sides /,” thick sanded See
A Me. 41/ g 4
W-4-Me-7 2 gypsum plaster, 1:2 scratch and brown Note 4 Ihr. ! > !
coats applied on metal lath.
Core: lightweight steel studs 3” in depth;
” Facings: both sides /5" thick sanded See
_A-Me- 43/ g 8
W-4-Me-8 4 gypsum plaster, 1:2 scratch coat, 1:3 brown| Note 4 I'hr. ! > !
coat, applied on metal lath.
Core: lightweight steel studs 3” in depth;
: R f Ty
RV 4377 Facings: both sides '/5” thick sanded See 1 hr. 1y
W-4-Me-9 4 gypsum plaster, 1:2 scratch and 1:3 brown | Note 4 | 15 min. ! > 4
coats applied on metal lath.
Core: lightweight steel studs 3” in depth; See
W-5-Me-10 5” Facings: both sides 1” thick neat gypsum 2 hrs. 1 5 2
Note 4
plaster on metal lath.
Core: lightweight steel studs 3” in depth; See 2 hrs
W-5-Me-11 5” Facings: both sides 1" thick neat gypsum ‘ 1 5,6 2',

For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.
Notes:

1. Failure mode - local back face temperature rise.

2. Ratings are for any usual type of non-bearing metal framing providing a minimum 2 inches air space.
3. Facing materials secured to lightweight steel studs not less than 3 inches deep.

4.
5
6

Rating based on loading to develop a maximum stress of 7270 psi for net area of each stud.

. Spacing of steel studs must be sufficient to develop adequate rigidity in the metal-lath or gypsum-plaster base.
. As per Note 4 but load/stud not to exceed 5120 psi.

General Note:

The construction details of the wall assemblies are as complete as the source documentation will permit. Data on the method of attachment of facings and the
gauge of steel studs was provided when known. The cross sectional area of the steel stud can be computed, thereby permitting a reasoned estimate of actual
loading conditions. For load-bearing assemblies, the maximum allowable stress for the steel studs has been provided in the table “Notes.”” More often, it is the
thermal properties of the facing materials, rather than the specific gauge of the steel, that will determine the degree of fire resistance. This is particularly true for
nonbearing wall assemblies.
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RESOURCE A

TABLE 1.2.3—METAL FRAME WALLS

6” TO LESS THAN 8” THICK

ITEM
CODE

THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

W-6-Me-1

65/8”

On one side of 1” magnesium oxysulfate
wood fiberboard sheathing attached to steel
studs (see Notes 1 and 2), 1” air space,
33/,” brick secured with metal ties to steel
frame every fifth course; Inside facing of
7/{” 1:2 sanded gypsum plaster on metal
lath secured directly to studs; Plaster side
exposed to fire.

See
Note 2

1 hr.

45 min.

1%,

W-6-Me-2

65/8”

On one side of 1”7 magnesium oxysulfate
wood fiberboard sheathing attached to steel
studs (see Notes 1 and 2), 1” air space,
33/,” brick secured with metal ties to steel
frame every fifth course; Inside facing of
7/{” 1:2 sanded gypsum plaster on metal
lath secured directly to studs; Brick face
exposed to fire.

See
Note 2

4 hrs.

W-6-Me-3

65/8”

On one side of 1”7 magnesium oxysulfate
wood fiberboard sheathing attached to steel
studs (see Notes 1 and 2), 1” air space,
33/,” brick secured with metal ties to steel
frame every fifth course; Inside facing of
7/ vermiculite plaster on metal lath
secured directly to studs; Plaster side
exposed to fire.

See
Note 2

2 hrs.

For SI: ' 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa.

Notes:

1. Lightweight steel studs (minimum 3 inches deep) used. Stud spacing dependent on loading, but in each case, spacing is to be such that adequate rigidity is provided
to the metal lath plaster base.

2. Load is such that stress developed in studs is not greater than 5120 psi calculated from net stud area.

General Note:

The construction details of the wall assemblies are as complete as the source documentation will permit. Data on the method of attachment of facings and the
gauge of steel studs was provided when known. The cross sectional area of the steel stud can be computed, thereby permitting a reasoned estimate of actual
loading conditions. For load-bearing assemblies, the maximum allowable stress for the steel studs has been provided in the table “Notes.” More often, it is the
thermal properties of the facing materials, rather than the specific gauge of the steel, that will determine the degree of fire resistance. This is particularly true for
nonbearing wall assemblies.
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TABLE 1.2.4—METAL FRAME WALLS

8” TO LESS THAN 10” THICK

RESOURCE A

ITEM
CODE

THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

W-9-Me-1

9Y,¢"

On one side of '/,” wood fiberboard
sheathing next to studs, %/,” air space
formed with 3/,” X 13/{” wood strips
placed over the fiberboard and secured
to the studs, paper backed wire lath
nailed to strips 3%/,” brick veneer held
in place by filling a 3/,” space between
the brick and paper backed lath with
mortar; Inside facing of %/,” neat
gypsum plaster on metal lath attached
to %/,¢” plywood strips secured to
edges of steel studs; Rated as
combustible because of the sheathing;
See Notes 1 and 2; Plaster exposed.

See
Note 2

1 hr.

45 min.

W-9-Me-2

9Y,¢"

Same as above with brick exposed.

See
Note 2

4 hrs.

W-8-Me-3

8 1/2//

On one side of paper backed wire lath
attached to studs and 3%,” brick
veneer held in place by filling a 1”
space between the brick and lath with
mortar; Inside facing of 1” paper-
enclosed mineral wool blanket
weighing .6 Ib./ft.2 attached to studs,
metal lath or paper backed wire lath
laid over the blanket and attached to
the studs, 3/,” sanded gypsum plaster
1:2 for the scratch coat and 1:3 for the
brown coat; See Notes 1 and 2;
Plaster face exposed.

See
Note 2

4 hrs.

W-8-Me-4

8 1/2//

Same as above with brick exposed.

See
Note 2

5 hrs.

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.

Notes:

1. Lightweight steel studs > 3 inches in depth. Stud spacing dependent on loading, but in any case, the spacing is to be such that adequate rigidity is provided to the
metal-lath plaster base.

2. Load is such that stress developed in studs is < 5120 psi calculated from the net area of the stud.

General Note:

The construction details of the wall assemblies are as complete as the source documentation will permit. Data on the method of attachment of facings and the
gauge of steel studs was provided when known. The cross sectional area of the steel stud can be computed, thereby permitting a reasoned estimate of actual
loading conditions. For load-bearing assemblies, the maximum allowable stress for the steel studs has been provided in the table “Notes.” More often, it is the
thermal properties of the facing materials, rather than the specific gauge of the steel, that will determine the degree of fire resistance. This is particularly true for
nonbearing wall assemblies.
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RESOURCE A

TABLE 1.3.1—WOOD FRAME WALLS
0” TO LESS THAN 4” THICK

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
: LAl ~ .
W-3-W-1 33 1, Solid wall: 2'/,” wood-wool slab core; N/A 2 hrs. 7 1.6 2

3/,” gypsum plaster each side.

7 ” 2 x 4 stud wall; 3/,” thick cement asbestos | 360 psi
37/, 16

W-3-W-2 board on both sides of wall. net area

10 min. 1 2-5 e

37, Same as W-3-W-2 but stud cavities filled 360 psi

W-3-W-3 with 1 b./ft.2 mineral wool batts. net area

40 min. 1 2-5 Y,

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa.

Notes:

. Achieved “Grade C” fire resistance (British).

. Nominal 24 wood studs of No. 1 common or better lumber set edgewise, 2’4 plates at top and bottom and blocking at mid height of wall.
. All horizontal joints in facing material backed by 2’4 blocking in wall.

. Load: 360 psi of net stud cross sectional area.

. Facings secured with 6d casing nails. Nail holes predrilled and 0.02 inch to 0.03 inch smaller than nail diameter.

. The wood-wool core is a pressed excelsior slab which possesses insulating properties similar to cellulosic insulation.

AN N AW =
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FIGURE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK

RESOURCE A

NUMBER OF
ASSEMBLIES
A
30—
94 |
92
91|
88 |
87
| ig: :S%:ﬁ: The number in each box is
20 851776190 keyed to the last number in the
80_|737189_] Item Code column in the Table.
78] 60186
61|57 181 ] For example:
59 _55__%_
5 W-5-
212317 °
51 149 172 |
F £E ts
10 407|368
38 | 28 145 |
_g%_ _25__2%_
e BiTa A&
5717487135 ] 46163
1418 [ 31 25_162 ]
37 |53 | 13_] _g___ZZ__Gﬁ 12_|48 |
_2 136|101 6 23 ]24 | 11 {20 ]
" '309’-':17’-}4196977| : : >
0 1 2 3 4
FIRE RESISTANCE RATING (HOURS)
TABLE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” ” . 3 ” . M M .
Wo4-W-1 4 2 >< 4” stud wall; °/,,” CAB; no insulation; 35 min. | 10 min. 4 1-10 g
Design A.
” ” .3 ” . H 1 .
Wo4-W-2 41 1y 2 >< 4” stud wall; */,¢” CAB; no insulation; 38 min. | 9 min. 4 1-10 1 /s
Design A.
” 2” x 4” stud wall; 3/,;” CAB and /3" . .
AW 43/ BT \ 8 .
W-4-W-3 4 gypsum board face (both sides); Design B. 62 min. | 64 min. 4 1-10 !
2 x 4” stud wall; %/,,” CAB and '/,” Greater
W-5-W-4 5” > 16 ) Sz 79 min. | than 90 4 1-10 1
gypsum board (both sides); Design B. min
” 2” x 4” stud wall; 3/,” CAB and 3/” . .
AW 43/ > 116 8 _ .
W-4-W-5 4 gypsum board (both sides); Design B. 45 min. | 45 min. 4 112
” 2” x 4” stud wall; ¥/,;” CAB and '/,” . . 1-10,
W-5-W-6 > gypsum board face (both sides); Design B. 45 min. | 45 min. 4 12,13 o
” ” .37 0” .2l
wawg | g Fxansdwall Yi” CAB face:s ILT 40 iy g min, 4 |10 | %
mineral wool insulation; Design C.
” ” L3, 0 Ll -
W-4-W-8 4 2 X 4” stud w_all, /1_6 CAB face, 31/, 46 min. | 46 min. 4 1-10, Y,
mineral wool insulation; Design C. 43
W-4-W-9 ” 2” x 4” stud wall; %/,,” CAB face; 3'/,” . . 1-10,
4 mineral wool insulation; Design C. 30 min. | 30 min. 4 12, 14 o
(Continued)
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RESOURCE A

TABLE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM THICKNES PRE- POST- REC.
CODE S CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” ” 37 0 Ll o -
WeAW-10 | 4% 27 x 4 stud .wall, /1(? CAB face; 3'/,” mineral o 30 min. 4 1-8, 12, o
wool insulation; Design C. 14
2” x 4” stud wall; /,s” CAB face; 3" gypsum
W-4-W-11| 4%,” |strips over studs; 5'/,” mineral wool insulation; | 79 min. | 79 min. 4 1-10 1

Design D.

2” x 4” stud wall; ¥/,,” CAB face; %" gypsum
W-4-W-12 | 4%,” | strips at stud edges; 7'/,” mineral wool 82 min. | 82 min. 4 1-10 1
insulation; Design D.

2” x 4” stud wall; ¥/,,” CAB face; %" gypsum
W-4-W-13 | 4%,” | board strips over studs; 5'/,” mineral wool 30 min. | 30 min. 4 1-12 —
insulation; Design D.

2” x 4” stud wall; ¥/,,” CAB face; 3/” gypsum
W-4-W-14 43 /" |board strips over studs; 7” mineral wool 30 min. | 30 min. 4 1-12 —
insulation; Design D.

2”7 x 4” stud wall; Exposed face: CAB shingles
W-5-W-15 | 5'/,” | over 1”7 x 6”; Unexposed face: '/;” CAB sheet; | 34 min. — 4 1-10 ',
I,¢” fiberboard (wood); Design E.

2" x 4” stud wall; Exposed face: !/;” CAB
W-5-W-16 | 5',” |sheet; "/,¢” fiberboard; Unexposed face: CAB | 32 min. | 33 min. 4 1-10 1,
shingles over 1” X 6”; Design E.

2” x 4” stud wall; Exposed face: CAB shingles
51,7 | over 1” % 6”; Unexposed face: '/;” CAB sheet;
gypsum at stud edges; 3'/,” mineral wood
insulation; Design F.

W-5-W-17 51 min. | — 4 1-10 3y

2" x 4” stud wall; Exposed face: !/;” CAB
sheet; gypsum board at stud edges; Unexposed
face: CAB shingles over 17 x 6”; 31/,” mineral
wool insulation; Design F.

W-5-W-18 | 54" 42 min. | — 4 1-10 Y,

2”7 x 4” stud wall; Exposed face: CAB shingles
557 |over 1”7 x 6”; Unexposed face: !/;” CAB sheet;

gypsum board at stud edges; 5'/,” mineral wool
insulation; Design G.

W-5-W-19 74 min. | 85 min. 4 1-10 1

2” x 4” stud wall; Exposed face: !/;” CAB
sheet; gypsum board at 3/,¢” stud edges; 7/,”
W-5-W-20 | 5%" | fiberboard; Unexposed face: CAB shingles over| 79 min. | 85 min. 4 1-10 1,
1”7 x 6”; 5'/,” mineral wool insulation; Design
G.

2” x 4” stud wall; Exposed face: CAB shingles

1”7 x 6” sheathing; Unexposed face: CAB sheet; 38 min. | 38 min 4 1-10, .
gypsum board at stud edges; 5'/,” mineral wool ’ ’ 12, 14
insulation; Design G.

W-5-W-21 | 5%"

(Continued)
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TABLE 1.3.2—WOOD FRAME WALLS

4” TO LESS THAN 6” THICK—continued

RESOURCE A

2006 INTERNATIONAL EXISTING BUILDING CODE®

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
2” x 4” stud wall; Exposed face: CAB sheet;
W 557 gypsum board at stud edges; Unexposed face: . . ) o
W-5-W-22 S |CAB shingles 1” x 6” sheathing; 57, 38 min. | 38 min. 4 112
mineral wool insulation; Design G.
” ” . ” Ly
W-6-W-23 6" 2" x 4. stuld \:Yall, 16” o.c.; '/, gypsum board N/A 60 min. 7 15 1
each side; '/,” gypsum plaster each side.
” ” . ” VR4
W-6-W-24 6" 2 ><4_ st.ufi \’Yall, 16" o.c.; '/, gypsum board N/A | 68 min. 7 16 1
each side; '/,” gypsum plaster each side.
” ” . ” L3
W-6-W-25 671" 2”7 x 4. stu? v&i,all, 187 0.c.; 7/, gypsum plank N/A | 80 min. 7 15 1Y
each side; /,¢” gypsum plaster each side.
” ” . ” L3
W-5-W-26 5 2 ><4_ stu;i V\i:"lll, 16”7 o.c.; “/g gypsum board N/A | 37 min. 7 15 1/,
each side; °/,4” gypsum plaster each side.
” ” . ” L3
W-5-W-27 53/4” 2 ><4. stuld \:Yall, 16" o.c.; */g gypsum lath N/A 52 min. 7 15 3/4
each side; '/,” gypsum plaster each side.
” ” . ” VR4
W-5-W-28 57 2 ><4_ stud wall; 16” o.c.; '/,” gypsum board N/A | 37 min. 7 16 A
each side.
” 2” x 4” stud wall; !/,” fiberboard both sides . y
W-5-W-29 15 14% M.C. with ER. paint at 35 gm./ft2. N/A | 28 min. 7 15 3
” ” . : VR4
AW 4377 2” x 4” stud wall; Fire side: '/,” (wood) . iy
W-4-W-30 + | fiberboard; Back side: !/,” CAB; 16" o.c. N/A | 17 min. T I6
2” x 4” stud wall; 16” o.c.; '/,” fiberboard
W-5-W-31 517 insulation with '/;,” asbestos (both sides of N/A | 50 min. 7 16 3,
each board).
» |27 x4” stud wall; 3/y” thick gypsum See . 17,18
_4-W- 4! 578 2yp , 18, 1
W-4-W-32 /4 wallboard on both faces; insulated cavities. Note 23 25 min. 1 23 /s
” ” . RYR/ R
AW 4117 2”7 x 4” stud wall; '/,” thick gypsum See . y
W-4-W-33 2 wallboard on both faces. Note 17 40 min. ! 17,23 3
» |27 %x4” stud wall; !/,” thick gypsum See . 17,18
_4-W- 4! ) 2yp , 18, 3
W-4-W-34 & wallboard on both faces; insulated cavities. Note 17 43 min. 1 23 la
” ” . YRR
AW 4117 2”7 x 4” stud wall; '/,” thick gypsum 17, 18,
W-4-W-35 2 wallboard on both faces; insulated cavities. N/A Lhr. 1 24 I
» |27 %x4” stud wall; 1/,” thick, 1.1 Ibs./ft.> wood| See .
_4-W- 4.l s 12 5 1
W-4-W-36 & fiberboard sheathing on both faces. Note 23 15 min. ! 17,23 /s
” ” . YRR 2
AW 4117 2”7 x 4” stud wall; '/,” thick, 0.7 Ib./ft.* wood See . y
W-4-W-37 2 fiberboard sheathing on both faces. Note 23 10 min. ! 17,23 6
2” x 4” stud wall; '/,” thick, flameproofed 1.6 See
W-4-W-38 417, 1bs./ft.2 wood fiberboard sheathing on both 30 min. 1 17,23 1,
Note 23
faces.
(Continued)
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RESOURCE A

TABLE 1.3.2—WOOD FRAME WALLS

4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
” ” L1y .
AW 417 2” x 4” stud wall; '/,” thick gypsum See 17, 18,
W-4-W-39 2 wallboard on both faces; insulated cavities. | Note 23 I'hr. ! 23 !
» |27 x4” stud wall; '/,” thick, 1:2; 1:3 See . 17,21
AW 41 s s 5 B s 1/
W-4-W-40 2 gypsum plaster on wood lath on both faces. | Note 23 30 min. ! 23 2
2" x 4” stud wall; '/,”, 1:2; 1:3 gypsum See 17.18
W-4-W-41 47, | plaster on wood lath on both faces; 1 hr. 1 P 1
: . Note 23 21,24
insulated cavities.
” ” VR 5. 1- 1
AW 417 2” x 4” stud wall; 17,7, 1:5; 1:7.5 lime See . 17,21, y
W-4-W-42 2 plaster on wood lath on both wall faces. Note 23 30 min. ! 23 2
2” x 4” stud wall; '/,” thick 1:5; 1:7.5 lime S 17.18
W-4-W-43 417, plaster on wood lath on both faces; €€ | 45 min. 1 o 3,
. .. Note 23 21,23
insulated cavities.
2” x 4” stud wall; %/, thick
W-4-W-44 41 | cement-asbestos over ¥/y” thick gypsum See 1 hr. 1 23,25, 1
Note 23 26, 27
board on both faces.
2” x 4” stud wall; studs faced with 4” wide
. 3 7” : .37 7 .
AT 457.7 strips of /3" thick gypsum board; °/;4” thick |  See 23,25,
W-4-W-45 /s gypsum cement-asbestos board on both Note 23 Ihr. ! 27,28 !
faces; insulated cavities.
W-4-W-46 4/ | Same as W-4-W-45 but nonload bearing. N/A lr}:i'nls 1 24,28 | 1Y,
2” x 4” stud wall; 3/,4” thick
W-4-W-47 471" | cement-asbestos board over !/,” thick See | 1lhr 15 1 23,25, 1Y,
. Note 23 | min. 26, 27
gypsum sheathing on both faces.
W-4-W-48 471" | Same as W-4-W-47 but nonload bearing. NA | ] I}I‘Iri‘fo 1 24,27 17,
2” x 4” stud wall; Exterior face: 3/,” wood
sheathing; asbestos felt 14 1bs./100 ft.? and
W-5-W-49 57 5/32” cement-asbestos shingles; Interior face:| See 40 min 1 ;g’ 52’ 2
4” wide strips of 3/;” gypsum board over Note 23 ’ 59 ’ 3
studs; wall faced with 3/,¢” thick
cement-asbestos board.
2” x 4” stud wall; Exterior face: as per
W-5-W-49; Interior face: °/,5” composite
” board consisting of 7/,;” thick wood See . 23,25, y
W-5-W=301 5% fiberboard faced with [ thick Note 23 | 30 min- ! 26,30 | °
cement-asbestos board; Exterior side
exposed to fire.
” Same as W-5-W-50 but interior side See . 23, 25, 1y
W-3-W-51 > exposed to fire. Note 23 | 20 min- ! 26 2
” Same as W-5-W-49 but exterior side See . 18,23 3
-5~ - » s ;/
W-5-W-52 > exposed to fire. Note 23 45 min. ! 25,26 4
2” x 4” stud wall; 3/,” thick T&G wood See . 1
-)- - ” i /
W-3-W-53 > boards on both sides. Note 23 20 min. ! 17,23 3
(Continued)
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TABLE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK—continued

RESOURCE A

2006 INTERNATIONAL EXISTING BUILDING CODE®

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS
s oy |
W-5-W-54 57 Sarr}f; as W-5-W-53 but with insulated See 35 min. 1 17, 18, /5
cavities. Note 23 23
2” x 4” stud wall; 3/,” thick T&G wood See 3,
W-5-W-55 5” boards on both sides with 30 1bs./100 ft.2 45 min. 1 17,23
Note 23
asbestos; paper, between studs and boards.
2” x 4” stud wall; '/,” thick, 1:2; 1:3 S 17.21 3,
W-5-W-56 5” gypsum plaster on metal lath on both sides ¢ 45 min. 1 2
Note 23 34
of wall.
2” x 4” stud wall; ¥/,” thick 2:1:8; 2:1:12 See 17.21
W-5-W-57 5 lime and Keene’s cement plaster over Note 23 45 min. 1 i3 ’ 1,
metal lath on both sides of wall.
2” x 4” stud wall; /,” thick 2:1:8; 2:1:10 See 17.21
W-5-W-58 5 lime portland cement plaster over metal Note 23 30 min. 1 i3 ’ ',
lath on both sides of wall.
2” x 4” stud wall; 3/,” thick 1:5; 1:7.5 lime See . 17,21 1
S W ” > k) E E /
W-5-W-59 > plaster on metal lath on both sides of wall. | Note 23 30 min. ! 23 2
2” x 4” stud wall; 3/,” thick 1:1/5:2; 1:1/5,:3 See 17.21
W-5-W-60 5” portland cement, asbestos fiber plaster on Note 23 45 min. 1 é3 ’ 3,
metal lath on both sides of wall.
2” x 4” stud wall; ¥/,” thick 1:2; 1:3 See 17.21
W-5-W-61 5 portland cement plaster on metal lath on 30 min. 1 S 1,
. Note 23 23
both sides of wall.
” 2” x 4” stud wall; 3/,” thick neat gypsum 1 hr. 30 17,22 I
_5-W- ’ St 1
W-5-W-62 > plaster on metal lath on both sides of wall. N/A min. ! 24 2
” 2” x 4” stud wall; 3/,” thick neat gypsum See 1 hr. 30 17,21 |
5 ~ ’ ) k) 1 /
W-3-W-63 > plaster on metal lath on both sides of wall. | Note 23 | min. ! 23 2
2” x 4” stud wall; 3/,” thick 1:2; 1:2
W-5-W-64 5” gypsum plaster on metal lath on both sides See I'hr. 30 1 17,18, 17,
. L. Note 23 min. 21,23
of wall; insulated cavities.
., 2” x 4” stud wall; same as W-5-W-64 but See 17,21,
W-5-W-65 > cavities not insulated. Note 23 | 1 BT ! 23 !
2” x 4” stud wall; ¥/, thick 1:2; 1:3
W-5-W-66 5” gypsum plaster on metal lath on both sides See ! hr.‘ 15 1 17,18, 1'7,
. . Note 23 min. 21,23
of wall; insulated cavities.
Same as W-5-W-49 except cavity
: . 2 23,26
& W 517 »  |insulation of 1.75 Ibs./ft. mineral wool See 1 hr. 15 , 20, 1y
W-3-W-67 16 bats; rating applies when either wall side | Note 23 | min. ! 25 ¢
exposed to fire.
2” x 4” stud wall, 7/¢” thick 1:2; 1:3
W-5-W-68 5',” | gypsum plaster on metal lath on both sides See | 1hr.30 1 17,18, 1'7,
. . Note 23 min. 21,23
of wall; insulated cavities.
(Continued)
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RESOURCE A

TABLE 1.3.2—WOOD FRAME WALLS

4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
2” x 4” stud wall; /" thick neat gypsum
W-5-W-69 51" | plaster applied on metal lath on both sides of | N/A ! r?]ri.n45 1 17&32’ 1/,
wall. ’
2” x 4” stud wall; /,” thick neat gypsum See 17.22
W-5-W-70 5" | plaster on %" plain gypsum lath on both 1 hr. 1 2 1
. Note 23 23
sides of wall.
2” x 4” stud wall; '/,” thick of 1:2; 1:2
gypsum plaster on 3/4” thick plain gypsum See 17.21
W-5-W-71 5,7 |lath with 13/,” x 13/,” metal lath pads nailed 1 hr. 1 S 1
” . ” . Note 23 23
8” o.c. vertically and 16” o.c. horizontally on
both sides of wall.
2” x 4” stud wall; '/,” thick of 1:2; 1:2
& 1 » gypsum plaster on /" perforated gypsum See 17,21,
W-5-W-72 5 lath, one %/,” diameter hole or larger per 16” | Note 23 I hr. ! 23 !
square of lath surface, on both sides of wall.
2” x 4” stud wall; '/,” thick of 1:2; 1:2 See 17 21
W-5-W-73 5" | gypsum plaster on 3/” gypsum lath (plain, Note 23 | 43 min. 1 3 A
indented or perforated) on both sides of wall.
2" x 4” stud wall; 7/¢” thick of 1:2; 1:3
17 7 . See 17, 21,
W-5-W-74 5', gypsum plaster over metal lath on both sides 1 hr. 1 1
Note 23 23
of wall.
2” x 4” stud wall; /" thick of 1:1/;,:2; See 17.21
W-5-W-75 57 | 1:1,4:3 portland cement, asbestos plaster Note 23 | 1hr. 1 3 1
applied over metal lath on both sides of wall.
2” x 4” stud wall; 7/ thick of 1:2; 1:3 See 17.21
W-5-W-76 5'1” | portland cement plaster over metal lath on 45 min. 1 S A
. Note 23 23
both sides of wall.
2” x 4” stud wall; 1” thick neat gypsum 17.22
W-5-W-77 51" plaster over metal lath on both sides of wall; | N/A 2 hrs. 1 i 1 ’ 2
nonload bearing.
2” x 4” stud wall; '/,” thick of 1:2; 1:2 S 17.21
W-5-W-78 | 5" | gypsum plaster on '/,” thick, 0.7 Ib./ft.> wood | tz€23 35 min. 1 550
fiberboard on both sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2 2131
W-4-W-79 4%, | gypsum plaster over wood lath on both sides | N/A 1 hr. 43 3538 1
of wall; mineral wool insulation. ’
W-4-W-80 | 47" | Same as W-4-W-79 but uninsulated. N/A | 35 min. 43 215 531’ '
2” x 4” wood stud wall; '/,” thick of 3:1:8;
AW 437" 3:1:12 lime, Keene’s cement, sand plaster 21, 31,
W-4-W-81 4 over wood lath on both sides of wall; mineral N/A Ihr. 43 35, 40 1
wool insulation.
(Continued)
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TABLE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
2” x 4” wood stud wall; '/,” thick of 1:6'/,;
” 1:6'/, lime Keene’s cement plaster over . 21,31
AW 43 4 P , o1, 1
W-4-W-82 /s wood lath on both sides of wall; mineral N/A 30 min. 43 35,40 £
wool insulation.
2” x 4” wood stud wall; '/,” thick of 1:5; 2131
W-4-W-83 43, |1:7.5 lime plaster over wood lath on both N/A | 30 min. 43 35 ',
sides of wall.
2” x 4” wood stud wall; '/,¢” thick of 1:5; 2131
W-5-W-84 | 5'%” | 1:7.5 lime plaster over wood lath on both N/A | 45 min. 43 o ',
: aste Hlath o 35,39
sides of wall; mineral wool insulation.
2” x 4” wood stud wall; 3/,” thick of 1:5; 1:7 2131
W-5-W-85 5',”  |lime plaster over wood lath on both sides of | N/A | 40 min. 43 35, 40 3
wall; mineral wool insulation. ’
2” x 4” wood stud wall; '/,” thick of 2:1:12
lime, Keene’s cement and sand scratch coat; 2131
W-5-W-86 5, |1,” thick 2:1:18 lime, Keene’s cement and N/A 1 hr. 43 35,40 1
sand brown coat over wood lath on both ’
sides of wall; mineral wool insulation.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2
W-5-W-87 5' | gypsum plaster over ¥, plaster board on N/A | 45 min. 43 21, 31 3,
both sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2
W-5-W-88 5',” | gypsum plaster over ¥/;” gypsum lath on N/A | 45 min. 43 21, 31 A
both sides of wall.
2" x 4” wood stud wall; '/,” thick of 1:2; 1:2 21.31
W-5-W-89 5',” | gypsum plaster over /5" gypsum lath on N/A 1 hr. 43 3 1
both sides of wall.
2” x 4” wood stud wall; '/,” thick neat 21.22
W-5-W-90 | 5", | plaster over 3/3” thick gypsum lath on both N/A 1 hr. 43 o 1
sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2
W-5-W-91 5, | gypsum plaster over %/, thick indented N/A | 45 min. 43 21,31 3y
gypsum lath on both sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2 2131
W-5-W-92 5 | gypsum plaster over /" thick perforated N/A | 45 min. 43 A 3,
. 34
gypsum lath on both sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2
W-5-W-93 5', | gypsum plaster over ¥/,” perforated gypsum | N/A 1 hr. 43 21, 31 1
lath on both sides of wall.
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2 2131
W-5-W-94 | 5',” | gypsum plaster over /" thick perforated N/A | 45 min. 43 20 A
- 34
gypsum lath on both sides of wall.
(Continued)
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RESOURCE A

TABLE 1.3.2—WOOD FRAME WALLS
4” TO LESS THAN 6” THICK—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
2” x 4” wood stud wall; '/,” thick of 1:2; 1:2 21,31
W-5-W-95 5'4,” | gypsum plaster over !/,” thick wood N/A | 35 min. 43 36 '
fiberboard plaster base on both sides of wall.
2” x 4” wood stud wall; 1/,” thick of 1:2; 1:2 2131
W-5-W-96 | 5%, | gypsum plaster over //;” thick flameproofed N/A 1 hr. 43 3 1
wood fiberboard on both sides of wall.

For SI: 1 inch =25.4 mm, 1 foot = 305 mm, 1 pound = 0.004448KkN, 1 pound per square inch = 0.00689 MPa, 1 pound per square foot = 47.9 N/m?.
Notes:
1. All specimens 8 feet or 8 feet 8 inches by 10 feet, 4 inches, i.e. one-half of furnace size. See Note 42 for design cross section.
2.Specimens tested in tandem (two per exposure).
3.Test per ASA No. A2-1934 except where unloaded. Also, panels were of “half” size of furnace opening. Time value signifies a thermal failure time.
4.Two-inch by 4-inch studs: 16 inches on center.; where 10 feet 4 inches, blocking at 2-foot 4-inch height.
5.Facing 4 feet by 8 feet, cement-asbestos board sheets, 3 16 inch thick.
6. Sheathing (diagonal): %/, inch by 57, inch, 1 inch by 6 inches pine.
7.Facing shingles: 24 inches by 12 inches by /5, inch where used.
8. Asbestos felt: asphalt sat between sheathing and shingles.
9. Load: 30,500 pounds or 360 psi/stud where load was tested.
10. Walls were tested beyond achievement of first test end point. A load-bearing time in excess of performance time indicates that although thermal criteria were
exceeded, load-bearing ability continued.
11. Wall was rated for one hour combustible use in original source.
12.Hose steam test specimen. See table entry of similar design above for recommended rating.
13.Rated one and one-fourth hour load bearing. Rated one and one-half hournonload bearing.
14. Failed hose stream.
15. Test terminated due to flame penetration.
16. Test terminated - local back face temperature rise.
17.Nominal 2-inch by 4-inch wood studs of No. 1 common or better lumber set edgewise. Two-inch by four-inch plates at top and bottom and blocking ad mid height
of wall.
18. Cavity insulation consists of rock wool bats 1.0 1b./ft.? of filled cavity area.
19. Cavity insulation consists of glass wool bats 0.6 1b./ft.” of filled cavity area.
20. Cavity insulation consists of blown-in forck wool 2.0 Ibs./ft.? of filled cavity area
21.Mix proportions for plastered walls as follows: first ratio indicates scratch coat mix, weight of dry plaster: dry sand; second ratio indicates brown coat mix.
22.“Neat” plaster is taken to mean unsanded wood-fiber gypsum plaster.
23.Load: 360 psi of net stud cross sectional area.
24.Rated as nonload bearing.
25.Nominal 2-inch by 4-inch studs per Note 17, spaced at 16 inches on center
26.Horizontal joints in facing material supported by 2-inch by 4-inch blocking within wall.
27.Facings secured with 6d casing nails. Nail holes predrilled and were 0.02 to 0.03 inch smaller than nail diameter
28. Cavity insulation consists of mineral wool bats weighing 2 Ibs./ft.> of filled cavity area.
29. Interior wall face exposed to fire.
30. Exterior wall faced exposed to fire.
31.Nominal 2-inch by 4-inch studs of yellow pine or Douglas-fir spaced 16 inches on center in a single row.
32.Studs as in Note 31 except double row, with studs in rows staggered.
33.Six roofing nails with metal-lath pads around heats to each 16-inch by 48-inch lath.
34. Areas of holes less than 2%/, percent of area of lath.
35.Wood laths were nailed with either 3d or 4d nails, one nail to each bearing, and the end joining broken every seventh course.
36. One-half-inch thick fiberboard plaster base nailed with 3d or 4d common wire nails spaced 4 to 6 inches on center
37. Seven-eighths-inch thick fiberboard plaster base nailed with 5d common wire nails spaced 4 to 6 inches on center
38. Mineral wood bats 1.05 to 1.25 Ibs./ft.2 with waterproofed-paper backing.
39. Blown-in mineral wool insulation, 2.2 1bs./ft.2.
40. Mineral wool bats, 1.4 Ibs./ft.? with waterproofed-paper backing.
41.Mineral wood bats, 0.9 1b./ft.”.
42.See wall design diagram, below.
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43. Duplicate specimen of W-4-W-7, tested simultaneously with W-4-W-7 in 18-foot test furnace.
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TABLE 1.3.3—WOOD FRAME WALLS
6” TO LESS THAN 8” THICK

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
2 x 4 stud wall; '/,” thick, 1:2; 1:2 gypsum See
W-6-W-1 6'/,” | plaster on 7/;” flameproofed wood fiberboard Note 3 | 1hr 1 1-3 1
weighing 2.8 1bs./ft.2 on both sides of wall.
2 x 4 stud wall; !/,” thick, 1:3; 1:3 gypsum See
W-6-W-2| 65" |plaster on 1" thick magnesium oxysulfate Note 3 | 45 min. 1 1-3 ly
wood fiberboard on both sides of wall.
Double row of 2 x 4 studs, !/,” thick of 1:2;
. ; 3/ 7 s
W 7177 1:2 gypsum plaster applied over */3” thick
W-7-W-3 4 perforated gypsum lath on both sides of wall; N/A Ihr. 43 2,45 !
mineral wool insulation.
Double row of 2 X 4 studs, 3/5” thick of 1:2;
. ; 3 7 s
W 7117 1:2 gypsum plaster applied over “/4” thick 1 hr. 15 1y
W-7-W-4 2 perforated gypsum lath over laid with 2”7 x 27, N/A min. 43 2,4 4
16 gage wire fabric, on both sides of wall.

For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 pound per square foot = 47.9 N/m> .

Notes:

1. Nominal 2-inch by 4-inch wood studs of No. 1 common or better lumber set edgewise. Two-inch by 4-inch plates at top and bottom and blocking at mid height of

wall.

DA W

TABLE 1.4.1—MISCELLANEOUS MATERIALS WALLS
0” TO LESS THAN 4” THICK

. Mix proportions for plastered walls as follows: first ratio indicates scratch coat mix, weight of dry plaster:dry sand; second ratio indicates brown coat mix.
. Load: 360 psi of net stud cross sectional area.
. Nominal 2-inch by 4-inch studs of yellow pine of Douglas-fir spaced 16 inches in a double row, with studs in rows staggered.
. Mineral wool bats, 0.19 Ib./ft.2.

ITEM
CODE

THICKNESS CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

W-3-Mi-1

37/8”

Glass brick wall: (bricks 5%,” X 5%,” x
37/¢") '/,” mortar bed, cement/lime/sand;
mounted in brick (9”) wall with mastic
and !/,” asbestos rope.

N/A

1 hr.

W-3-Mi-2

3//

Core: 2” magnesium oxysulfate
wood-fiber blocks; laid in portland
cement-lime mortar; Facings: on both
sides; see Note 3.

N/A

1 hr.

W-3-Mi-3

37/8//

Core: 8” x 47/ glass blocks 37/” thick
weighing 4 1bs. each; laid in portland
cement-lime mortar; horizontal mortar
joints reinforced with metal lath.

N/A

15 min.

For SI: ' 1 inch = 25.4 mm, 1 pound = 0.004448 kN.

Notes:

1. No failure reached at 1 hour.
2. These glass blocks are assumed to be solid based on other test data available for similar but hollow units which show significantly reduced fire endurance.
3. Minimum of '/, inch of 1:3 sanded gypsum plaster required to develop this rating.
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RESOURCE A

TABLE 1.4.2—MISCELLANEOUS MATERIALS WALLS
4” TO LESS THAN 6 "THICK

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS
Core: 3” magnesium oxysulfate
W-4-Mi-1 4" wood-fiber blocks; _lald in portl_and N/A 2 hrs. 1 2
cement mortar; Facings: both sides; see
Note 1.

For SI: ' 1 inch = 25.4 mm.
Notes:
1. One-half inch sanded gypsum plaster. Voids in hollow blocks to be not more than 30 percent.
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FIGURE 1.5.1—FINISH RATINGS—INORGANIC MATERIALS

RESOURCE A

NUMBER OF
ASSEMBLIES
4
10—
The number in each box is
keyed to the last number in the
Item Code column in the Table.
For example:
F.R.I.
5 —
15 16 14
7 12 5
6 11 2 13
4 3 10 1 9 8
0 x x >
0 12 24 36 48 60
FIRE RESISTANCE RATING (HOURS)
TABLE 1.5.1—FINISH RATINGS—INORGANIC MATERIALS
PERFORMANCE REFERENCE NUMBER
REC.
ITEM PRE- POST- F.R.
CODE THICKNESS CONSTRUCTION DETAILS FINISH RATING BMS-92 | BMS-92 | BMS-92 | NOTES (MIN.)
37 sl 37/
ER.-L1 9" /" gypsum wallboard faced with /¢ 20 minutes 1 1.2 15
cement-asbestos board.
17 7 : : 3, 7
FR.I.2 . /,” gypsum sheathing faced with /4 20 minutes 1 1.2 20
cement-asbestos board.
RYAR _
FR.L3 3, / 16’ cement asbestos board over 10 minutes 1 1.2 5
uninsulated cavity.
3, 7 _ :
FR.I4 3, / 16, cement asbestos board over insulated 5 minutes 1 1.2 5
cavities.
” 3/,” thick 1:2; 1:3 gypsum plaster over paper .
I- 3 4 > gyp p pap
FR.-I-5 4 backed metal lath. 20 minutes 1 1,2,3 20
3,7 .
FR-16 3, 12/l 1}1 thick portland cement plaster on metal 10 minutes 1 1.2 10
3 7 s 5. 1- ;
FR-I.7 3, 1ééhthlck 1:5; 1:7.5 lime plaster on metal 10 minutes 1 1.2 10
FR.-I-8 1” 1” thick neat gypsum plaster on metal lath. 35 minutes 1 1.,2,4 35
FR.-1-9 31,7 3/,” thick neat gypsum plaster on metal lath. 30 minutes 1 1,2,4 30
3/ 7 i IR .
FR.I-10 3, le/éhthlck 1:2; 1:2 gypsum plaster on metal 15 minutes 1 1.2.3 15
_1- 1 ” M
FR.-I-11 1, 15;}1:16 as FR.-1-7, except '/,” thick on wood 15 minutes | 1.2.3 15
1 7 h; YR .
FR.I-12 1, 1;2thth1Ck 1:2; 1:3 gypsum plaster on wood 15 minutes 1 1.2.3 15
(Continued)
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RESOURCE A

TABLE 1.5.1—FINISH RATINGS—INORGANIC MATERIALS—continued

PERFORMANCE REFERENCE NUMBER c
REC.
ITEM PRE- POST- F.R.
CODE THICKNESS CONSTRUCTION DETAILS FINISH RATING BMS-92 | BMS-92 BMS-92 NOTES (MIN.)
177 thi DT VR4
ER-L-13 UK /,” thick 1:2; 1:2 gypsum plaster on /g 30 minutes 1 1.2.3 30
perforated gypsum lath.
17 hiok 19+ 1- 3
FR.-I-14 7| R thick 1:2; 1:2 gypsum plaster on /™| o oo 1 1,23 | 20
thick plain or indented gypsum plaster.
FR.-I-15 3 3" gypsum wallboard. 10 minutes 1 1,2 10
ER.-I-16 1" 17,” gypsum wallboard. 5 minutes 1 1,2 15
For SI: ' 1 inch =25.4 mm, °C = [(°F) - 32]/1.8.
Notes:

1. The finish rating is the time required to obtain an average temperature rise of 250°F, or a single point rise of 325°F, at the interface between the material being rated
and the substrate being protected.

2. Tested in accordance with the Standard Specifications for Fire Tests of Building Construction and Materials, ASA No. A2-1932.

3. Mix proportions for plasters as follows: first ratio, dry weight of plaster: dry weight of sand for scratch coat; second ratio, plaster: sand for brown coat.

4. Neat plaster means unsanded wood-fiber gypsum plaster.

General Note:
The finish rating of modern building materials can be found in the current literature.

TABLE 1.5.2—FINISH RATINGS—ORGANIC MATERIALS

PERFORMANCE REFERENCE NUMBER c
REC.
ITEM PRE- POST- F.R.
CODE THICKNESS CONSTRUCTION DETAILS FINISH RATING BMS-92 | BMS-92 | BMS-92 | NOTES (MIN.)
7, 7 : 177
FR.-O-1 %" /16" wood fiberboard faced with '/g 15 minutes 1 1.2 15
cement-asbestos board.
31, wood sheathing, asbestos felt weighing
FR.-O-2 Pl3” |14 1bs./100 ft.2 and %/;,” cement-asbestos 20 minutes 1 1,2 20

shingles.

1” thick magnesium oxysulfate wood
FR.-O-3 1'/,” | fiberboard faced with 1:3; 1:3 gypsum 20 minutes 1 1,2,3 20
plaster, 1/,” thick.

FR.-O-4 1,” 17,” thick wood fiberboard. 5 minutes 1 1,2 5
FR.-O-5 1,” 17,” thick flameproofed wood fiberboard. 10 minutes 1 1,2 10
” 17,” thick wood fiberboard faced with !/,” .

F.R.-O-6 1 thick 1:2; 1:2 gypsum plaster. 15 minutes 1 1,2,3 30
71" thick flameproofed wood fiberboard

FR.-O-7 13/¢” | faced with '/,” thick 1:2; 1:2 gypsum 30 minutes 1 1,2,3 30
plaster.

F.R.-O-8 1 1'/,” thick plywood. 30 minutes 35 30

For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square foot = 47.9 N/m?, °C = [(°F) - 32]/1.8.

Notes:

1. The finish rating is the time required to obtain an average temperature rise of 250°F, or a single point rise of 325°F, at the interface between the material being rated
and he substrate being protected.

2. Tested in accordance with the Standard Specifications for Fire Tests of Building Construction and Materials, ASA No. A2-1932.

3. Plaster ratios as follows: first ratio is for scratch coat, weight of dry plaster: weight of dry sand; second ratio is for the brown coat.

General Note:

The finish rating of thinner materials, particularly thinner woods, have not been listed because the possible effects of shrinkage, warpage and aging cannot be
predicted.
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SECTION II—COLUMNS

TABLE 2.1.1—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 0” TO LESS THAN 6”

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
6” X 6” square columns; gravel
aggregate concrete (4030 psi); 347
C-6-RC-1 6” Reinforcement: vertical, four 7/” : 62 min. 7 1,2 1
. . 5, " tons
rebars; horizontal, -/,4” ties at 6
pitch; Cover: 1”.
6” X 6” square columns; gravel
aggregate concrete (4200 psi);
C-6-RC-2 6” Reinforcement: vertical, four '/,” 21 tons | 69 min. 7 1,2 1
rebars; horizontal, %/, ties at 6"
pitch; Cover: 1”.
Notes:
1. Collapse.

2. British Test.

FIGURE 2.1.2—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 10” TO LESS THAN 12”

NUMBER OF
ASSEMBLIES
A
15 —
25
23
10 22 The number in each box is
—— keyed to the last number in the
21 | Iltem Code column in the Table.
19 ] For example:
18 | C-11-R
15

5 — —_—
6
S5
4

26 24 813 10
20| 1 12|18 7 [ 2 | 11] 9 14 16 | 17 -
0 >
0 1 2 3 4

FIRE RESISTANCE RATING (HOURS)
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RESOURCE A

TABLE 2.1.2—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 10” TO LESS THAN 12”

216

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
10” square columns; aggregate
” concrete (4260 psi); Reinforcement: 92.2 1hr.2
C-10-RC-1 10 vertical, four 1!/,” rebars; horizontal, | tons min. 7 ! :
3/4” ties at 6” pitch; Cover: 1'/,”.
10” square columns; aggregate
” concrete (2325 psi); Reinforcement: 46.7 1 hr. 52 13
C-10-RC-2 10 vertical, four '/,” rebars; horizontal, tons min. 7 1 4
3/,¢” ties at 6” pitch; Cover: 1”.
10” square columns; aggregate
C-10-RC-3 10” congrete (537|0 1/)/s1); Relnforgement: 46.5 2 hrs. 7 2.3.11 2
vertical, four '/,” rebars; horizontal, tons
3/,¢” ties at 6" pitch; Cover: 17
10” square columns; aggregate
C-10-RC-4 10” congrete (520|6 1,),51); Relnfor.cement: 46.5 2 hrs. 7 2.7 2
vertical, four '/,” rebars; horizontal, tons
3/,¢” ties at 6" pitch; Cover: 17,
10” square columns; aggregate
C-10-RC-5 107 c0n<.:rete (567? [,),51); Rel.nfor(.:ement: 46.7 2 hrs. 7 1 2
vertical, four '/,” rebars; horizontal, tons
3/,¢” ties at 6” pitch; Cover: 1”.
10” square columns; aggregate
” concrete (5150 psi); Reinforcement: 66 1 hr. 43 13/
C-10-RC-6 10 vertical, four 1'/,” rebars; horizontal, | tons min. 7 ! ¢
3/,” ties at 6” pitch; Cover: 1”.
10” square columns; aggregate
” concrete (5580 psi); Reinforcement: 62.5 1 hr. 38 1
C-10-RC-7 10 vertical, four !/,” rebars; horizontal, tons min. 7 ! :
3/,6” ties at 6” pitch; Cover: 1'/5”.
10” square columns; aggregate
” concrete (4080 psi); Reinforcement: 72.8 1 hr. 48 13
C-10-RC-8 10 vertical, four 1'/” rebars; horizontal, tons min. 7 ! 4
3/,¢” ties at 6” pitch; Cover: 1'/4”.
10” square columns; aggregate
” concrete (2510 psi); Reinforcement: 51 2 hrs. 16 1/
C-10-RC-9 10 vertical, four '/,” rebars; horizontal, tons min. 7 1 4
3/,¢” ties at 6" pitch; Cover: 17
10” square columns; aggregate
” concrete (2170 psi); Reinforcement: 45 2 hrs. 14 21
C-10-RC-10 10 vertical, four !/,” rebars; horizontal, tons min. 7 12 4
3/,¢” ties at 6” pitch; Cover: 17.
10” square columns; gravel aggregate
” concrete (4015 psi); Reinforcement: 46.5 2 hrs. 6
C-10-RC-11 10 vertical, four !/,” rebars; horizontal, tons min. 7 ! 2
3,6” ties at 6" pitch; Cover: 11/,”.
(Continued)

2006 INTERNATIONAL EXISTING BUILDING CODE®




TABLE 2.1.2—REINFORCED CONCRETE COLUMNS

MINIMUM DIMENSION 10” TO LESS THAN 12"—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
11” square columns; gravel aggregate
” concrete (4150 psi); Reinforcement: 61 1 hr. 23 1y
C-11-RC-12 1 vertical, four 1'/,” rebars; horizontal, tons min. 7 1 4
31 ties at 71/,” pitch; Cover: 117,”.
11” square columns; gravel aggregate
” concrete (4380 psi); Reinforcement: 61 1 hr. 26 1
C-II-RC-13 1 vertical, four 1'/,” rebars; horizontal, | tons min. 7 ! 4
3/ ties at 71/,” pitch; Cover: 1/,”.
11”7 square columns; gravel aggregate 7
concrete (4140 psi); Reinforcement: 61 3 hrs. 9
C-11-RC-14 11”7 vertical, four 1'/,” rebars; horizontal, tons mi‘n' 1 3
31" ties at 7'/,” pitch; steel mesh :
around reinforcement; Cover: 1'/,”.
11” square columns; slag aggregate
C-11-RC-15 117 concrete (3690 psi); Reinforcement: 91 2 hrs 7 23.4.5 2
vertical, four 1'/,” rebars; horizontal, tons : T
3/ ties at 7'/,” pitch; Cover: 117,”.
11” square columns; limestone
aggregate concrete (5230 psi);
C-11-RC-16 11” Reinforcement: vertical, four 1'/,” tgolnz 3 ?;?;141 7 1 3,
rebars; horizontal, %/4” ties at 7'/,” ’
pitch; Cover: 1'/,”.
11”7 square columns; limestone
aggregate concrete (5530 psi);
C-11-RC-17 11”7 Reinforcement: vertical, four 1'/,” ?olnz 3 hr.s. 47 7 1 31,
rebars; horizontal, 3/y” ties at 7'/,” .
pitch; Cover: 1/,”.
11” square columns; limestone
aggregate concrete (5280 psi); 915
C-11-RC-18 11”7 Reinforcement: vertical, four 1'/,” t01.15 2 hrs. 7 2,3,4,6 2
rebars; horizontal, %/y” ties at 7'/,”
pitch; Cover: 11/,”.
11”7 square columns; limestone
aggregate concrete (4180 psi); 71.4
C-11-RC-19 11”7 Reinforcement: vertical, four /3" toﬁs 2 hrs. 7 2,7 2
rebars; horizontal, 3/4” ties at 7” pitch;
Cover: 11/,".
11” square columns; gravel concrete
1RO ” (4530 psi); Reinforcement: vertical, 58.8 1y
C-11-RC-20 1 four /4" rebars; horizontal, 3/;” ties at |  tons 2 hrs. 7 23,9 4
7” pitch; Cover: 1'/,” with '/,” plaster.
11” square columns; gravel concrete
C-11-RC-21 11” (352(5) 2,51); Remforgement: :/e,r’tlgal, Variable 1 hr.. 24 7 1.8 5
four °/5” rebars; horizontal, /5" ties at min.
7” pitch; Cover: 11/,”.
(Continued)
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RESOURCE A

TABLE 2.1.2—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 10” TO LESS THAN 12"—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
11”7 square columns; aggregate
C-11-RC-22 11" conc;rete (371? [3,31); Remforgement: 58.8 2 hrs. 7 2.3.10 ’
vertical, four °/;” rebars; horizontal, tons
3/ ties at 7” pitch; Cover: 1'/,”.
11”7 square columns; aggregate
C-11-RC-23 11" con;rete (3199 1,3/51); Relnfor?ement: 58.8 2 hrs. 7 2.3.10 ’
vertical, four °/” rebars; horizontal, tons
31 ties at 7” pitch; Cover: 1'/,”.
11”7 square columns; aggregate
” concrete (4860 psi); Reinforcement: 86.1 1 hr. 20 1y
C-11RC-24 1 vertical, four %/¢” rebars; horizontal, tons min. 7 1 3
31 ties at 7” pitch; Cover: 1'/,”.
11”7 square columns; aggregate
” concrete (4850 psi); Reinforcement: 58.8 1 hr. 59 13/
C-11-RC-25 1 vertical, four %/;” rebars; horizontal, tons min. 7 I 4
31 ties at 7” pitch; Cover: 1'/,”.
11”7 square columns; aggregate
” concrete (3834 psi); Reinforcement: 71.4 . 3
C-11-RC-26 1 vertical, four °/5” rebars; horizontal, tons 53 min. 7 I 4
316" ties at 417,” pitch; Cover: 1'/,”.

For SI: ' 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:
1. Failure mode - collapse.
2.Passed 2 hour fire exposure.
3. Passed hose stream test.
4.Reloaded effectively after 48 hours but collapsed at load in excess of original test load.
5.Failing load was 150 tons.
6. Failing load was 112 tons.
7.Failed during hose stream test.
8.Range of load 58.8 tons (initial) to 92 tons (92 minutes) to 60 tons (80 minutes).
9.Collapsed at 44 tons in reload after 96 hours.
10. Withstood reload after 72 hours.
11. Collapsed on reload after 48 hours.
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RESOURCE A

TABLE 2.1.3—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 12” TO LESS THAN 14”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
12” square columns; gravel aggregate
C-12-RC-1 127 conc.:rete (26457 ;,)’51); Rel.nforf:ement: 78.2 38 min. 1 7 1 1/,
vertical, four °/;” rebars; horizontal, tons
3/,¢” ties at 41/,” pitch; Cover: 2”.
Reinforced columns with 1'/,”
” concrete outside of reinforced steel;
C-12-RC-2 12 . . — 6 hrs. 1 2,3 6
Gross diameter or side of column:
12”; Group I, Column A.
C-12-RC-3 127 Description as per C-12-RC-2; Group . 4 hrs. 1 2.3 4
I, Column B.
C-12-RC-4 12" Description as per C-12-RC-2; Group o 4 hrs. | 2.3 4
11, Column A.
C-12-RC-5 127 Description as per C-12-RC-2; Group . 2 hrg. 30 1 2.3 21,
II, Column B. min.
C-12-RC-6 12" Description as per C-12-RC-2; Group o 3 s, | 2.3 3
111, Column A.
C-12-RC-7 127 Description as per C-12-RC-2; Group . 2 hrs. 1 2.3 2
1, Column B.
C-12-RC-8 12" Description as per C-12-RC-2; Group o 2 hrs. | 2.3 2
IV, Column A.
C-12-RC-9 127 Description as per C-12-RC-2; Group . 1 hlj. 30 1 2.3 1Y,
IV, Column B. min.
For SI: 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m>.
Notes:
1. Failure mode - unspecified structural.
2. Group I: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch from the
surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage

steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

3. Groupings of aggregates and ties are the same as for structural steel columns protected solidly with concrete, the ties to be placed over the vertical reinforcing bars

Column A:
Column B:

and the mesh where required, to be placed within 1 inch from the surface of the column.
working loads are assumed as carried by the area of the column inside of the lines circumscribing the reinforcing steel.
working loads are assumed as carried by the gross area of the column.
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RESOURCE A

TABLE 2.1.4—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 14” TO LESS THAN 16”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
14” square columns; gravel aggregate
C-14-RC-1 147 congrete (42935 ,1’)51); Remforpement: 86 1 hr.. 22 7 | 1Y,
vertical four “/,” rebars; horizontal: tons min.
17,7 ties at 9” pitch; Cover: 11/,”.
Reinforced concrete columns with
17 7 : : :
C-14-RC-2 147 1Y/, concretehout51de requorc1ng o 7 hrs. 1 2.3 7
steel; Gross diameter or side of
column: 12”; Group I, Column A.
C-14-RC-3 147 Description as per C-14-RC-2; Group . 5 s, | 2.3 5
II, Column B.
C-14-RC-4 147 Description as per C-14-RC-2; Group . 5 hrs. 1 2.3 5
III, Column A.
C-14-RC-5 147 Description as per C-14-RC-2; Group . 3 hr§. 30 | 2.3 31/,
1V, Column B. min.
C-14-RC-6 147 Description as per C-14-RC-2; Group . 4 hrs. 1 2.3 4
III, Column A.
C-14-RC-7 147 Description as per C-14-RC-2; Group . 2 hr§. 30 | 2.3 21,
III, Column B. min.
C-14-RC-8 147 Description as per C-14-RC-2; Group . 2 hr§. 30 1 2.3 21,
1V, Column A. min.
C-14-RC-9 147 Description as per C-14-RC-2; Group . 1 hr.. 30 | 2.3 1,
1V, Column B. min.
For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m>.
Notes:
1. Failure mode - main rebars buckled between links at various points.
2. GroupI: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage

steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

3. Groupings of aggregates and ties are the same as for structural steel columns protected solidly with concrete, the ties to be placed over the vertical reinforcing bars
and the mesh where required, to be placed within 1 inch from the surface of the column.

Column A: working loads are assumed as carried by the area of the column inside of the lines circumscribing the reinforcing steel.

Column B: working loads are assumed as carried by the gross area of the column.
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RESOURCE A

FIGURE 2.1.5—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 16” TO LESS THAN 18~

NUMBER OF
ASSEMBLIES

A
10—

The number in each box is
keyed to the last number in the
Iltem Code column in the Table.

For example:

5 C-16-R0(4)
AN

0 1 2 3 4 5 6 7 8 9 10
FIRE RESISTANCE RATING (HOURS)

TABLE 2.1.5—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 16” TO LESS THAN 18”

PERFORMANCE REFERENCE NUMBER

ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS

16” square columns; gravel aggregate
concrete (4550 psi); Reinforcement:
vertical, eight 13/;” rebars; horizontal,
3/,¢” ties at 67 pitch 13/” below 237
column surface and */,4” ties at 6” tons
pitch linking center rebars of each
face forming a smaller square in
column cross section.

C-16-RC-1 16” 1 hr 7 1,2,3 1

16” square columns; gravel aggregate
concrete (3360 psi); Reinforcement: 210 2 hrs 7 2,4,5,
vertical, eight 13/” rebars; horizontal, | tons ) 6

3,6 ties at 6” pitch; Cover: 13/5”.

C-16-RC-2 16”

16” square columns; gravel aggregate
concrete (3980 psi); Reinforcement: 123.5
vertical, four 7/¢” rebars; horizontal, tons
3/¢” ties at 6” pitch; Cover: 1”.

C-16-RC-3 16” 2 hrs. 7 2,4,7 2

Reinforced concrete columns with

1/ 7 . . .
C-16-RC-4 16” 1Y/, .concrete_outs1de relr_lforcmg . 9 hrs. 1 8.9 9
steel; Gross diameter or side of

column: 16”; Group I, Column A.

C-16-RC-5 16” Description as per C-16-RC-4; Group . 6 hrs. 1 8.9 6
I, Column B.

(Continued)
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TABLE 2.1.5—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 16” TO LESS THAN 18"—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
C-16-RC-6 16" Description as per C-16-RC-4; Group L 6 hrs. 1 8.9 6
11, Column A.
C-16-RC-7 16” Description as per C-16-RC-4; Group L 4 hrs. 1 8.9 4
11, Column B.
C-16-RC-8 16” Description as per C-16-RC-4; Group o 5 s, 1 8.9 5
III, Column A.
C-16-RC-9 16” Description as per C-16-RC-4; Group o 3 hr§. 30 | 8.9 31/,
III, Column B. min.
C-16-RC-10 16" Description as per C-16-RC-4; Group . 3 s, 1 8.9 3
IV, Column A.
C-16-RC-11 16" Description as per C-16-RC-4; Group . 2 hrs. 1 8.9 >
IV, Column B.
For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m?.
Notes:
1. Column passed 1-hour fire test.
2. Column passed hose stream test.
3. No reload specified.
4. Column passed 2-hour fire test.
5. Column reloaded successfully after 24 hours.
6. Reinforcing details same as C-16-RC-1.
7. Column passed reload after 72 hours.
8. Group I: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage

Column A:
Column B:

steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

Groupings of aggregates and ties are the same as for structural steel columns protected solidly with concrete, the ties to be placed over the vertical reinforcing bars

and the mesh where required, to be placed within 1 inch from the surface of the column.
working loads are assumed as carried by the area of the column inside of the lines circumscribing the reinforcing steel.

working loads are assumed as carried by the gross area of the column.
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TABLE 2.1.6—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 18” TO LESS THAN 20”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Reinforced concrete columns with
1y 7 . .
C-18-RC-1 187 1'/, concrete_outmde requorced . 11 hrs. | 1.2 1
steel; Gross diameter or side of
column: 18”; Group I, Column A.
C-18-RC-2 18” Description as per C-18-RC-1; Group . 3 hrs. 1 1.2 3
I, Column B.
C-18-RC-3 18” Description as per C-18-RC-1; Group o 7 hrs. 1 1.2 7
II, Column A.
C-18-RC-4 18” Description as per C-18-RC-1; Group . 5 hrs. 1 1.2 5
11, Column B.
C-18-RC-5 18” Description as per C-18-RC-1; Group o 6 hrs. 1 1.2 6
III, Column A.
C-18-RC-6 18” Description as per C-18-RC-1; Group . 4 hrs. 1 1.2 4
III, Column B.
C-18-RC-7 18” Description as per C-18-RC-1; Group o 3 hr§. 30 1 1.2 31/,
IV, Column A. min.
C-18-RC-8 18” Description as per C-18-RC-1; Group . 2 hrg. 30 1 1.2 21,
IV, Column B. min.
For SI: 1 inch = 25.4 mm, 1 pound per square yard= 5.3 N/m’.
Notes:
1. Group It includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than I inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint and, tied with No. 5 gage

steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

2. Groupings of aggregates and ties are the same as for structural steel columns protected solidly with concrete, the ties to be placed over the vertical reinforcing bars
and the mesh where required, to be placed within 1 inch from the surface of the column.

Column A:

Column B:

working loads are assumed as carried by the area of the column inside of the lines circumscribing the reinforcing steel.

working loads are assumed as carried by the gross area of the column.
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RESOURCE A

FIGURE 2.1.7—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 20” TO LESS THAN 22”

NUMBER OF
ASSEMBLIES

A
10 —

The number in each box is
keyed to the last number in the
Item Code column in the Table.

For example:

5 C-20-R

2 1 6
1 3 10 9 7 8 5 4
0 >
[ [ [ [ [ [ [ [ [ [ [ [
0 1 2 3 4 5 6 7 8 9 10 11 12
FIRE RESISTANCE RATING (HOURS)
TABLE 2.1.7—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 20” TO LESS THAN 22~
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
20” square columns; gravel aggregate
C-20-RC-1 20" congrete (66901ps”1); Relnforce_:ment: 367 2 hrs. 7 1.2.3 ’
vertical, four 1°/,” rebars; horizontal, tons
3/ wire at 6” pitch; Cover 13/,”.
20” square columns; gravel aggregate
C-20-RC-2 20" congrete (4330}ps”1); Remforcgment: 327 2 hs. 7 1.2.4 5
vertical, four 1°/,” rebars; horizontal, tons
3/ ties at 6” pitch; Cover 13/,”.
20” square columns; gravel aggregate
AR 201/, concrete (4230 psi); Reinforcement: 199 2 hrs. 56 23/
C-20RC-3 4 vertical, four 1!/ rebars; horizontal, tons min. 7 3 4
31 wire at 5” pitch; Cover 1'/3”.
Reinforced concrete columns with
s . . .
C-20-RC-4 20" 1/, Concrete.out51de of r.elnforcmg . 12 hrs. 1 6.7 12
steel; Gross diameter or side of
column: 20”; Group I, Column A.
” Description as per C-20-RC-4; Group
C-20-RC-5 20 1. Column B. — 9 hrs. 1 6,7 9
” Description as per C-20-RC-4; Group
C-20-RC-6 20 1L, Column A. — 9 hrs. 1 6,7 9
(Continued)
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TABLE 2.1.7—REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 20” TO LESS THAN 22"—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
C-20-RC-7 20" Description as per C-20-RC-4; Group . 6 hrs 1 6.7 6
II, Column B.
C-20-RC-8 20" Description as per C-20-RC-4; Group o 7 hrs. 1 6.7 7
III, Column A.
C-20-RC-9 20" Description as per C-20-RC-4; Group . 5 s, 1 6.7 5
III, Column B.
C-20-RC-10 20" Description as per C-20-RC-4; Group o 4 hrs. 1 6.7 4
IV, Column A.
C-20-RC-11 20" Description as per C-20-RC-4; Group . 3 hrs. 1 6.7 3
1V, Column B.
For SI: 1 inch = 25.4 mm, 1 pound per square yard= 5.3 N/m?, 1 ton = 8.896 kN.

Notes:

. Passed 2-hour fire test.
. Passed hose stream test.

. Failed during

. Failure mode
. Group I:
Group II:

Group III:

Group IV:

1
2
3
4. Passed reload after 72 hours.
5
6

reload at 300 tons.

- collapse.

includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch from
the surface of the concrete.

includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage
steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

7. Groupings of aggregates and ties are the same as for structural steel columns protected solidly with concrete, the ties to be placed over the vertical reinforcing bars

and the mesh where required, to be placed within 1 inch from the surface of the column.

Column A: working loads are assumed as carried by the area of the column inside of the lines circumscribing the reinforcing steel.
Column B: working loads are assumed as carried by the gross area of the column.
TABLE 2.1.8—HEXAGONAL REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 12” TO LESS THAN 14”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
12” hexagonal columns; gravel
aggregate concrete (4420 psi);
C-12-HRC-1 12” Reinforcement: vertical, eight '/,” 88 tons | 58 min. 7 1 A
rebars; horizontal, %/,” helical
winding at 1'/,” pitch; Cover: '/,”.
12” hexagonal columns; gravel
aggregate concrete (3460 psi); 787
C-12-HRC-2 127 Reinforcement: vertical, eight '/,” : 1 hr. 7 2 1
e S 1ot tons
rebars; horizontal, °/,s” helical
winding at 1'/,” pitch; Cover: '/,”.
For SI: ' 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Failure mode

- collapse.

2. Test stopped at 1 hour.
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RESOURCE A

TABLE 2.1.9—HEXAGONAL REINFORCED CONCRETE COLUMNS
MINIMUM DIMENSION 14” TO LESS THAN 16”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES HOURS

14” hexagonal columns; gravel
aggregate concrete (4970 psi);
C-14-HRC-1 147 Reinforcement: vertical, eight !/,” 90 tons | 2 hrs. 7 1,2,3 2
rebars; horizontal, 5/ 16" helical

winding on 2” pitch; Cover: 1/,”.

For SI: 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Withstood 2-hour fire test.

2. Withstood hose stream test.

3. Withstood reload after 48 hours.

TABLE 2.1.10—HEXAGONAL REINFORCED CONCRETE COLUMNS
DIAMETER — 16” TO LESS THAN 18"

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
16” hexagonal columns; gravel
concrete (6320 psi); Reinforcement: 140 | he. 55
C-16-HRC-1 16” vertical, eight 3/5” rebars; horizontal, tons mi'n 7 1 1%,
3/,¢” helical winding on /,” pitch; :
Cover: '/,".
16” hexagonal columns; gravel
aggregate concrete (5580 psi); 124
C-16-HRC-2 16” Reinforcement: vertical, eight %/” 2 hrs. 7 2 2
. . 5, ” . tons
rebars; horizontal, °/,s” helical
winding on 13/,” pitch; Cover: '/,”

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Failure mode - collapse.
2. Failed on furnace removal.

TABLE 2.1.11—HEXAGONAL REINFORCED CONCRETE COLUMNS
DIAMETER — 20” TO LESS THAN 22"

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
20” hexagonal columns; gravel
concrete (6080 psi); Reinforcement: 211
C-20-HRC-1 20" vertical, %/,” rebars; horizontal, 3/¢" tons 2 hrs. 7 1 2
helical winding on 13/,” pitch; Cover:
1/2l/'
20” hexagonal columns; gravel
C-20-HRC-2 20" con{:rete 3(5980 p51).; Rel.nforcerrslen},: 184 2 hr§. 15 7 2.3.4 21 /s
vertical, °/,” rebars; horizontal, °/,4 tons min.
wire on 13/, pitch; Cover: 1/,”.

For SI: ' 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Column collapsed on furnace removal.

2. Passed 2'/-hour fire test.

3. Passed hose stream test.

4. Withstood reload after 48 hours.
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TABLE 2.2—ROUND CAST IRON COLUMNS

RESOURCE A

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-7-CI-1

77 0.D.

Column: .6” minimum metal
thickness; unprotected.

30 min.

C-7-CI-2

77 0.D.

Column: .6” minimum metal
thickness concrete filled, outside
unprotected.

45 min.

C-11-CI-3

117 0.D.

Column: .6” minimum metal
thickness; Protection: 1'/,” portland
cement plaster on high ribbed metal
lath, '/,” broken air space.

3 hrs.

C-11-CI-4

117 0.D.

Column: .6” minimum metal
thickness; Protection: 2” concrete
other than siliceous aggregate.

2 hrs. 30
min.

2/,

C-12-CI-5

12.5” 0.D.

Column: 77 O.D. .6” minimum metal
thickness; Protection: 2” porous
hollow tile, %/,” mortar between tile
and column, outside wire ties.

3 hrs.

C-7-CI-6

7.6” O.D.

Column: 7” ID., 3/,” minimum metal
thickness, concrete filled unprotected.

30 min.

C-8-CI-7

8.6” O.D.

Column: 8” I.D., ¥/,,” minimum metal
thickness; concrete filled reinforced
with four 3/,” x 3/” angles, in fill,
unprotected outside.

1 hr.

For SI: ' 1 inch =25.4 mm.
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RESOURCE A

FIGURE 2.3—STEEL COLUMNS—GYPSUM ENCASEMENTS

NUMBER OF
ASSEMBLIES
A
10—
The number in each box is
keyed to the last number in the
5 Item Code column in the Table.
For example:
C-SG
11 12
9 8
5 10 6
1 3 2 7 4 13
0 T T T T >
0 1 2 3 4 5 6 7 8 9 10
FIRE RESISTANCE RATING (HOURS)
TABLE 2.3—STEEL COLUMNS—GYPSUM ENCASEMENTS
MINIMUM PERFORMANCE REFERENCE NUMBER
AREA OF
ITEM SOLID PRE- POST- REC.
CODE MATERIAL CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Steel protected with 3/,” 1:3 sanded
C-SG-1 — gypsum or 1”7 1:2!/, portland cement — 1 hr. 1 1
plaster on wire or lath; one layer.
C-SG-2 — | Same as C-SG-1; two layers. — P00 1 21/,
2” solid blocks with wire mesh in
. horizontal joints; 1”7 mortar on flange;
- - 2 ’ s o
C-5G-3 130/in. reentrant space filled with block and 2 hrs. ! 2
mortar.
_ _ _ : 1 ”
C-SG-4 150 in.2 Same as C-130-SG-3 with '/,” sanded . S s, 1 5
gypsum plaster.
2” solid blocks with wire mesh in
. horizontal joints; 1” mortar on flange; 2 hrs. 30 |
-SG- 2 : . — . 2Y
C-8G-5 130/in. reentrant space filled with gypsum min. ! 2
concrete.
_ _ _ : l ”
C-SG-6 150 in.2 Same as C-130-SG-5 with '/,” sanded o 5 s, 1 5
gypsum plaster.
4” solid blocks with wire mesh in
. horizontal joints; 1” mortar on flange;
-SG- 2 5 ; .
C-SG-T | 300" | o trant space filled with block and 4 hrs. ! 4
mortar.
C-SG-8 300 in.2 Same as C-3OQ-SG-7 with reentrant o 5 hrs. 1 5
space filled with gypsum concrete.

228 2006 INTERNATIONAL EXISTING BUILDING CODE®




TABLE 2.3—STEEL COLUMNS—GYPSUM ENCASEMENTS—continued

RESOURCE A

MINIMUM PERFORMANCE REFERENCE NUMBER
AREA OF
ITEM SOLID PRE- POST- REC.
CODE MATERIAL CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
2” solid blocks with cramps at
C-SG-9 85 in.2 horizontal joints; mqrtar- on flange . 2 hr;. 30 1 21,
only at horizontal joints; reentrant min.
space not filled.
_ _ _ . l ”
C-SG-10 105 in.2 Same as C-85-SG-9 with '/,” sanded - 4 hrs. | 4
gypsum plaster.
3” hollow blocks with cramps at
C-SG-11 95 in.2 horizontal J.omts; mqrtar on flange o 2 hr§. 30 1 21,
only at horizontal joints; reentrant min.
space not filled.
_ _ _ . l ”
C-SG-12 120 in.2 Same as C-95-SG-11 with '/,” sanded o 5 s, 1 5
gypsum plaster.
2” neat fibered gypsum reentrant
Q. ., | space filled poured solid and L
C-SG-13 130 in. reinforced with 4” x 4” wire mesh 7 hrs. ! 7
17,” sanded gypsum plaster.
For SI: ' 1 inch = 25.4 mm, 1 square inch = 645 mn?.
TABLE 2.4—TIMBER COLUMNS
MINIMUM DIMENSION
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
C-11-TC-1 11” With unprotected steel plate cap. — 30 min. 1 1,2 17,
C-11-TC-2 1" Wlth unprotected cast iron cap and . 45 min. 1 1.2 3,
pintle.
C-11-TC-3 11" Wlth concrete or protected steel or o 1 hr_. 15 | 1.2 1,
cast iron cap. min.
With %/¢” gypsum wallboard over Lhr 15
C-11-TC-4 117 column and over cast iron or steel — mi.n 1 1,2 1Y,
cap. ’
With 1” portland cement plaster on
C-11-TC-5 11”7 wire lath over column and over cast — 2 hrs. 1 1,2 2
iron or steel cap; %/,” air space.
For SI: 1 inch =25.4 mm, 1 square inch = 645 mn?.
Notes:
1. Minimum area: 120 square inches.
2. Type of wood: long leaf pine or Douglas fir.
TABLE 2.5.1.1—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION LESS THAN 6”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
5” x 6” outer dimensions; 4” x 3” x
” 10 Ibs. “H” beam; Protection: gravel 1 hr. 29 |
-5-SC- >, ] 1Y
C-3-5C-1 > concrete (4900 psi) 6” x 4” - 13 SWG| 121008 | i, 7 ! 4
mesh.
For SI: ' 1 inch = 25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.

Notes:

1. Failure mode - collapse.
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TABLE 2.5.1.2—STEEL COLUMNS—CONCRETE ENCASEMENTS
6” TO LESS THAN 8” THICK

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
7” x 8” column; 4” x 3” x 10 1bs. “H”
” beam; Protection: brick filled 2 hrs. 46
C-7-8C-1 7 concrete (6220 psi); 6” x 4” mesh - 12 tons min. 7 1 3
13 SWG; 1”7 below column surface.
7” % 8” column; 4” x 3” X 10 Ibs.
- “H” beam; Protection: gravel 3 hrs. 1 3
_7-SC- ’ 25/
C-7-8C-2 7 concrete (5140 psi); 6” x4” 13 SWG 12 tons min. 7 1 4
mesh 1” below surface.
7” x 8” column; 4” x 3” x 10 1bs. “H”
” beam; Protection: concrete (4540 3 hrs. 9
C7-5C3 ’ psi); 6” x 4” - 13 SWG mesh; 17 12 tons % in, ’ ! 3
below column surface.
7” x 8” column; 4” x 3” x 10 1bs. “H” 2 hrs. 50
C-7-SC-4 7" beam; Protection: gravel concrete 12 tons miﬁ 7 1 2%,
(5520 psi); 4” x 4” mesh; 16 SWG. ’

For SI: ' 1 inch =25.4 mm, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.

Notes:

1. Failure mode - collapse.
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RESOURCE A

FIGURE 2.5.1.3—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 8” TO LESS THAN 10”

NUMBER OF
ASSEMBLIES
A
10—
The number in each box is
keyed to the last number in the
Iltem Code column in the Table.
5_

For example:

C-9-S

11 10
7 6 5 9
3 2 1 4 8
I I I I I [
0 1 2 3 4 5 6 7 8 9 10
FIRE RESISTANCE RATING (HOURS)
TABLE 2.5.1.3—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 8” TO LESS THAN 10”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
81/,” x 10” column; 6” x 41/,” X 20
” Ibs. “H” beam; Protection: gravel 3hrs. 8
Q.Q(. 81/ 5 g
C-8-SC-1 2 concrete (5140 psi); 6” x 4”7 - 13 39 tons min. 7 1 3
SWG mesh.
8” x 10” column; 8” x 6” x 35 1bs. “1”
” beam; Protection: gravel concrete 2 hrs. 1
C-8-5C-2 8 (4240 psi): 6” x 47 - 13 SWG mesh; | 20 ©" | " min. 7 ! 2
11,” cover.
8” x 10” concrete encased column; 8”
X 6” x 35 Ibs. “H” beam; protection: 1 hr. 58
C-8-SC-3 8” aggregate concrete (3750 psi); 4” 90tons | o 7 1 1%/,
mesh - 16 SWG reinforcing '/,” ’
below column surface.
C-8-SC-4 Q" 6" X6 .ste.el column; 2” outside . 5 hrs. | ) 5
protection; Group L.
C-8-SC-5 g” 6" %6 .steel column; 2” outside . 3 hr§. 30 1 2 31/2
protection; Group II. min.
C-8-5C-6 Q" 6" X6 .ste.el column; 2” outside . 2 hr_s. 30 1 > 21/,
protection; Group III. min.
C-8-SC-7 g” 6" X6 .steel column; 2” outside . 1 hr.. 45 1 2 13 /s
protection; Group IV. min.
(Continued)
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TABLE 2.5.1.3—STEEL COLUMNS—CONCRETE ENCASEMENTS

MINIMUM DIMENSION 8” TO LESS THAN 10”—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
C-9-SC-8 97 6” X6 .steel column; 3” outside L 7 hrs. 1 2 7
protection; Group I.
C-9-SC-9 97 6” %6 _ste.el column; 3" outside . 5 hrs. 1 ) 5
protection; Group II.
C-9-SC-10 NG 6” X6 .steel column; 3” outside o 3 hrs. 30 1 2 3./2
protection; Group III. min.
C-9-SC-11 97 6" X6 _steel column; 3” outside . 2 hr_s. 30 1 ) 21/,
protection; Group IV. min.

For SI: 1 inch = 25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m?, 1 ton = 8.896 kN.

Notes:

1. Failure mode - collapse.

2. Group I:

Group II:

Group III:

Group IV:

includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-

gate.

includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than1 inch
from the surface of the concrete.

includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage
steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.
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FIGURE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 10” TO LESS THAN 127

RESOURCE A

NUMBER OF
ASSEMBLIES
A
10 —
The number in each box is
keyed to the last number in the
Iltem Code column in the Table.
For example:
C-1 1-sc
36 35
31 30
5 — —_— JE—
22 | 28| 16
19 12| 15 34
32 18| 4| 13 29
21| 20 | 17 3 8 | 10 | 27 24
11 7 9 14 1 5 2 6 23 26 33 25
0 T >
0 1 2 3 4 5 6 7 8 10
FIRE RESISTANCE RATING (HOURS)
TABLE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 10” TO LESS THAN 12~
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam; 3 hrs. 7
C-10-SC-1 107 Protection: gravel aggregate concrete | 90 tons miﬂ 7 1,2 3
(3640 psi); Mesh 6” x 4” 13 SWG, 1” :
below column surface.
10” x 16” column; 8” X 6” x 35 Ibs.
L, “H” beam; Protection: clay brick .| 4hrs. 6
C-10-5C-2 10 concrete (3630 psi); 6” x 4” mesh; 13 90 tons min. 7 2 4
SWG, 1" below column surface.
10” x 12” column; 8” X 6” x 35 Ibs.
“H” beam; Protection: crushed stone 3 hrs. 17
C-10-SC-3 10” and sand concrete (3930 psi); 6” x 4” | 90 tons min 7 2 3Y,
- 13 SWG mesh; 1”7 below column ’
surface.
10” x 12” column; 8” X 6” x 35 1bs.
“H” beam; Protection: crushed basalt 3 hrs. 22
C-10-SC-4 10” and sand concrete (4350 psi); 6” x 4” | 90 tons IIllIl 7 2 3
- 13 SWG mesh; 1” below column :
surface.
(Continued)
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TABLE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS

MINIMUM DIMENSION 10” TO LESS THAN 12"—continued

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-10-SC-5

1 O/I

10” x 12” column; 8” X 6” x 35 Ibs.
“H” beam; Protection: gravel
aggregate concrete (5570 psi); 6”7 x 4”7
mesh; 13 SWG.

90 tons

3 hrs. 39
min.

31/,

C-10-SC-6

1 0//

10” X 16” column; 8” x 6” x 35 Ibs.
“I” beam; Protection: gravel concrete
(4950 psi); mesh; 6” x 4”7 13 SWG 1”7
below column surface.

90 tons

4 hrs. 32
min.

41/,

C-10-SC-7

1 0//

10” x 12” concrete encased steel
column; 8” x 6” x 35 1bs. “H” beam;
Protection: aggregate concrete (1370
psi); 6”7 x 4” mesh; 13 SWG
reinforcing 1" below column surface.

90 tons

2 hrs.

3,4

C-10-SC-8

10”

10” x 12” concrete encased steel
column; 8” x 6” x 35 1bs. “H”
column; Protection: aggregate
concrete (4000 psi); 13 SWG iron
wire loosely around column at 6”
pitch about 2” beneath column
surface.

86 tons

3 hrs. 36
min.

31/,

C-10-SC-9

1 O/I

10” x 12” concrete encased steel
column; 8” x 6” x 35 1bs. “H” beam;
Protection: aggregate concrete (3290
psi); 2” cover minimum.

86 tons

2 hrs. 8
min.

C-10-SC-10

10”

10” x 14” concrete encased steel
column; 8” X 6” x 35 Ibs. “H”
column; Protection: crushed brick
filled concrete (5310 psi); 6”7 x 4”
mesh; 13 SWG reinforcement 1”
below column surface.

90 tons

4 hrs. 28
min.

41/,

C-10-SC-11

1 0//

10” x 14” concrete encased column;
8” x 6” 35 1bs. “H” beam; Protection:
aggregate concrete (342 psi); 6” x 4”
mesh; 13 SWG reinforcement 1”
below surface.

90 tons

1 hr.2
min.

C-10-SC-12

1 O/I

10” x 12” concrete encased steel
column; 8” x 6” x 35 1bs. “H” beam;
Protection: aggregate concrete (4480
psi); four 3/” vertical bars at “H”
beam edges with 3/,¢” spacers at beam
surface at 3’ pitch and ¥/,4” binders at
10” pitch; 2” concrete cover.

90 tons

3 hrs. 2
min.
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TABLE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS

MINIMUM DIMENSION 10” TO LESS THAN 12"—continued

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-10-SC-13

10//

10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: aggregate concrete (5070
psi); 67 x 4” mesh; 13 SWG
reinforcing at 6” beam sides wrapped
and held by wire ties across (open) 8”
beam face; reinforcements wrapped
in 6” x 4” mesh; 13 SWG throughout;
17,” cover to column surface.

3 hrs. 59
min.

90 tons

33,

C-10-SC-14

10”

10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: aggregate concrete (4410
psi); 67 x 4” mesh; 13 SWG
reinforcement 1'/,” below column
surface; '/,” limestone cement plaster
with %/, gypsum plaster finish.

2 hrs. 50
min.

90 tons

23,

C-10-SC-15

10//

10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: crushed clay brick filled
concrete (4260 psi); 6” X 4” mesh; 13
SWG reinforcing 1” below column
surface.

3 hrs. 54
min.

90 tons

3,

C-10-SC-16

10”

10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: limestone aggregate
concrete (4350 psi); 6” X 4” mesh; 13
SWG reinforcing 1” below column
surface.

3 hrs. 54
min.

90 tons

33,

C-10-SC-17

10//

10” x 12” concrete encased steel
column; 8” x 6” x 35 Ibs. “H” beam;
Protection: limestone aggregate
concrete (5300 psi); 6”7 x 4”; 13 SWG
wire mesh 1” below column surface.

90 tons 3 hrs.

4,5

C-10-SC-18

10//

10” x 12” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: limestone aggregate
concrete (4800 psi) with 6” x4”; 13
SWG mesh reinforcement 1” below
surface.

90 tons 3 hrs.

4,5

C-10-SC-19

10//

10” x 14” concrete encased steel
column; 12” x 8” x 65 1bs. “H” beam;
Protection: aggregate concrete (3900
psi); 4” mesh; 16 SWG reinforcing
17,” below column surface.

2 hrs. 42
min.

118 tons

C-10-SC-20

10//

10” x 14” concrete encased steel
column; 12” x 8” x 65 1bs. “H” beam;
Protection: aggregate concrete (4930
psi); 4” mesh; 16 SWG reinforcing
17,” below column surface.

2 hrs. 8
min.

177 tons

(Continued)
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TABLE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS

MINIMUM DIMENSION 10” TO LESS THAN 12"—continued

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-10-SC-21

103/

103/5” x 123/4” concrete encased steel
column; 8” X 6” x 35 1bs. “H” beam;
Protection: aggregate concrete (835
psi) with 6” x 4” mesh; 13 SWG
reinforcing 1%/,5” below column
surface; %/,5” gypsum plaster finish.

90 tons 2 hrs.

3,4

C-11-SC-22

11//

11”7 x 13” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam;
Protection: “open texture” brick filled
concrete (890 psi) with 6” x 4” mesh;
13 SWG reinforcing 1'/,” below
column surface; 3/4” lime cement
plaster; '/;” gypsum plaster finish.

90 tons 3 hrs.

6,7

C-11-SC-23

11//

11”7 % 12” column; 4” x 3” x 10 Ibs.
“H” beam; gravel concrete (4550
psi); 6”7 x4” - 13 SWG mesh
reinforcing; 1” below column surface.

12 tons 6 hrs.

7,8

C-11-SC-24

11//

11”7 x 12” column; 4” x 3” x 10 Ibs.
“H” beam; Protection: gravel
aggregate concrete (3830 psi); with
4” x 4” mesh; 16 SWG, 1” below
column surface.

5 hrs. 32
min.

16 tons

51/,

C-10-SC-25

10”

6” x 6” steel column with 4” outside
protection; Group L.

— 9 hrs.

C-10-SC-26

10//

Description as per C-SC-25; Group
II.

— 7 hrs.

C-10-SC-27

1 0//

Description as per C-10-SC-25;
Group IIL

— 5 hrs.

C-10-SC-28

10//

Description as per C-10-SC-25;
Group IV.

3 hrs. 30
min.

C-10-SC-29

1 0//

8” x 8” steel column with 2” outside
protection; Group L.

— 6 hrs.

C-10-SC-30

10//

Description as per C-10-SC-29;
Group I

— 4 hrs.

C-10-SC-31

1 0//

Description as per C-10-SC-29;
Group IIL

— 3 hrs.

C-10-SC-32

10//

Description as per C-10-SC-29;
Group IV.

— 2 hrs.

C-11-SC-33

11//

8” x 8” steel column with 3” outside
protection; Group L.

— 8 hrs.

C-11-SC-34

11//

Description as per C-10-SC-33;
Group II.

— 6 hrs.

C-11-SC-35

11//

Description as per C-10-SC-33;
Group IIL

— 4 hrs.

(Continued)
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TABLE 2.5.1.4—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 10” TO LESS THAN 12”—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
C-11-SC-36 1" Description as per C-10-SC-33; . 3 hirs. 1 9 3
Group IV.

For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m?, 1 ton = 8.896 kN.

Notes:

1. Tested under total restraint load to prevent expansion - minimum load 90 tons.

2. Failure mode - collapse.

3. Passed 2-hour fire test (Grade “C,” British).

4. Passed hose stream test.

5. Column tested and passed 3-hour grade fire resistance (British).

6. Column passed 3-hour fire test.

7. Column collapsed during hose stream testing.

8. Column passed 6-hour fire test.

9. Group I: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.", placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage
steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.
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FIGURE 2.5.1.5—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 12” TO LESS THAN 14”

NUMBER OF
ASSEMBLIES
A
10—
The number in each box is
keyed to the last number in the
Iltem Code column in the Table.
For example:
5| 0-13-50@
3 |17 (12| 5 |16 15
13| 2 1 9 4 |11 8 10 7 14 6
0— I I >
0 1 2 3 4 5 6 7 8 9 10 11
FIRE RESISTANCE RATING (HOURS)
TABLE 2.5.1.5—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 12” TO LESS THAN 14~
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
12” x 14” concrete encased steel
column; 8” X 6” x 35 Ibs. “H” beam,;
C-12-SC-1 127 Protection: aggregate concrete (4150 tlozrg 3 ?;;24 7 1 3,
psi) with 4” mesh; 16 SWG :
reinforcing 1” below column surface.
12” x 16” concrete encased column;
8” % 6” x 35 1bs. “H” beam; 2 hrs. 52
C-12-SC-2 12” Protection: aggregate concrete (4300 | 90 tons | = 7 1 2%,
psi) with 4” mesh; 16 SWG ’
reinforcing 1” below column surface.
12” x 16” concrete encased steel
column; 12”7 x 8” x 65 1bs. “H”
” column; Protection: gravel aggregate 2 hrs. 31 o1y
C-12-5C-3 12 concrete (3550 psi) with 4” mesh; 16 177 tons | = i, 7 ! 2
SWG reinforcement 1” below column
surface.
12” x 16” concrete encased column;
12”7 x 8” % 65 1bs. “H” beam;
” Protection: aggregate concrete (3450 118 4 hrs. 4
C-12-5C-4 12 psi) with 4” mesh; 16 SWG tons min. 7 ! 4
reinforcement 1” below column
surface.
(Continued)
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TABLE 2.5.1.5—STEEL COLUMNS—CONCRETE ENCASEMENTS

MINIMUM DIMENSION 12” TO LESS THAN 14"—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
121/,” x 14” column; 6” x 4'/,” X 20 Ibs.
“H” beam; Protection: gravel aggregate 4 hrs. 29
C-12-SC-5 12!7)” | concrete (3750 psi) with 4” x 4” mesh; 16 | 52 tons min 7 1 475
SWG reinforcing 1” below column ’
surface.
C-12-SC-6 127 8" x 8 _ steel column; 2” outside . 11 hrs. 1 ) 11
protection; Group L.
C-12-SC-7 12” Description as per C-12-SC-6; Group II. — 8 hrs. 1 2 8
C-12-SC-8 127 Description as per C-12-SC-6; Group III. — 6 hrs. 1 2 6
C-12-SC-9 127 Description as per C-12-SC-6; Group IV. — 4 hrs. 1 2 4
C-12-5C-10 127 10”7 x 1_0 steel column; 2” outside . 7 hrs. 1 ) 7
protection; Group L.
C-12-SC-11 12” Description as per C-12-SC-10; Group II. — 5 hrs. 1 2 5
C-12-SC-12 127 Description as per C-12-SC-10; Group III.| — 4 hrs. 1 2 4
C-12-SC-13 127 Description as per C-12-SC-10; Group IV.| — 2 lrlrisn 30 1 2 214,
C-13-SC-14 137 10”7 x 1.0 steel column; 3” outside o 10 hrs. | > 10
protection; Group 1.
C-13-SC-15 13”7 Description as per C-12-SC-14; Group 1L — 7 hrs. 1 2 7
C-13-SC-16 137 Description as per C-12-SC-14; Group III.| — 5 hrs. 1 2 5
C-13-SC-17 13”7 Description as per C-12-SC-14; Group IV. B ?;;’130 1 2 31/,
For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m?, 1 ton = 8.896 kN.
Notes:
1. Failure mode - collapse.
2. Group I: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage

steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.
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RESOURCE A

FIGURE 2.5.1.6—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 14” TO LESS THAN 16”

240

NUMBER OF
ASSEMBLIES
A
10 —
The number in each box is
keyed to the last number in the
Item Code column in the Table.
For example:
5 c-15-sc@
14 9 13
0 w w \ \ \ \ w >
0 1 2 3 4 5 6 7 8 9 10 11 12
FIRE RESISTANCE RATING (HOURS)
TABLE 2.5.1.6—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 14” TO LESS THAN 16”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
24” x 16” concrete encased steel
column; 8” x 6” x 35 Ibs. “H”
AR »” column; Protection: aggregate 3 hrs. 40
C-14-8C- 14 concrete (4240 psi); 4” mesh - 16 90 tons min. 7 ! 3
SWG reinforcing 1” below column
surface.
14”7 x 18” concrete encased steel
column; 12”7 x 8” x 65 Ibs. “H” beam;
»” Protection: gravel aggregate concrete 177 | 3 hrs. 20
C-14-5C-2 14714000 psi) with 4” - 16 SWG wire tons | min. 7 ! 3
mesh reinforcement 1” below column
surface.
C-14-SC-3 147 10”7 x 1.0 .steel column; 4” outside . 12 hrs. 1 2 12
protection; Group 1.
C-14-SC-4 147 Eescrlptlon as per C-14-SC-3; Group o 9 hrs. | 5 9
C-14-SC-5 147 Rlescnptlon as per C-14-SC-3; Group . 7 hrs. 1 2 7
C-14-SC-6 147 ]I)Vescrlptlon as per C-14-SC-3; Group o 5 s, 1 5 5
C-14-SC-7 147 127 x 1_2 steel column; 2” outside . 8 hrs. 1 2 8
protection; Group 1.
C-14-SC-8 147 Eescrlptlon as per C-14-SC-7; Group o 6 hrs. | 5 6
(Continued)
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RESOURCE A

TABLE 2.5.1.6—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 14” TO LESS THAN 16"—continued

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
C-14-SC-9 147 Description as per C-14-SC-7; Group III.| — 5 hrs. 1 2 5
C-14-SC-10 147 Description as per C-14-SC-7; Group IV — 3 hrs. 1 2 3

C-15-SC-11 15" 127 % 1.2 steel column; 3” outside - 11 hrs. 1 ) 11
protection; Group I.

Description as per C-15-SC-11; Group

C-15-SC-12 15” I — 8 hrs. 1 2 8
C-15-SC-13 15" gfscrlptlon as per C-15-SC-11; Group o 6 hrs. | ) 6
C-15-SC-14 15" ?Vescrlptlon as per C-15-SC-11; Group L 4 hrs. 1 2 4

For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 pound per square yard = 5.3 N/m?, 1 ton = 8.896 kN.
Notes:
1. Collapse.

2. Group I: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 1bs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage
steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.

TABLE 2.5.1.7—STEEL COLUMNS—CONCRETE ENCASEMENTS
MINIMUM DIMENSION 16” TO LESS THAN 18”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS

C-16-SC-13 16” 127 x 172 steel column; 4” outside . 14 hrs. 1 1 14
protection; Group I.

C-16-SC-2 16” Description as per C-16-SC-1; Group II. — 10 hrs. 1 1 10
C-16-SC-3 16” glescnptlon as per C-16-SC-1; Group . 8 hirs. 1 1 3
C-16-SC-4 16” Description as per C-16-SC-1; Group IV.| — 5 hrs. 1 1 5
For SI: 1 inch =25.4 mm.
Notes:
1. GroupI: includes concrete having calcareous aggregate containing a combined total of not more than 10 percent of quartz, chert and flint for the coarse aggre-
gate.

Group II:  includes concrete having trap-rock aggregate applied without metal ties and also concrete having cinder, sandstone or granite aggregate, if held in
place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 1bs./yd.’, placed not more than 1 inch from
the surface of the concrete.

Group III:  includes concrete having cinder, sandstone or granite aggregate tied with No. 5 gage steel wire, wound spirally over the column section on a pitch of
8 inches, or equivalent ties, and concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, if
held in place with wire mesh or expanded metal having not larger than 4-inch mesh, weighing not less than 1.7 Ibs./yd.”, placed not more than 1 inch
from the surface of the concrete.

Group IV: includes concrete having siliceous aggregates containing a combined total of 60 percent or more of quartz, chert and flint, and tied with No. 5 gage
steel wire wound spirally over the column section on a pitch of 8 inches, or equivalent ties.
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RESOURCE A

TABLE 2.5.2.1—STEEL COLUMNS—BRICK AND BLOCK ENCASEMENTS

MINIMUM DIMENSION 10” TO LESS THAN 127

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-10-SB-1

10'/,”

10'/,” x 13” brick encased steel
columns; 8” X 6” x 35 1bs. “H” beam;
Protection. Fill of broken brick and
mortar; 2” brick on edge; joints
broken in alternate courses;
cement-sand grout; 13 SWG wire
reinforcement in every third
horizontal joint.

3 hrs. 6
min.

90 tons

C-10-SB-2

10'/,”

10'/,” x 13” brick encased steel
columns; 8” X 6” x 35 Ibs. “H” beam;
Protection: 2” brick; joints broken in
alternate courses; cement-sand grout;
13 SWG iron wire reinforcement in
alternate horizontal joints.

90 tons 2 hrs.

2,3,4

C-10-SB-3

107

10” x 12” block encased columns; 8”
X 6”7 % 35 Ibs. “H” beam; Protection:
2” foamed slag concrete blocks; 13
SWG wire at each horizontal joint;
mortar at each joint.

90 tons 2 hrs.

C-10-SB-4

10'/,”

10'/,” x 12” block encased steel
columns; 8” X 6” x 35 Ibs. “H” beam;
Protection: gravel aggregate concrete
fill (unconsolidated) 2” thick hollow
clay tiles with mortar at edges.

86 tons | 56 min.

3 /4

C-10-SB-5

10'/,”

10',” x 12” block encased steel
columns; 8” X 6” x 35 1bs. “H” beam;
Protection: 2” hollow clay tiles with
mortar at edges.

86 tons | 22 min.

For SI:

Notes:

1.

wokh W

Failure mode - collapse.
Passed 2-hour fire test (Grade “C” - British).
Passed hose stream test.

Passed reload test.

1 inch = 25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.

Passed 2-hour fire exposure but collapsed immediately following hose stream test.

TABLE 2.5.2.2—STEEL COLUMNS—BRICK AND BLOCK ENCASEMENTS

MINIMUM DIMENSION 12” TO LESS THAN 14”

ITEM
CODE

MINIMUM
DIMENSION

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

C-12-SB-1

12//

12” x 15” brick encased steel
columns; 8” X 6” x 35 Ibs. “H” beam;
Protection: 25/5” thick brick; joints
broken in alternate courses;
cement-sand grout; fill of broken
brick and mortar.

1 hr. 49
min.

90 tons

13,

For SI:

Notes:

l.

242

Failure mode — collapse.

1 inch = 25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
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TABLE 2.5.2.3—STEEL COLUMNS—BRICK AND BLOCK ENCASEMENTS

MINIMUM DIMENSION 14” TO LESS THAN 16”

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
15” x 17” brick encased steel
columns; 8” X 6” x 35 Ibs. “H” beam,;
s .
C-15-SB-1 15" Protectlpn. 41/,” thick brick; joints 45 tons | 6 hrs. 7 1 6
broken in alternate courses;
cement-sand grout; fill of broken
brick and mortar.
15” x 17” brick encased steel
columns; 8” X 6” x 35 Ibs. “H” beam,;
C-15-SB-2 15” Protection. Fill of broken brick and 86 tons 6 hrs. 7 2,3, 4 6
mortar; 4!/,” brick; joints broken in
alternate courses; cement-sand grout.
15” x 18” brick encased steel
” columns; 8” x 6” x 35 1bs. “H” beam; )
C-15-SB-3 15 Protection: 4'/,” brick work; joints 90tons | 4 hrs. 7 3,6 4
alternating; cement-sand grout.
14” x 16” block encased steel
columns; 8” x 6” x 35 1bs. “H” beam;
” Protection: 4” thick foam slag 5hrs. 52 3
-15-5B- 43/
C-15-SB-4 14 concrete blocks; 13 SWG wire 90 tons min. 7 7 4
reinforcement in each horizontal
joint; mortar in joints.
For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
Notes:
1. Only a nominal load was applied to specimen.
2. Passed 6-hour fire test (Grade “A” - British).
3. Passed (6 minute) hose stream test.
4. Reload not specified.
5. Passed 4-hour fire exposure.
6. Failed by collapse between first and second minute of hose stream exposure.
7. Mode of failure - collapse.
TABLE 2.5.3.1—STEEL COLUMNS—PLASTER ENCASEMENTS
MINIMUM DIMENSION 6” TO LESS THAN 8”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
7'/, % 91/,” plaster protected steel
e 717 columqs; 8” % 6” %35 !bs. “H” beam; . 3
C7-SP-1 2 Protection: 24 SWG wire metal lath; 90 tons | 57 min. 7 1 4
1'/,” lime plaster.
771" x 10" plaster protected steel
columns; 8” x 6” x 35 1bs. “H” beam;
” Protection: 3/5” gypsum bal wire 1 hr. 13
A _ 77/ . s ZYp . X A
C-7-5pP-2 8 wound with 16 SWG wire helically 90 tons min. 7 ! !
wound at 4” pitch; !/,” gypsum
plaster.
7', % 93" plaster protected steel
columns; 8” x 6” x 35 1bs. “H” beam; Lhr 14
C-7-SP-3 7' |Protection: %/5” gypsum board; wire | 90 tons min 7 1 1
helically wound 16 SWG at 4” pitch; ’
1/,” gypsum plaster finish.
Notes:

1. Failure mode — collapse.
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RESOURCE A

244

TABLE 2.5.3.2—STEEL COLUMNS—PLASTER ENCASEMENTS
MINIMUM DIMENSION 8” TO LESS THAN 10”

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
8” x 10” plaster protected steel
columns; 8” X 6” x 35 Ibs. “H” beam; 1 hr. 23 1
_Q_ _ ” b} s l /
C-8-SP-1 8 Protection: 24 SWG wire lath; 1”7 86 tons min. 7 1 4
gypsum plaster.
81/,” x 10'/,” plaster protected steel
e QP gl columns; 8” x 6” x 35 1bs. “H” beam; 1 hr. 36 1
C-8-5p-2 2 Protection: 24 SWG metal lath wrap; 90 tons min. 7 ! 2
1'/,” gypsum plaster.
9” x 11” plaster protected steel
columns; 8” x 6” x 35 1bs. “H” beam;
Protection: 24 SWG metal lath wrap; 1 he. 33
C-9-SP-3 9”7 175" MLS. ties at 12” pitch wire netting | 90 tons min 7 1 17,
1'/,” x 22 SWG between first and :
second plaster coats; 1'/,” gypsum
plaster.
83/,” x 10%/,” plaster protected steel
columns; 8” x 6” x 35 Ibs. “H” beam;
C-8-SP-4 831,” Protection: %/,” gypsum board; wire | 90 tons | 2 hrs. 7 2,3,4 2
wound spirally (#16 SWG) at 1'/,”
pitch; '/,” gypsum plaster.
For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
Notes:
1. Failure mode - collapse.
2. Passed 2 hour fire exposure test (Grade “C” - British).
3. Passed hose stream test.
TABLE 2.5.4.1—STEEL COLUMNS—MISCELLANEOUS ENCASEMENTS
MINIMUM DIMENSION 6” TO LESS THAN 8”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
721" x 917,” (asbestos plaster)
protected steel columns; 8” x 6” x 35 1 hr 52
C-7-SM-1 7" Ibs. “H” beam; Protection: 20 gage 90 tons mi'n 7 1 1%/,
17,” metal lath; °/,4” asbestos plaster )
(minimum).
For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
Notes:
1. Failure mode - collapse.
TABLE 2.5.4.2—STEEL COLUMNS—MISCELLANEOUS ENCASEMENTS
MINIMUM DIMENSION 8” TO LESS THAN 10”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
931" x 113/5” asbestos slab and
cement plaster protected columns; 8”
C-9-SM-1 9/” X 6” % 35 Ibs. “H” beam; Protection: | 90 tons | 2 hrs. 7 1,2 2

1”7 asbestos slab; wire wound; %/”
plaster.

For SI: ' 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.

Notes:

1. Passed 2 hour fire exposure test.
2. Collapsed during hose stream test.
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TABLE 2.5.4.3—STEEL COLUMNS—MISCELLANEOUS ENCASEMENTS
MINIMUM DIMENSION 10” TO LESS THAN 127

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
11',” x 131/,” wood wool and plaster
protected steel columns; 8” x 6” x 35
c-11-sM-1 | 1117 |1bs. "HY beam: Protection: — 90 tons | 2 hrs. 7 1L23 | 2
wood-wool-cement paste as fill and to
2” cover over beam; ¥/,” gypsum
plaster finish.
10” x 12” asbestos protected steel
C10-SM-1 | o7 |columns: 876735 Tbs. “HY beam: | g oy gy 7 | 234 4
Protection: sprayed on asbestos paste
to 2” cover over column.
For SI: 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
Notes:
1. Passed 2 hour fire exposure (Grade “C” - British).
2. Passed hose stream test.
3. Passed reload test.
4. Passed 4 hour fire exposure test.
TABLE 2.5.4.4—STEEL COLUMNS—MISCELLANEOUS ENCASEMENTS
MINIMUM DIMENSION 12” TO LESS THAN 14”
PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM PRE- POST- REC.
CODE DIMENSION CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 BMS-92 NOTES HOURS
12”7 x 14!/,” cement and asbestos
protected columns; 8” x 6” x 35 1bs.
“H” beam; Protection: fill of asbestos
packing pieces 1” thick 1' 3” o.c.; 4 hrs
C-12-SM-1 12” cover of 2” molded asbestos inner 86 tons o 7 1,2,3 4/,
” 43 min.
layer; 1” molded asbestos outer layer;
held in position by 16 SWG nichrome
wire ties; wash of refractory cement
on outer surface.

For SI: 1 inch = 25.4 mm, 1 pound = 0.004448kN, 1 ton = 8.896 kN.

Notes:

1. Passed 4 hour fire exposure (Grade “B” - British).
2. Passed hose stream test.
3. Passed reload test.
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RESOURCE A

NUMBER OF

ASSEM
y

10—

BLIES
A

SECTION Illl—FLOOR/CEILING ASSEMBLIES
FIGURE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE

The number in each box is

For example:

FC-7-R

keyed to the last number in the
Item Code column in the Table.

4711 |17 [15] 2 22

24

27

31| 6 32

38

37

v

3

FIRE RESISTANCE RATING (HOURS)

TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE

ITEM
CODE

ASSEMBLY
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE REFERENCE NUMBER

LOAD

TIME BMS-92 | BMS-92 | BMS-92

PRE- POST-

NOTES

REC.
HOURS

F/C-3-RC-1

3 3 /4//

33/,” thick floor; 3'/,” (5475 psi)
concrete deck; '/,” plaster under deck;
3/¢” main reinforcement bars at 5'7,”
pitch with 7/{” concrete cover; 3/y”
main reinforcement bars at 4'/,” pitch
perpendicular with '/,” concrete
cover; 13'1” span restrained.

195 psf

24 min. 7

F/C-3-RC-2 3

31/,” deep (3540 psi) concrete deck;
3/¢” main reinforcement bars at 5'/,”
pitch with 7/” cover; 3/5” main
reinforcement bars at 4'/,” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

195 psf

2 hrs. 7

1,3,4

13,

F/C-3-RC-3

3 1 /4//

31/,” deep (4175 psi) concrete deck;
3/¢” main reinforcement bars at 5'/,”
pitch with 7/” cover; 3/5” main
reinforcement bars at 4'/,” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

195 psf

31 min. 7

1,5

246
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TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE—continued

RESOURCE A

ITEM
CODE

ASSEMBLY
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-3-RC-4

3 1/4//

31/,” deep (4355 psi) concrete deck;
3/;” main reinforcement bars at 5'/,”
pitch with 7/g” cover; */s” main
reinforcement bars at 4'/,” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

195 psf

41 min.

1,5,6

F/C-3-RC-5

3 ]/4”

31/,” thick (3800 psi) concrete deck;
3/¢” main reinforcement bars at 5'/,”
pitch with /" cover; 3/5” main
reinforcement bars at 4'/,” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

195 pst

1hr5
min.

1,5

F/C-4-RC-6

41"

417,” thick; 3'/,” (4000 psi) concrete
deck; 1” sprayed asbestos lower
surface; 3/;” main reinforcement bars
at 57/¢” pitch with 7/5” concrete cover;
3/¢” main reinforcement bars at 4'/,”
pitch perpendicular with '/,” concrete
cover; 13'1” span restrained.

195 pst

4 hrs.

1,7

F/C-4-RC-7

4” (5025 psi) concrete deck; '/,”
reinforcement bars at 7'/,” pitch with
31, cover; 3/s” main reinforcement
bars at 3%/,” pitch perpendicular with
17,” cover; 13'1” span restrained.

140 psf

1hr. 16
min.

1,2

F/C-4-RC-8

4”

4” thick (4905 psi) deck; '/,”
reinforcement bars at 7!/,” pitch with
71" cover; 3/s” main reinforcement
bars at 3%/,” pitch perpendicular with
17,” cover; 13'1” span restrained.

100 psf

1 hr. 23
min.

1,2

F/C-4-RC-9

4” deep (4370 psi); '/,” reinforcement
bars at 6” pitch with 3/,” cover; '/,”
main reinforcement bars at 4” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

150 psf

2 hrs.

1,3

F/C-4-RC-10

4” thick (5140 psi) deck; '/,”
reinforcement bars at 7!/,” pitch with
71" cover; 3/s” main reinforcement
bars at 3%/,” pitch perpendicular with
17,” cover; 13'1” span restrained.

140 psf

1hr 16
min.

1,5

1Y,

F/C-4-RC-11

4//

4” thick (4000 psi) concrete deck; 3”
x 1/,”x41bs. R.S.J.; 26” C.R.S,;
flush with top surface; 4” x 6” x 13
SWG mesh reinforcement 1” from
bottom of slab; 6'6” span restrained.

150 psf

2 hrs.

1,3

F/C-4-RC-12

4”

4” deep (2380 psi) concrete deck; 3”
x 1/,” x4 1bs. R.S.J.; 26” CR.S,;
flush with top surface; 4” x 6” x 13
SWG mesh reinforcement 1” from
bottom surface; 6'6” span restrained.

150 psf

1hr.3
min.

1,2

(Continued)
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RESOURCE A

TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE—continued

ITEM
CODE

ASSEMBLY
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-4-RC-13

41/2”

417,” thick (5200 psi) deck; '/,”
reinforcement bars at 7'/,” pitch with
71y cover; 3/¢” main reinforcement
bars at 3%/,” pitch perpendicular with
11,” cover; 13'1” span restrained.

140 psf

2 hrs.

1,3

F/C-4-RC-14

41"

41/,” deep (2525 psi) concrete deck;
17,” reinforcement bars at 7'/,” pitch
with 7/4” cover; 3/;” main
reinforcement bars at 3%/” pitch
perpendicular with '/,” cover; 13'1”
span restrained.

150 psf

42 min.

1,5

2/3

F/C-4-RC-15

41"

417,” deep (4830 psi) concrete deck;
1'/,” x No. 15 gauge wire mesh; 3/”
reinforcement bars at 15” pitch with
1” cover; '/,” main reinforcement bars
at 6” pitch perpendicular with '/,”
cover; 12’ span simply supported.

75 pst

1 hr. 32
min.

1,8

1'7,

F/C-4-RC-16

417,”

417,” deep (4595 psi) concrete deck;
17,” reinforcement bars at 7!/,” pitch
with 7/” cover; */¢” main
reinforcement bars at 3'/,” pitch
perpendicular with '/,” cover; 12
span simply supported.

75 pst

1 hr. 20
min.

1,8

1Y,

F/C-4-RC-17

411,”

417,” deep (3625 psi) concrete deck;
1/,” reinforcement bars at 7'/,” pitch
with 7/ cover; 3/;” main
reinforcement bars at 3'/,” pitch
perpendicular with '/,” cover; 12
span simply supported.

75 psf

35 min.

1,8

F/C-4-RC-18

41/2”

417,” deep (4410 psi) concrete deck;
11,” reinforcement bars at 7'/,” pitch
with 7/ cover; 3/;” main
reinforcement bars at 3'/,” pitch
perpendicular with '/,” cover; 12
span simply supported.

85 psf

1 hr. 27
min.

1,8

F/C-4-RC-19

41"

417,” deep (4850 psi) deck; */y”
reinforcement bars at 15” pitch with
1” cover; '/,” main reinforcement bars
at 6” pitch perpendicular with '/,”
cover; 12’ span simply supported.

75 pst

2 hrs. 15
min.

1,9

1Y,

F/C-4-RC-20

417,”

417,” deep (3610 psi) deck; '/,”
reinforcement bars at 7'/,” pitch with
7l cover; 3/g” main reinforcement
bars at 3'/,” pitch perpendicular with
17,” cover; 12’ span simply supported.

75 psf

1 hr. 22
min.

1,8

IA

F/C-5-RC-21

5”

5” deep; 4'/,” (5830 psi) concrete
deck; /,” plaster finish bottom of
slab; !/,” reinforcement bars at 7'/,”
pitch with 7/g” cover; 3/;” main
reinforcement bars at 3'/,” pitch
perpendicular with '/,” cover; 12
span simply supported.

69 psf

2 hrs.

1,3
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TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE—continued

RESOURCE A

ITEM
CODE

ASSEMBLY
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-5-RC-22

417,” (5290 psi) concrete deck; 1/,”
plaster finish bottom of slab; '/,”
reinforcement bars at 7'/,” pitch with
1y cover; 3/¢” main reinforcement
bars at 3'/,” pitch perpendicular with
17,” cover; 12" span simply supported.

2 hrs. 28
min.

No load

1, 10,
11

21/,

F/C-5-RC-23

5 ”

5” (3020 psi) concrete deck; 3”7 x
1'/,” x4 1bs. R.S.J.; 2' C.R.S. with 1”
cover on bottom and top flanges; 8’
span restrained.

1 hr. 24

172 psf min.

1,2,12

1,

F/C-5-RC-24

5 ]/2//

5” (5180 psi) concrete deck; '/,”
retarded plaster underneath slab; '/,”
reinforcement bars at 7'/,” pitch with
13/ cover; 3/y” main reinforcement
bars at 3'/,” pitch perpendicular with
1” cover; 12’ span simply supported.

2 hrs. 48

60 psf min.

23,

F/C-6-RC-25

6” deep (4800 psi) concrete deck; '/,”
reinforcement bars at 7'/,” pitch with
7" cover; 3/¢” main reinforcement
bars at 3'/,” pitch perpendicular with
71" cover; 13'1” span restrained.

195 psf | 4 hrs.

1,7

F/C-6-RC-26

6//

6” (4650 psi) concrete deck; '/,”
reinforcement bars at 7'/,” pitch with
1" cover; 3/¢” main reinforcement
bars at 3'/,” pitch perpendicular with
17,” cover; 13'1” span restrained.

2 hrs. 23

195 psf min.

1,2

21,

F/C-6-RC-27

6//

6” deep (6050 psi) concrete deck; '/,”
reinforcement bars at 7'/,” pitch 7/”
cover; %/¢” reinforcement bars at 3'/,”
pitch perpendicular with !/,” cover;
13'1” span restrained.

3 hrs. 30

195 psf min.

31/,

F/C-6-RC-28

6//

6” deep (5180 psi) concrete deck; '/,”
reinforcement bars at 8” pitch ¥/,”
cover; '/,” reinforcement bars at 5'/,”
pitch perpendicular with '/,” cover;
13'1” span restrained.

150 psf | 4 hrs.

1,7

F/C-6-RC-29

6” thick (4180 psi) concrete deck; 4”
x3”x 10 1bs. R.S.J.; 2'6” C.R.S. with
1” cover on both top and bottom
flanges; 13'1” span restrained.

3 hrs. 48

160 psf min.

33,

F/C-6-RC-30

6” thick (3720 psi) concrete deck; 4”
%x3” % 10 1bs. R.S.J.; 2'6” C.R.S. with
1” cover on both top and bottom
flanges; 12" span simply supported.

115 pst | 29 min.

1,5,13

F/C-6-RC-31

6//

6” deep (3450 psi) concrete deck; 4”
x 13/, x51bs. R.S.J.; 2'6” CR.S.
with 1” cover on both top and bottom
flanges; 12" span simply supported.

3 hrs. 35

25 psf min.

1,2

31/,

(Continued)
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RESOURCE A

TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE—continued

ITEM
CODE

ASSEMBLY
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-6-RC-32

6”

6” deep (4460 psi) concrete deck; 4”
x 13/, x51bs. R.S.J.; 2" C.R.S.; with
1” cover on both top and bottom
flanges; 12" span simply supported.

60 psf

4 hrs. 30
min.

F/C-6-RC-33

6 ”

6” deep (4360 psi) concrete deck; 4”
x 13/,”x 51bs. R.S.J.; 2" CR.S.; with
1” cover on both top and bottom
flanges; 13”1” span restrained.

60 psf

2 hrs.

1,3

F/C-6-RC-34

6 1 /4//

6'/,” thick; 4%/,” (5120 psi) concrete
core; 1” T&G board flooring; '/,”
plaster undercoat; 4” x 3” x 10 Ibs.
R.S.J.; 37 C.R.S. flush with top
surface concrete; 12 span simply
supported; 2” x 1’3” clinker concrete
insert.

100 psf

4 hrs.

1,7

F/C-6-RC-35

6 1 /4//

4%,” (3600 psi) concrete core; 17
T&G board flooring; '/,” plaster
undercoat; 4” x 3” x 10 1bs. R.S.J.; 3’
C.R.S.; flush with top surface
concrete; 12" span simply supported,;
2” x 1’3” clinker concrete insert.

100 psf

2 hrs. 30
min.

1,5

21/,

F/C-6-RC-36

6 1 /4//

43/,” (2800 psi) concrete core; 17
T&G board flooring; !/,” plaster
undercoat; 4” x 3” x 10 1bs. R.S.J.; 3’
C.R.S.; flush with top surface
concrete; 12” span simply supported;
2” x 1’3" clinker concrete insert.

80 psf

4 hrs.

1,7

F/C-7-RC-37

7//

(3640 psi) concrete deck; '/,”
reinforcement bars at 6” pitch with
17,” cover; '/,” reinforcement bars at
5” pitch perpendicular with 1'/,”
cover; 13’1” span restrained.

169 pst

6 hrs.

F/C-7-RC-38

7/1

(4060 psi) concrete deck; 4” x 3”7 x
10 Ibs. R.S.J.; 26” C.R.S. with 1'/,”
cover on both top and bottom flanges;
4” % 6” x 13 SWG mesh
reinforcement 1'/,” from bottom of
slab; 13’17 span restrained.

175 psf

6 hrs.

F/C-7-RC-39

71/4”

53/,” (4010 psi) concrete core; 17
T&G board flooring; '/,” plaster
undercoat; 4” x 3” x 10 Ibs. R.S.J.;
2’6” C.R.S.; 1” down from top surface
of concrete; 12" simply supported
span; 2” x 1”3” clinker concrete
insert.

95 psf

2 hrs.

F/C-7-RC-40

7 1 /4//

5%/,” (3220 psi) concrete core; 17
T&G flooring; '/,” plaster undercoat;
4”x3”x101bs. R.S.J.; 26" CR.S,;
1” down from top surface of concrete;
12" simply supported span; 2” x 1"3”
clinker concrete insert.

95 psf

4 hrs.

250
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RESOURCE A

TABLE 3.1—FLOOR/CEILING ASSEMBLIES—REINFORCED CONCRETE—continued

PERFORMANCE REFERENCE NUMBER
ITEM ASSEMBLY PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Ribbed floor, see Note 15 for details; slab
21/,” deep (3020 psi); !/,” reinforcement
10”7 bars at 6” pitch with 3/,” cover; beams 7'/,” 1 hr. 4
F/C-T-RC-41 21/, Slab) | deep x 57 wide; 24” CR.S.; 5;” 195psf | in, ToL20s)
reinforcement bars two rows '/,” vertically
apart with 1” cover; 13’1” span restricted.
ey 517 Composite ribbed concrete slab assembly; See
F/C-5-RC-42 2 see Note 17 for details. Note 16 2 hrs. 43 16,17 2
” 2500 psi concrete; °/” cover; fully See . |
F/C-3-RC-43 3 restrained at test. Note 16 30 min. 43 16 2
” 2000 psi concrete; /3" cover; free or partial | See . 3
F/C-3-RC-44 3 restraint at test. Note 16 45 min. 43 16 /s
” 2500 psi concrete; /3" cover; fully See . 2
F/C-4-RC-45 4 restrained at test. Note 16 40 min. 43 16 /3
; L3y . ;
F/C-4-RC-46 4" 2000 psi concrete; /,” cover; free or partial | See 1 hr.. 15 43 16 1,
restraint at test. Note 16 | min.
” 2500 psi concrete; /,” cover; fully See
F/C-5-RC-47 > restrained at test. Note 16 Ihr. 43 16 1
; L3y . :
F/C-5-RC-48 57 2000 psi concrete; “/,” cover; free or partial See 1 hr.. 30 43 16 1Y,
restraint at test. Note 16 | min.
, 2500 psi concrete; 1”7 cover; fully See 1 hr. 30 1
F/C-6-RC-49 6 restrained at test. Note 16 | min. 43 16 &
F/C-6-RC-50 6" 2000 psi concrete; 1” cover; free or partial See 2 his. 43 16 2
restraint at test. Note 16

For SI: 1 inch = 25.4 mm, 1 foot = 305 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square foot = 47.9 N/m>.
Notes:

. British test.

. Failure mode - local back face temperature rise.

. Tested for Grade “C” (2 hour) fire resistance.

. Collapse imminent following hose stream.

. Failure mode - flame thru.

. Void formed with explosive force and report.

. Achieved Grade “B” (4 hour) fire resistance (British).
. Failure mode - collapse.

00 N N B W N =

9. Test was run to 2 hours, but specimen was partially supported by the furnace at 1'/, hours.

10. Failure mode - average back face temperature.

11.Recommended endurance for nonload bearing performance only.

12. Floor maintained load bearing ability to 2 hours at which point test was terminated.

13. Test was run to 3 hours at which time failure mode 2 (above) was reached in spite of crack formation at 29 minutes.
14. Tested for Grade “A” (6 hour) fire resistance.

15.

, '/, REINFORCEMENT BARS AT
SLAB 2'/," THICK \ 6PITCH WITH %,” COVER

: ]

° 7" L BEAMS AT 24” CRS.
o T
T - ) 5/s” REINFORCEMENT
N "y BARS
5

16.Load unspecified.

17. Total assembly thickness 5'/, inches. Three-inch thick blocks of molded excelsior bonded with portland cement used as inserts with 2'/,-inch cover (concrete)
above blocks and */,-inch gypsum plaster below. Nine-inch wide ribs containing reinforcing steel of unspecified size interrupted 20-inch wide segments of slab
composite (i.e., plaster, excelsior blocks, concrete cover).
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RESOURCE A

FIGURE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS

NUMBER OF The number in each box is
ASSEMBLIES keyed to the last number in the
A Iltem Code column in the Table.
10— For example:
FC-S@
51
47 49
5 — —_— — —_— —
50 44 47 38
39 40 42 43 46 37
26 29 21| 41 31]|22| 35 36
12| 8 (25|14 (19| 30 27118 | 32 15| 48 34
715131017183 241 4 | 9 11| 6 | 20| 33 16 123 | 28
0 >
0 1 2 3 4 5
FIRE RESISTANCE RATING (HOURS)
TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS
PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
o -10"%x 1367, S.J. 103 - 24” o.c.; . 1,2,3,
F/C-S-1 0 Deck: 2” concrete; Membrane: none. 145 psf | 7 min. 3 8 0
- -10"x 1367, S.J. 103 - 24" o.c.; . 1,2, 3,
F/C-§-2 0 Deck: 2” concrete; Membrane: none 145 psf | 7 min. 3 8 0
-10"x 136”7, S.J. 103 - 24” o.c.;
Deck: 2" concrete 1:2:4; Membrane: Lhe 15
F/C-S-3 17,” furring 12” o.c.; Clips A, B, G; No 145psf |~ 3 2,3,8 1,
extra reinforcement; '/,” plaster - )
1.5:2.5.
-10"x 1367, S.J. 103 - 24” o.c.;
Deck: 2” concrete 1:2:4; Membrane: 2 hrs
F/C-S-4 1, furring 16” o.c.; Clips D, E, F, G; 145 psf o 3 3,8 2%,
Di | wi nf 1 46 min.
iagonal wire reinforcement; !/,
plaster - 1.5:2.5.
-10"x 1367, S.J. 103 - 24” o.c.;
Deck: 2” concrete 1:2:4; Membrane: L hr 4
F/C-S-5 1, furring 16” o.c.; Clips A, B, G; No 145 psf miI:I 3 2,3,8 1
extra reinforcement; '/,” plaster - ’
1.5:2.5.
(Continued)
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TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

RESOURCE A

ITEM
CODE

MEMBRANE
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-S-6

1/2//

10" x 13’6”; S.J. 103 - 24” o.c.; Deck:
2” concrete 1:2:4; Membrane: furring
16” o.c.; Clips D, E, F, G; Hexagonal
mesh reinforcement; '/,” plaster.

145 psf

3 hrs.
28 min.

2,3,8

21/,

F/C-S-7

1/2//

10" x 13’6”; S.J. 103 - 24” o.c.; Deck:
4 1bs. rib lath; 6” x 6” - 10 X 10 ga.
reinforcement; 2” deck gravel
concrete; Membrane: furring 16”
o.c.; Clips C, E; Reinforcement:
none; '/,” plaster - 1.5:2.5 mill mix.

N/A

55 min.

5,8

3 /4

F/C-S-8

1 /2//

Spec. 9" x 4’4”; S.J. 103 bar joists -
18” o.c.; Deck: 4 1bs. rib lath base; 6”
x 6”7 - 10 x 10 ga. reinforcement; 2”
deck 1:2:4 gravel concrete;
Membrane: furring, 3/,” C.R.S., 16”
o.c.; Clips C, E; Reinforcement:
none; !/,” plaster - 1.5:2.5 mill mix.

300 psf

1 hr. 10
min.

2,3,8

F/C-S-9

5 /8”

10" x 13’6”; S.J. 103 - 24” o.c.; Deck:
2” concrete 1:2:4; Membrane: furring
12”7 o.c.; Clips A, B, G; Extra “A”
clips reinforcement; /" plaster -
1.5:2; 1.5:3.

145 psf

3 hrs.

6,8

F/C-S-10

5/8//

18" x 13’6”; Joists, S.J. 103 - 24” o.c.;
Deck: 4 1bs. rib lath; 6”7 x 6” - 10 X
10 ga. reinforcement; 2” deck 1:2:3.5
gravel concrete; Membrane: furring,
spacing 16” o.c.; Clips C, E;
Reinforcement: none; /" plaster -
1.5:2.5 mill mix.

145 psf

1 hr. 25
min.

2,3,8

1/,

F/C-S-11

5/8”

10" x 13’67, S.J. 103 - 24” o.c.; Deck:
2” concrete 1:2:4; Membrane: furring
12” o.c.; Clips D, E, F, G; Diagonal
wire reinforcement; /3" plaster -
1.5:2;0.5:3.

145 psf

3 hrs.
15 min.

2,4,8

31/,

F/C-S-12

5/8//

10" x 13’6”; Joists, S.J. 103 - 24" o.c.;
Deck: 3.4 Ibs. rib lath; 6” x 6” - 10 x
10 ga. reinforcement; 2” deck 1:2:4
gravel concrete; Membrane: furring
16” o.c.; Clips D, E, F, G;
Reinforcement: none; %" plaster -
1.5:2.5.

145 psf

1 hr.

7,8

F/C-S-13

3 /4//

Spec. 9" x 4’4", S.J. 103 - 18" o.c.;
Deck: 4 1bs. rib lath; 6” x 6” - 10 x 10
ga. reinforcement; 2” deck 1:2:4
gravel concrete; Membrane: furring,
3, CR.S., 16” o.c.; Clips C, E;
Reinforcement: none; 3/,” plaster -
1.5:2.5 mill mix.

300 psf

1 hr. 56
min.

3,8

(Continued)
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RESOURCE A

TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

PERFORMANCE REFERENCE NUMBER

ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS

Floor finish: 1” concrete; plate cont.
7" weld; 4”7 - 7.7 Ibs. “I” beams; Ceiling:
8 17, rods 12” o.c.; '/{” gypsum sand

plaster.

1 hr. 35

6 2,4,9,10/ 1,
min.

F/C-S-14 105 psf

Floor finish: 1'/,” L.W. concrete; '/,”
limestone cement; plate cont. weld; 3 hrs
F/C-S-15 1” 5” - 10 Ibs. “I” beams; Ceiling: /,” 165 psf 20 mln 6 4,9,11
rods 12”7 o.c. tack welded to beams ’
metal lath; 1” P. C. plaster.

10" x 1376”; S.J. 103 - 24” o.c.; Deck:
2” concrete 1:2:4; Membrane: furring
F/C-S-16 1” 12” o.c.; Clips D, E, F, G; Hexagonal | 145 psf
mesh reinforcement; 1” thick plaster -
1.5:2; 1.5:3.

4 hrs. 26

3 2,4,8 41/,
min.

10" x 1376”; Joists - S.J. 103 - 24”
o.c.; Deck: 3.4 1bs. rib lath; 6” X 6” -
10 x 10 ga. reinforcement; 2” deck
1:2:4 gravel concrete; Membrane:
furring 16” o.c.; Clips D, E, F, G; 1”7
plaster.

1 hr. 42

3 2,4,8 1%/5
min.

F/C-S-17 1” 145 pst

10" x 136”; S. 1. 103 - 24” o.c.; Deck:
” 2” concrete 1:2:4; Membrane: furrin 2 hrs.

1 1 s g 22

/s 12”7 o.c.; Clips C, E, F, G; Diagonal 145 psf 3 2,48 '3

F/C-S-18 .
44 min.
wire reinforcement; 1'/” plaster.

10" x 1376”; Joists - S.J. 103 - 24”
o.c.; Deck: 1'/,” gypsum concrete
F/C-S-19 1'g” over; '/,” gypsum board; Membrane: | 145 psf
furring 12” o.c.; Clips D, E, E, G;
1'/” plaster - 1.5:2; 1.5:3.

1 hr. 40

3 2,3,8 1%/5
min.

21/,” cinder concrete; '/,” topping;
plate 6” welds 12”7 0.c.; 5” - 18.9 Ibs.
F/C-S-20 175" “H” center; 5” - 10 Ibs. “I”” ends; 1” 150 psf
channels 18” o.c.; 1'/{” gypsum sand
plaster.

3 hrs 43

6 2,4,9,11 3%,
min.

10" x 1376”; Joists - S.J. 103 - 24”
o.c.; Deck: 1'/,” gypsum concrete
F/C-S-21 1'7,” over; !/,” gypsum board base; 145 psf
Membrane: furring 12” o.c.; Clips D,
E, F, G; 1!/,” plaster - 1.5:2; 1.5:3.

1 hr. 48

3 2,3,8 1%/5
min.

Floor finish: 1'/,” limestone concrete;
1, sandlcement topping; plate to
beams 31/,”; 12”7 o.c. welded; 5” - 10 2 hrs. 3

. 23/
Ibs. “I” beams; 1” channels 18” o.c.; 292 pst 45 min. 6 2,4,9,10 4
1'/,” wood fiber gypsum sand plaster
on metal lath.

F/C-S-22 1"

21/, L.W. (gas exp.) concrete; Deck:

17,” topping; pl,ate 6'/,” welds 12”

1.7 o.c.; Beams: 5” - 18.9 Ibs. “H” center; 4 hrs. 42
57710 Tbs. “17 ends: Membrane: 17| 0P| 42 min, 6 | 249 s

channels 18” o.c.; 1!/,” gypsum sand

plaster.

F/C-S-23

(Continued)
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TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

RESOURCE A

ITEM
CODE

MEMBRANE
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-S-24

1,

Floor finish: 1'/,” limestone concrete;
17,” cement topping; plate 3'/,” - 12”
o.c. welded; 5” - 10 1bs. “I” beams;
Ceiling: 1” channels 18” o.c.; 1'/,”
gypsum plaster.

292 psf

2 hrs.
34 min.

2,4,9,10

21/,

F/C-S-25

1 1/2”

Floor finish: 1!/,” gravel concrete on
exp. metal; plate cont. weld; 4” - 7.7
Ibs. “I” beams; Ceiling: '/,” rods 12”
o.c. welded to beams; 1!/,” fiber
gypsum sand plaster.

70 psf

1 hr. 24
min.

2,4,9,10

17

F/C-S-26

2 1 /2”

Floor finish: bare plate; 6!/,” welding
- 127 0.c.; 57 - 18.9 lbs. “H” girders
(inner); 5” - 10 1bs “I” girders (two
outer); 1” channels 18” o.c.; 2”
reinforced gypsum tile; '/,” gypsum
sand plaster.

122 psf

1 hr.

7,9, 11

F/C-S-27

2 1/2”

Floor finish: 2” gravel concrete; plate
to beams 3'/,” - 12”7 o.c. welded; 4” -
7.7 1bs. “I” beams; 2” gypsum ceiling
tiles; '/,” 1:3 gypsum sand plaster.

105 psf

2 hrs.
31 min.

2,4,9,10

21/,

F/C-S-28

2 1 /2”

Floor finish: 1!/,” gravel concrete;
17,” gypsum asphalt; plate continuous
weld; 4” - 7.7 1bs. “I” beams; 12" -
31.8 Ibs. “I” beams - girder at 5" from
one end; 1” channels 18” o.c.; 2”
reinforcement gypsum tile; '/,” 1:3
gypsum sand plaster.

200 psf

4 hrs.
55 min.

2,4,9,11

4%,

F/C-S-29

3 /4//

Floor: 2” reinforced concrete or 2”
precast reinforced gypsum tile;
Ceiling: %/,” portland cement-sand
plaster 1:2 for scratch coat and 1:3 for
brown coat with 15 Ibs. hydrated lime
and 3 Ibs. of short asbestos fiber bag
per cement or %/,” sanded gypsum
plaster 1:2 for scratch coat and 1:3 for
brown coat.

See
Note 12

1 hr. 30
min.

12,13, 14

F/C-S-30

3 /4//

Floor: 2!/,” reinforced concrete or 2”
reinforced gypsum tile; the latter with
17, mortar finish; Ceiling: %/,” sanded
gypsum plaster; 1:2 for scratch coat
and 1:3 for brown coat.

See
Note 12

2 hrs.

12,13, 14

F/C-S-31

3 /4//

Floor: 2!/,” reinforced concrete or 2”
reinforced gypsum tile; the latter with
1/,” mortar finish; Ceiling: 1” neat
gypsum plaster or %/,” gypsum-
vermiculite plaster, ratio of gypsum to
fine vermiculite 2:1 to 3:1.

See
Note 12

2 hrs.
30 min.

12,13, 14

21/,

(Continued)
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RESOURCE A

TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
Floor: 2!/,” reinforced concrete or 2”
reinforced gypsum tile; the latter with
17 7 . . 1 L7
F/C-S-32 3, /,” mortar finish; (Se’l,hng. 17 neat See 3 hs. 1 12,13, 14 3
gypsum plaster or °/,” gypsum- Note 12
vermiculite plaster, ratio of gypsum to
fine vermiculite 2:1 to 3:1.
Floor: 2!/,” reinforced concrete or 2”
reinforced gypsum slabs; the latter
. 1/ 7 H . o H <17
F/C-S-33 1 with '/,” mortar finish; Ceiling: 1 See 4 hrs. 1 12,13, 14 4

gypsum-vermiculite plaster applied | Note 12
on metal lath and ratio 2:1 to 3:1
gypsum to vermiculite by weight.

Floor: 2” reinforced concrete or 2”
precast reinforced portland cement
concrete or gypsum slabs; precast
slabs to be finished with '/,” mortar S
F/C-S-34 2',” | top coat; Ceiling: 2” precast °¢ | 4hrs. 1 12,13,14| 4
: . . Note 12
reinforced gypsum tile, anchored into
beams with metal ties or clips and
covered with 1/,” 1:3 sanded gypsum
plaster.

Floor: 1:3:6 portland cement, sand
and gravel concrete applied directly
to the top of steel units and 1'/,” thick
at top of cells, plus '/,” 1:21/,” See 3 hrs | 15, 16,
cement-sand finish, total thickness at | Note 15 o 17, 18
top of cells, 2”; Ceiling: 1” neat
gypsum plaster, back of lath 2” or
more from underside of cellular steel.

F/C-S-35 1”

Floor: same as F/C-S-35; Ceiling: 17
gypsum-vermiculite plaster (ratio of See 15. 16
F/C-S-36 1” gypsum to vermiculite 2:1 to 3:1), the Note 15 4 hrs. 1 1 7’ 187
back of lath 2” or more from ’

under-side of cellular steel.

Floor: same as F/C-S-35; Ceiling: 1”
neat gypsum plaster; back of lath 9” See 4 hrs | 15, 16,
or more from underside of cellular Note 15 ’ 17, 18

steel.

F/C-S-37 1”

Floor: same as F/C-S-35; Ceiling: 1”
gypsum-vermiculite plaster (ratio of See 15. 16
F/C-S-38 1” gypsum to vermiculite 2:1 to 3:1), the Note 15 5 hrs. 1 7’ 18’
back of lath being 9” or more from ’

underside of cellular steel.

Floor: asbestos paper 14 1bs./100 ft.?

cemented to steel deck with

37 waterproof linoleum cement, wood See 1 hr 1 19, 20,
4 screeds and 7/g” wood floor; Ceiling: | Note 19 : 21,22

3/, sanded gypsum plaster 1:2 for

scratch coat and 1:3 for brown coat.

F/C-S-39

(Continued)
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TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
F/C-S-40 3, Floor: 1'/,”, 1:2:4 portland cement 1 hr. 30 1 19, 20, 1,
concrete; Ceiling: 3/,” sanded gypsum | See min. 21,22
plaster 1:2 for scratch coat and 1:3 for| Note 19
brown coat.
Floor: 2”7, 1:2:4 portland cement
o 37 concrete; Ceiling: 3/,” sanded gypsum| See 19, 20,
F/C-5-41 4 plaster, 1:2 for scratch coat and 1:3 Note 19 2 hrs. I 21,22 2
for brown coat.
Floor: 2”, 1:2:4 portland cement
concrete; Ceiling: 1” portland
” cement-sand plaster with 10 1bs. of See 19, 20,
F/C-S-42 : hydrated lime for @ bag of cement | Note 19 2 hrs. ! 21,22 2
1:2 for scratch coat and 1:2'/,” for
brown coat.
Floor: 27, 1:2:4 portland cement
F/C-S-43 117,” concrete; Ceiling: 1'/,”, 1:2 sanded N(?tzel 9 3%) l:;fn 1 1291’ 22% 21/,
gypsum plaster on ribbed metal lath. ’ ’
Floor: 27, 1:2:4 portland cement
o 1.7 P A See 2 hrs. 19, 20, 1y
F/C-S-44 8 g,gifﬁ:fi)ﬁgzrng 1'/4", 1:1 sanded Note 19 | 30 min. 1 21,22 2
Floor: 21/,”, 1:2:4 portland cement
F/C-S-45 1” concrete; Ceiling: 17, 1:2 sanded See 2 hrs. 1 19,20, 217,
aypsum plaster. Note 19 | 30 min. 21,22
Floor: 2!/,”, 1:2:4 portland cement
concrete; Ceiling: 1”7 neat gypsum See 19.20
F/C-S-46 3,7 plaster or 3/,” gypsum-vermiculite Note 19 3 hrs. 1 2.2 3
plaster, ratio of gypsum to vermiculite ’
2:1to 3:1.
Floor: 2!7,”, 1:2:4 portland cement,
sand and cinder concrete plus '/,”, See 19.20
F/C-S-47 11" 1:2'/,” cement-sand finish; total Note 19 3 hrs. 1 21 22 3
thickness 3”; Ceiling: 1'/3”, 1:1 ’
sanded gypsum plaster.
Floor: 2!/,”, gas expanded portland
cement-sand concrete plus !/,”, 1:2.5
F/C-S-48 1" cement-sand finish; total thickness N(izel 9 3?) }:;fn 1 ]291 22% 31,
3”; Ceiling: 1'/4”, 1:1 sanded gypsum ’ ’
plaster.
Floor: 2!/,”, 1:2:4 portland cement
” concrete; Ceiling: 1”7 gypsum- See 19, 20,
F/C-5-49 ! vermiculite plaster; ratio of gypsum | Note 19 4 hrs. ! 21,22 4
to vermiculite 2:1 to 3:1.
Floor: 2”, 1:2:4 portland cement
concrete; Ceiling: 2” interlocking See 19.20
F/C-S-50 2!7,” | gypsum tile supported on upper face Note 19 | 2 hrs. 1 1.2 2
of lower flanges of beams, '/,” 1:3 ’
sanded gypsum plaster.
(Continued)
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TABLE 3.2—FLOOR/CEILING ASSEMBLIES—STEEL STRUCTURAL ELEMENTS—continued

PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME | BMS-92 | BMS-92 | BMS-92 | NOTES | HOURS
Floor: 2”, 1:2:4 portland cement
concrete; Ceiling: 2” precast
metal reinforced gypsum tile, See
" 1/, 1:3 sanded gypsum plaster Note 19, 20
1 2 ) 5
F/C-8-51 2 (tile clipped to channels which 19 4 hrs. ! 21,22 4
are clipped to lower flanges of
beams).

For SI: 1 inch = 25.4 mm, 1 foot = 305 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square foot = 47.9 N/m>.

Notes:

. No protective membrane over structural steel.

Performance time indicates first endpoint reached only several tests were continued to points where other failures occurred.

Load failure.

Thermal failure.

This is an estimated time to load bearing failure. The same joist and deck specimen was used for a later test with different membrane protection.
Test stopped at 3 hours to reuse specimen; no endpoint reached.

Test stopped at 1 hour to reuse specimen; no endpoint reached.

X NN R LD =

All plaster used = gypsum.

9. Specimen size - 18 feet by 13'/, inches. Floor deck - base material - '/-inch by 18-foot steel plate welded to “I” beams.
10.“T” beams - 24 inches o.c.

11.°T” beams - 48 inches o.c.

12. Apply to open web joists, pressed steel joists or rolled steel beams, which are not stressed beyond 18,000 Ibs./in.” in flexure for open-web pressed or light rolled
joists, and 20,000 1bs./in.” for American standard or heavier rolled beams.

13. Ratio of weight of portland cement to fine and coarse aggregates combined for floor slabs shall not be less than 1:6/,.

14. Plaster for ceiling shall be applied on metal lath which shall be tied to supports to give the equivalent of single No. 18 gage steel wires 5 inches o.c.
15.Load: maximum fiber stress in steel not to exceed 16,000 psi.

16. Prefabricated units 2 feet wide with length equal to the span, composed of two pieces of No. 18 gage formed steel welded together to give four longitudinal cells.
17.Depth not less than 3 inches and distance between cells no less than 2 inches.

18. Ceiling: metal lath tied to furring channels secured to runner channels hung from cellular steel.

19. Load: rolled steel supporting beams and steel plate base shall not be stressed beyond 20,000 psi in flexure.
Formed steel (with wide upper flange) construction shall not be stressed beyond 16,000 psi.

20. Some type of expanded metal or woven wire shall be embedded to prevent cracking in concrete flooring.

21. Ceiling plaster shall be metal lath wired to rods or channels which are clipped or welded to steel construction. Lath shall be no smaller than 18 gage steel wire and
not more than 7 inches o.c.

22. The securing rods or channels shall be at least as effective as single ”/, -inch rods with 1-inch of their length bent over the lower flanges of beams with the rods or
channels tied to this clip with 14 gage iron wire.
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FIGURE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST

RESOURCE A

NUMBER OF
ASSEMBLIES
A
15—
The number in each box is
keyed to the last number in the
34 Iltem Code column in the Table.
—] For example:
33
1o 32 | F/C-
31
0
21 38
29] 18| 37| 42
IR R
271 10| 20 | 39
24| 8 | 17|36
26| 18| 4 | 13| 22 |
25 9 3 7 | 15
ol28l2|1[5]6 11]40] [1a]12 -
| L
0 1 2 3 4
FIRE RESISTANCE RATING (HOURS)
TABLE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST
PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
12’ clear span - 2”7 x 9” wood joists;
18” o.c.; Deck: 1” T&G; Filler: 3” of
F/C-W-1 3" ashes on !/,” boards nailed to joist 60 psf | 36 min. 7 1,2 7,
sides 2” from bottom; 2” air space;
Membrane: 3/;” gypsum board.
12’ clear span - 2”7 x 7” joists; 15”
F/C-W-2 1, o.c.; Deck: 1”7 nominal lumber; 60 psf | 22 min. 7 1,2,3 Y,
Membrane: !/,” fiber board.
12’ clear span - 2”7 x 7” wood joists;
W 17 16” 0.c.; 2”7 x 11/,” bridging at center; . 1
F/C-W-3 2 Deck: 1” T&G; Membrane: !/,” fiber 30psf | 28 min. 7 13,15 3
board; 2 coats “distemper” paint.
12’ clear span - 2”7 x 77 wood joists;
16” 0.c.; 2” x 1'/,” bridging at center
F/C-W-4 v span; Deck: 1” nominal lumber; 30 psf | 32 min. 7 1,2 1,
Membrane: '/,” fiber board under
316" gypsum plaster.
F/C-W-5 57 |/As per previous F/C-W-4 except 70 psf | 48 min. 7 1,2 Y,
membrane is °/;” lime plaster.
As per previous F/C-W-5 except
F/C-W-6 " membrane is °/¢” gypsum plaster on 70 psf | 49 min. 7 1,2 3,
22 gage 3/;” metal lath.
(Continued)
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TABLE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST—continued

ITEM
CODE

MEMBRANE
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-W-7

1 /2//

As per previous F/C-W-6 except
membrane is !/,” fiber board under
17,” gypsum plaster.

60 psf

43 min.

7

1,2,3

2/3

F/C-W-8

1 /2//

As per previous F/C-W-7 except
membrane is '/,” gypsum board.

60 psf

33 min.

1,2,3

F/C-W-9

9/]6//

12’ clear span - 2”7 x 7” wood joists;
15” 0.c.; 2” x 11/,” bridging at center;
Deck: 1” nominal lumber; Membrane:
3/ gypsum board; %" gypsum
plaster.

60 psf

24 min.

1,2,3

F/C-W-10

5 /8”

As per F/C-W-9 except membrane is
35" gypsum plaster on wood lath.

60 psf

27 min.

1,2,3

F/C-W-11

7 /3”

12’ clear span - 2”7 x 9” wood joists;
15” 0.c.; 2” x 11/,” bridging at center
span; Deck: 17 T&G; Membrane:
original ceiling joists have 3/3” plaster
on wood lath; 4” metal hangers
attached below joists creating 15”
chases filled with mineral wool and
closed with 7/;” plaster (gypsum) on
3" S.W.M. metal lath to form new
ceiling surface.

75 psf

1 hr. 10
min.

1,2

F/C-W-12

7/8”

12 clear span - 2”7 x 9” wood joists;
15” 0.c.; 2” x 1!/,” bridging at center;
Deck: 1” T&G; Membrane: 3”
mineral wood below joists; 3” hangers
to channel below joists; 7/s” gypsum
plaster on metal lath attached to
channels.

75 pst

2 hrs.

1,4

F/C-W-13

7 /8”

12’ clear span - 2”7 x 9” wood joists;
16” 0.c.; 2” x 11,” bridging at center
span; Deck: 1” T&G on 1” bottoms on
31,” glass wool strips on ¥/,” gypsum
board nailed to joists; Membrane: */,”
glass wool strips on joists; 3/g”
perforated gypsum lath; '/,” gypsum
plaster.

60 psf

41 min.

1,3

2/3

F/C-W-14

7 /8”

12’ clear span - 2”7 X 9” wood joists;
15” o.c.; Deck: 1”7 T&G; Membrane:
3” foam concrete in cavity on '/,”
boards nailed to joists; wood lath
nailed to 1”7 x 1'/,” straps 14 o.c.
across joists; 7/” gypsum plaster.

60 psf

1 hr. 40
min.

1,5

F/C-W-15

7 /8”

12’ clear span - 2” X 9” wood joists;
18” o.c.; Deck: 1”7 T&G; Membrane:
2” foam concrete on '/,” boards nailed
to joist sides 2” from joist bottom; 2”
air space; 1”7 x 1'/,” wood straps 14”
0.c. across joists; ’/s” lime plaster on
wood lath.

60 psf

53 min.

1,2

3 /4

(Continued)
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RESOURCE A

TABLE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST—continued

PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
F/C-W-16 A 12’ clear span - 2” X 9” wood joists; 28 min. 7 1,2 A
Deck: 1” T&G; Membrane: 3” ashes
on '/,” boards nailed to joist sides 2” 60 psf
from joist bottom; 2” air space; 17 X ps
1'/,” wood straps 14” o.c.; 7/”
gypsum plaster on wood lath.
FIC-W-17 U As per previous F/C-W-16 but with 60 psf | 41 min. 7 1.2 2,
lime plaster mix.
12 clear span - 2”7 x 9” wood joists;
” Y4 17 7 . : .
F/C-W-18 7 18” o.c.; 2”7 x 1'/,” bridging at center; 60 psf | 36 min. 7 1.2 A

Deck: 1” T&G; Membrane: /3"
gypsum plster on wood lath.

As per previous F/C-W-18 except
F/C-W-19 g with lime plaster membrane and deck | 60 psf | 19 min. 7 1,2 ',
is 1”7 nominal boards (plain edge).

As per F/C-W-19, except deck is 17

1 2
T&G boards. 60 psf | 43 min. 7 1,2 /s

F/C-W-20 A

12’ clear span - 2” X 9” wood joists;
16” o.c.; 2” x 1'/,” bridging at center;
F/C-W-21 1” Deck: 17 T&G; Membrane: /" 70 psf | 29 min. 7 1,2 'y
gypsum base board; %/¢” gypsum
plaster.

12’ clear span - 2”7 X 9” wood joists;
16” o.c.; 2”7 x 2” wood bridging at
center; Deck: 17 T&G; Membrane:
hangers, channel with 33" gypsum
baseboard affixed under 3/,” gypsum
plaster.

F/C-W-22 15" 60psf | 1hr 7 1,2,3 1

Deck: 1”7 nominal lumber; Joists: 2” X

|
F/C-W-23 3" 77, 15” o.c.; Membrane: /3" 60 psf L}iriz 12 2,6 g
plasterboard with plaster skim coat. ’
FIC-W-24 1/2/, Deck: 1”7 T&G lumber; Joists: 2”7 x 97; 60 psf | 18 min. 12 2.7 1/4

16” o.c.; Membrane: '/,” plasterboard.

Deck: 1”7 T&G lumber; Joists: 2” X
F/C-W-25 1, 7”: 16” o.c.; Membrane: /,” fiber 30 psf | 8 min. 12 2,8 s
insulation board.

Deck: 1”7 nominal lumber; Joists: 2” X
F/C-W-26 ', 77, 15” o.c.; Membrane: '/,” fiber 60 psf | 8 min. 12 2,9 s
insulation board.

Deck: 1”7 nominal lumber; Joists: 2” X
F/C-W-27 3" 77, 15” o.c.; Membrane: /" gypsum | 60 psf | 17 min. 12 2,10 ',
plaster on wood lath.

Deck: 1” T&G lumber; Joists: 2” X
F/C-W-28 " 197 16” o.c.; Membrane: '/,” fiber 60 psf | 20 min. 12 2,11 'y
insulation board; '/,” plaster.

No . See . 1,12, y
F/IC-W-29 Membrane Exposed wood joists. Note 13 15 min. 1 13,14 ¢
(Continued)
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TABLE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST—continued

262

PERFORMANCE REFERENCE NUMBER
ITEM MEMBRANE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
F/C-W-30 3 Gypsum wallboard: 3/ or '/,” with 25 min. 1 1,12, 1,
1'/,” No. 15 gage nails with %/,¢” S 13,14
” . cc
heads spaced 6” centers with asbestos
. . , Note 13
paper applied with paperhangers
paste and finished with casein paint.
Gypsum wallboard: '/,” with 1/,” No. See 112
F/C-W-31 " 12 gage nails with '/,” heads, 6” o.c., 25 min. 1 o ',
- . L Note 13 13,14
and finished with casein paint.
Gypsum wallboard: '/,” with 1!/,” No.
12 gage nails with '/,” heads, 18” o.c.,
with asbestos paper applied with See 112
F/C-W-32 " paperhangers’ paste and secured with Note 13 30 min. 1 lé 1"1 ',
1'/,” No. 15 gage nails with 3/,¢” ’
heads and finished with casein paint;
combined nail spacing 6” o.c.
Gypsum wallboard: two layers /4" See 112
F/C-W-33 3" |secured with 1'/,” No. 15 gage nails 30 min. 1 o ',
S ” Note 13 13,14
with °/¢” heads, 6” o.c.
Perforated gypsum lath: 3/,”, plastered
W 17 with 1'/” No. 13 gage nails with /" See . 1, 12, 1
F/C-W-34 2 heads, 4” o.c.; '/,” sanded gypsum Note 13 30 min. ! 13,14 2
plaster.
1 Same as F/C-W-34, except with 1'/” See 1L 12 \
” . . 3 ” - ” . 9 b
F/C-W-35 I Io\Icc). 13 gage nails with %" heads, 4” | "% 5 | 45 min. 1 13. 14 /4
Perforated gypsum lath: 3/,”, nailed
with 1'/;” No. 13 gage nails with 3/3”
Vo heads, 4” o.c.; joints covered with 3” See 1,12,
F/C-W-36 2 strips of metal lath with 13/,” No. 12 | Note 13 L hr. : 13, 14 :
nails with !/,” heads, 5” o.c.; '/,”
sanded gypsum plaster.
Gypsum lath: 3/;” and lower layer of
- 31" perforated gypsum lath nailed See 112 \
F/C-W-37 / with 13/,” No. 13 nails with %" 45 min. 1 i /4
vy Note 13 13, 14
heads, 4” o.c.; '/,” sanded gypsum
plaster or '/,” portland cement plaster.
Metal lath: nailed with 1'/,” No. 11
W 3 nails with 3/;” heads or 6d common See . 1,12, 3
F/C-W-38 4 driven 1” and bent over, 6” o.c.; 3/,” | Note 13 45 min. : 13, 14 4
sanded gypsum plaster.
Same as F/C-W-38, except nailed See 112
F/C-W-39 3y with 1'/,” No. 11 barbed roof nails Note 13 | 1hr 1 13,14 1
with 7/,¢” heads, 6” o.c. ’
(Continued)
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TABLE 3.3—FLOOR/CEILING ASSEMBLIES—WOOD JOIST—continued

RESOURCE A

ITEM
CODE

MEMBRANE
THICKNESS

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-W-40

3 /4//

Same as F/C-W-38, except with lath
nailed to joists with additional
supports for lath 27” o.c.; attached to
alternate joists and consisting of two
nails driven 1'/,”, 2” above bottom on
opposite sides of the joists, one loop
of No. 18 wire slipped over each nail;
the ends twisted together below lath.

See
Note 13

1hr 15
min.

1

1,12,
13, 14

1,

F/C-W-41

3 /4//

Metal lath: nailed with 1'/,” No. 11
barbed roof nails with 7/,;” heads, 6
o.c., with 3/,” portland cement plaster
for scratch coat and 1:3 for brown
coat, 3 Ibs. of asbestos fiber and 15
Ibs. of hydrated lime/94 lbs. bag of
cement.

See
Note 13

1 hr.

1,12,
13, 14

F/C-W-42

3 /4//

Metal lath: nailed with 8d, No. 11'/,
gage barbed box nails, 2'/,” driven,
1'/,” on slant and bent over, 6” o.c.;
3/, sanded gypsum plaster, 1:2 for
scratch coat and 1:3 for below coat.

See
Note 13

1 hr.

1,12,
13,14

For SI: 1 inch =25.4 mm, 1 foot = 305 mm, 1 pound per square inch = 0.00689 MPa, 1 pound per square foot = 47.9 N/m?.

Notes:

1. Thickness indicates thickness of first membrane protection on ceiling surface.

2.Failure mode - flame thru.

3. Failure mode - collapse.

4.No endpoint reached at termination of test.

5.Failure imminent - test terminated.

6. Joist failure - 11.5 minutes; flame thru - 13.0 minutes; collapse - 24 minutes.

7.Joist failure - 17 minutes; flame thru - 18 minutes; collapse - 33 minutes.

8.Joist failure - 18 minutes; flame thru - 8 minutes; collapse - 30 minutes.

9.Joist failure - 12 minutes; flame thru - 8 minutes; collapse - 22 minutes.

10.Joist failure - 11 minutes; flame thru - 17 minutes; collapse - 27 minutes.
11.Joist failure - 17 minutes; flame thru - 20 minutes; collapse - 43 minutes.
12.Joists: 2-inch by 10-inch southern pine or Douglas fir; No. 1 common or better. Subfloor: */-inch wood sheating diaphragm of asbestos paper, and finish of

tongue-and-groove wood flooring.

13.Loadings: not more than 1,000 psi maximum fiber stress in joists.

14. Perforations in gypsum lath are to be not less than */,-inch diameter with one perforation for not more than 16/in’ diameter.
15.“Distemper” is a British term for a water-based paint such as white wash or calcimine.
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RESOURCE A

FIGURE 3.4—FLOOR/CEILING ASSEMBLIES—HOLLOW CLAY TILE WITH REINFORCED CONCRETE

NUMBER OF
ASSEMBLIES
A
10—
The number in each box is
keyed to the last number in the
Iltem Code column in the Table.
For example:
F/C-H
5 —
13
11 5 9
10 12 3 1 4 7 2 8 6
0 >
0 1 2 4
FIRE RESISTANCE RATING (HOURS)
TABLE 3.4—FLOOR/CEILING ASSEMBLIES—HOLLOW CLAY TILE WITH REINFORCED CONCRETE
PERFORMANCE REFERENCE NUMBER
ITEM ASSEMBLY PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
F/C-HT-1 Cover: 1'/,” concrete (6080 psi); three 2 hrs. 7 7 1,2,3 2
cell hollow clay tiles, 12”7 x 12” x 47, min.
6” 31/,” concrete between tiles including | 75 psf
two !/,” rebars with %/,” concrete
cover; '/,” plaster cover, lower.
Cover: 1'/,” concrete (5840 psi); three
cell hollow clay tiles, 12”7 x 12" x 47,
1/ 7 . . .
F/C-HT-2 6 3 lcgncrete betweeq tlltlasincludmg 61 psf 3 hr;. 23 7 3.4.6 31/,
two '/,” rebars each with '/,” concrete min.
cover and /5" filler tiles between
hollow tiles; '/,” plaster cover, lower.
Cover: 1'/,” concrete (6280 psi); three
cell hollow clay tiles, 12”7 x 12”7 x 47, 1.3.5
F/C-HT-3 6” 31/,” concrete between tiles including | 122 psf | 2 hrs. 7 ’ 8, ’ 2
two !/,” rebars with '/,” cover; '/,”
plaster cover, lower.
Cover: 1'/,” concrete (6280 psi); three
cell hollow clay tiles, 12”7 x 12” x 47, 2 hrs. 23
F/C-HT-4 6" 31/,” concrete between tiles including | 115 psf min 7 1,3,7 2!,
two /,” rebars with 3/,” cover; !/,” ’
plaster cover, lower.
(Continued)

264

2006 INTERNATIONAL EXISTING BUILDING CODE®




TABLE 3.4—FLOOR/CEILING ASSEMBLIES—HOLLOW CLAY TILE WITH REINFORCED CONCRETE—continued

RESOURCE A

ITEM ASSEMBLY

CODE THICKNESS CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

F/C-HT-5 Cover: 1'/,” concrete (6470 psi); three
cell hollow clay tiles, 12”7 x 12”7 x 47,
6” 31/,” concrete between tiles including
two '/,” rebars with '/,” cover; '/,”
plaster cover, lower.

122 psf

2 hrs.

7

13,5,

Floor cover: 1!/,” gravel cement
(4300 psi); three cell, 127 x 12”7 x 67
31/,” space between tiles including
two !/,” rebars with 1” cover from
concrete bottom; '/,” plaster cover,
lower.

F/C-HT-6 8”

165 psf

4 hrs.

1,3,9,
10

Deck: 7/;” T&G on 2” x 1'/,” bottoms
(18” o.c.) 1'/,” concrete cover (4600
psi); three cell hollow clay tiles, 12”7 x
12”7 x 4”; 3” concrete between tiles
including one %/,” rebar 3/,” from tile
bottom; 3/,” plaster cover.

F/C-HT-7 9” (nom.)

95 psf

2 hrs. 26
min.

4,11,
12,13

21/,

Deck: 7/{” T&G on 2” x 1'/,” bottoms
(18” 0.c.) 1'/,” concrete cover (3850
psi); three cell hollow clay tiles, 12”7 x
12”7 x 4”; 3” concrete between tiles
including one %/,” rebar /,” from tile
bottoms; !/,” plaster cover.

F/C-HT-8 9” (nom.)

95 psf

3 hrs. 28
min.

4,11,
12,13

Deck: 7/y” T&G on 2” x 1'/,” bottoms
(18” 0.c.) 1'/,” concrete cover (4200
psi); three cell hollow clay tiles, 12”7 x
12”7 x 4”7, 3” concrete between tiles
including one %/,” rebar 3/,” from tile
bottoms; !/,” plaster cover.

F/C-HT-9 9” (nom.)

95 psf

2 hrs. 14
min.

3,5,8,
11

Fire clay tile (4” thick); 1'/,” concrete
F/C-HT-10 51" |cover; for general details, see Note
15.

See
Note 14

1 hr.

43

15

F/C-HT-11 8” Fire clay tile (6” thick); 2” cover.

See
Note 14

1 hr.

43

15

Fire clay tile (4” thick); 1'/,” cover;

17 7
F/C-HT-12 3 3/¢” gypsum plaster, lower.

See
Note 14

1 hr. 30
min.

43

1,

Fire clay tile (6” thick); 2” cover; %/3”

F/C-HT-13 8”
gypsum plaster, lower.

See
Note 14

2 hrs.

43

15

11,

For SI: 1 inch = 25.4 mm, 1 foot = 305 mm, 1 pound per square inch = 0.00689MPa, 1 pound per square foot = 47.9 N/m>.

Notes:
1. A generalized cross section of this floor type follows:

% —

11/,

l

!
oog) '

q
| e
BARS '/, DIAM. e

WITH %/," COVER

'/, PLASTER (2 COATS)

OF CONCRETE 1ST LIME-CEMENT-SAND
2ND GYPSUM (NEAT)

2.Failure mode - structural.
3. Plaster: base coat - lime-cement-sand; top coat - gypsum (neat).
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RESOURCE A

TABLE 3.4—FLOOR/CEILING ASSEMBLIES—HOLLOW CLAY TILE WITH REINFORCED CONCRETE—continued

4. Failure mode - collapse.
5. Test stopped before any endpoints were reached.
6. A generalized cross section of this floor type follows:

L — w
¢ ?
1

BARS '/,” DIAM. \ \
WITH %,” COVER TILES (12" x 12" x 4") /" PLASTER (2 COATS)
OF CONCRETE 1ST LIME-CEMENT-SAND

2ND GYPSUM (NEAT)

7.Failure mode - thermal - back face temperature rise.
8.Passed hose stream test.
9.Failed hose stream test.
10. Test stopped at 4 hours before any endpoints were reached.
11. A generalized cross section of this floor type follows:

’I§" T&G BOARDING
2" x 1'," BATTENS @ 18 CRS

G| FLOOR CLIPS 1" 3 CRS. SECURED TO CLIPS
19 9 9 a A |
{ ul 1l

!
[ ] o] A R
' ‘ TILES (12" x 12" x 4")

BARS %,” DIAM. WITH %," '/," PLASTER (2 COATS)

COVER OF CONCRETE 1ST LIME-CEMENT-SAND
2ND GYPSUM (NEAT)

12.Plaster: base coat - retarded hemihydrate gypsum-sand; second coat - neat gypsum.
13.Concrete in Item 7 is P.C. based but with crushed brick aggregates while in Item 8 river sand and river gravels are used with the P.C.

14.Load - unspecified.

15. The 12-inch by 12-inch fire-clay tiles were laid end to end in rows spaced 2'/, inches or 4 inches apart. The reinforcing steel was placed between these rows and the

concrete cast around them and over the tile to form the structural floor.
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SECTION IV—BEAMS

TABLE 4.1.1—REINFORCED CONCRETE BEAMS
DEPTH 10” TO LESS THAN 12”

RESOURCE A

ITEM
CODE

DEPTH

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD

TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

NOTES

REC.
HOURS

B-11-RC-1

11//

24” wide x 11” deep reinforced
concrete “T”” beam (3290 psi);
Details: see Note 5 figure.

8.8 tons

4 hrs.
2min.

1,2,14

B-10-RC-2

10”

24” wide x 10” deep reinforced
concrete “T” beam (4370 psi);
Details: see Note 6 figure.

8.8 tons

1 hr.

53 min.

1,3

1%,

B-10-RC-3

10',”

24” wide x 10'/,” deep reinforced
concrete “T” beam (4450 psi);
Details: see Note 7 figure.

8.8 tons

2 hrs.

40 min.

1,3

2%,

B-11-RC-4

11”

24” wide x 11” deep reinforced
concrete “T” beam (2400 psi);
Details: see Note 8 figure.

8.8 tons

3 hrs.

32 min.

1,3, 14

31/,

B-11-RC-5

11”

24” wide x 11” deep reinforced
concrete “T”” beam (4250 psi);
Details: see Note 9 figure.

8.8 tons

3 hrs.
3 min.

1,3, 14

B-11-RC-6

11”

Concrete flange: 4” deep x 2 wide
(4895 psi) concrete; Concrete beam:
7” deep X 6'/,” wide beam; “I” beam
reinforcement; 10” x 41/,” x 25 1bs.
R.S.J.; 1”7 cover on flanges; Flange
reinforcement: 3/5” diameter bars at
6” pitch parallel to “T”; 1/,” diameter
bars perpendicular to “T”’; Beam
reinforcement: 4” x 6” wire mesh No.
13 SWG; Span: 11" restrained;
Details: see Note 10 figure.

10 tons

6 hrs.

B-11-RC-7

11”

Concrete flange: 6” deep X 16/,”
wide (3525 psi) concrete; Concrete
beam: 5” deep x 8” wide precast
concrete blocks 8%,” long; “I” beam
reinforcement; 77 X 4” X 16 1bs.
R.S.J.; 2” cover on bottom; 11/,”
cover on top; Flange reinforcement:
two rows '/,” diameter rods parallel to
“T”; Beam reinforcement: '/;” wire
mesh perpendicular to 1”; Span: 1"3”
simply supported; Details: see Note
11 figure.

3.9 tons

4 hrs.

1,2

B-11-RC-8

ll//

Concrete flange: 4” deep x 2’ wide
(3525 psi) concrete; Concrete beam
7” deep x 41/,” wide; (scaled from
drawing); “I” beam reinforcement;
10” x 417,” x 25 Ibs. R.S.J.; no
concrete cover on bottom; Flange
reinforcement: 3/4” diameter bars at 6
pitch parallel to “T”; /,” diameter
bars perpendicular to “T”; Span: 11"
restricted.

10 tons

4 hrs.

1,2,12

(Continued)
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RESOURCE A

TABLE 4.1.1—REINFORCED CONCRETE BEAMS
DEPTH 10” TO LESS THAN 12"—continued

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE DEPTH CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
24” wide x 11'/,” deep reinforced 3 hrs
B-11-RC-9 11',” | concrete “T” beam (4390 psi); 8.8tons | 5, 7 1,3 31,
Details: see Note 12 figure. )

For SI: ' 1 inch =25.4 mm, 1 foot = 305 mm, 1 pound = 0.004448KkN, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Load concentrated at mid span.

2. Achieved 4 hour performance (Class “B,” British).

3. Failure mode — collapse.

4. Achieved 6 hour performance (Class “A,” British).

5. 6.
2 2
B/Bn DIA. |1 " Y <—l 3/8// DIA. I1 " Y <—l
BARS AT 6" + BARS AT 6" —_ |
CRS. = 5 FIE = - > T
g L] t L ¥ 4 (f f i : 4
L
T CRS. T
%" DIA. BARS . 1/ 2 |51/, %" DIA. BARS/ o o il 2 |51/,
17 nm
%, DIA. BARS —1 t 1',” COVER */i' DIA. BARS — T f Lover
5/,s" DIA. STIRRUPS — . 55" DIA. STIRRUPS — L—‘/z"
16 —»f |17
AT 3" CRS. , 2 AT 3" CRS. 17,7 —l|le—
1 1/2, —> [+ 2 31/2/1
31/2u
7. 8
L 2’ ] 1 2’ |
3,7 DIA. 1" on 3" DIA. 1" o
BARS AT 6 \| - 3 BARS AT s”\l-\_ } = 3
CRS. ~ | ? P CRS. i ; F ? 4
™ ™
" 1/ n
%" DIA. BARS— | . i/z 5'/," %" DIA. BARS—] . . J/z 51, |
%/, DIA. BARS — [ /2=21—* 1" COVER 3, DIA. BARS —| /2= ! 162(/ER
_/ , A
55" DIA. STIRRUPS , °/1¢' DIA. STIRRUPS L !
AT 3" CRS. -1 AT 3" CRS. —> 11/,
1" —>| | 117, = =
31/, 31,
9 10.
e 0! | [ 2"

3/8// D|A , | | _>| o |‘_l r > |1 _>| o l
(B:égs AT 6" —_| = e 2 T, |  a— 2 T,
' Al T / f T

1 n
34" DIA. BARS—/ " sy 1 _V %" DIA.
o o /," DIA. BARS BARS AT 6"

%, DIA.BARS — | 7=~ 11 COVER 10" x 41" 25 LB. R.S.J— " -i1,, PITCH
5,¢" DIA. STIRRUPS od . 4" x 6" WIRE MESH / f
AT 3" CRS. = 1 OF NO. 13 S.W.G —

111 ] e 6'%
31/,
(Continued)
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RESOURCE A

TABLE 4.1.1—REINFORCED CONCRETE BEAMS
DEPTH 10” TO LESS THAN 12"—continued

11. 12.

11/2” 1’ 61/ ” 2!
_ 2 "
COVER %' DIA. BARS —6'—] T o

1 AT 6" PITCH— l o
) ~—_| /,” DIA.RODS U__| 4"
aTLE| | :, . \ —T
j— 1, PLASTER i v L %," DIA. BARS
2" BOTTOM — \/B WIRE /4" DIA.BARS AT 6" PITCH
COVER 8" 7" x 4" x 16 LB. R.S.J.
10" x 41"
STRIP OF HOLLOW TILE PRECAST CONCRETE 25 LB. RS.J.
FLOOR CONSISTING OF BLOCKS. 8'/,” LONG
REINFORCED CONCRETE
RIBS, %/, WIDE WITH 12" x 6" x 4"
HOLLOW CLAY TILES.
SPAN AND END CONDITIONS:-10'-3" (CLEAR).
SIMPLY SUPPORTED.
13. 14. The different performances achieved by B-11-RC-1, B-11-RC-4 and

B-11-RC-5 are attributable to differences in concrete aggregate composi-
tions reported in the source document but unreported in this table. This

3/" DIA. BARS demonstrates the significance of material composition in addition to other
AT 6" CRS. —\ details.
2, 1//
| i\
27/ 7 \ = /’“-D/ )
| 4
1/ n
;" DIA. BARS—” | 2 1y
e ¥
3/;" DIA. BARS — 2" COVER
¥y’ DIA. STIRRUPS 1l
AT 3" CRS. o | |
3"/,
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RESOURCE A

TABLE 4.1.2—REINFORCED CONCRETE BEAMS
DEPTH 12” TO LESS THAN 14”

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE DEPTH CONSTRUCTION DETAILS LOAD TIME BMS-92 BMS-92 BMS-92 NOTES HOURS
12”7 x 8” section; 4160 psi aggregate
B-12-RC-1 127 concrete; Reinforcement: 4-7/;” 55tons | 2 hrs. 7 | >

rebars at corners; 1” below each
YR/ ’”
surface; '/,” stirrups 10” o.c.

Concrete flange: 4” deep x 2" wide
(3045 psi) concrete at 35 days;
Concrete beam: 8” deep; “I” beam
reinforcement: 10” X 4!/,” x 25 Ibs.
R.S.J.; 1”7 cover on flanges; Flange
B-12-RC-2 12”7 reinforcement: /" diameter bars at 10 tons | 4 hrs. 7 2,3,5 4
6" pitch parallel to “T”; 1/,” diameter
bars perpendicular to “T”’; Beam
reinforcement: 4” X 6” wire mesh No.
13 SWG; Span: 10" 3” simply
supported.

Concrete flange: 4” deep x 2’ wide
(3825 psi) concrete at 46 days;
Concrete beam: 9” deep X 8'/,” wide;
(scaled from drawing); “I” beam
reinforcement: 10” x 41/,” x 25 Ibs.
R.S.J.; 3” cover on bottom flange; 1 10 tons 6 hrs. 7 2,3,6,
cover on top flange; Flange 8,9
reinforcement: /" diameter bars at
6” pitch parallel to “T”; '/,” diameter
bars perpendicular to “T”’; Beam
reinforcement: 4” X 6” wire mesh No.
13 SWG; Span: 11’ restrained.

B-13-RC-3 137

Concrete flange: 4” deep x 2 wide
(3720 psi) concrete at 42 days;
Concrete beam: 8” deep X 8'/,” wide;
(scaled from drawing); “I” beam
reinforcement: 10” x 41/,” x 25 1bs.
R.S.J.; 2” cover bottom flange; 1”7

cover top flange; Flange 10tons | 6 hrs. 7 7,8,9
reinforcement: */y” diameter bars at
6” pitch parallel to “T”; !/,” diameter
bars perpendicular to “T”’; Beam
reinforcement: 4” X 6” wire mesh No.
13 SWG; Span: 11’ restrained.

For SI: ' 1 inch =25.4 mm, 1 foot =305 mm, 1 pound = 0.004448KkN, 1 pound per square inch =0.00689 MPa, 1 ton = 8.896 kN.
Notes:

1. Qualified for 2 hour use. (Grade “C,” British) Test included hose stream and reload at 48 hours.

2. Load concentrated at mid span.

3. British test.

4. British test - qualified for 6 hour use (Grade “A”).

B-12-RC-4 127

(Continued)
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RESOURCE A

TABLE 4.1.2—REINFORCED CONCRETE BEAMS
DEPTH 12” TO LESS THAN 14”—continued

5 6.
P 2’ 1 1 2/ 1
e N

- Y q’t: on = ¥ 3 o
el BB ) (PR
% . % L
, /s’ DIA. BARS . %, DIA. BARS
' DIA.BARS |, AT 6" PITCH /' DIA BARS AT 6" PITCH
4/7 X 6// / 10” X 41/2” . . | 10// % 41/ "
WIRE MESH 251B.R.S.J 8 EsoF - . 25LB.RSJ.
OF NO. 13 SW.G f NO.13 SW.G
17—l — 1" COVER -13SW.
le— 61/2”_’ I'_81/2”_.|
7. 8. See Table 4.1.3, Note 5.

2! .
T

—— q 2" 1,
\ / T iy
\/ \_3/8” DIA. BARS 9. Hourly rating based upon B-12-RC-2 above.
'/," DIA. BARS AT 6" PITCH
o e 10" x 41/,
WIRE MESH OF —/ 2 LR34
NO. 13 SW.G
— 81/4”—>
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RESOURCE A

TABLE 4.1.3—REINFORCED CONCRETE BEAMS
DEPTH 14” TO LESS THAN 16”

ITEM
CODE

DEPTH

CONSTRUCTION DETAILS

PERFORMANCE

REFERENCE NUMBER

LOAD TIME

PRE-
BMS-92

BMS-92

POST-
BMS-92

REC.

NOTES | HOURS

B-15-RC-1

15//

Concrete flange: 4” deep x 2" wide
(3290 psi) concrete; Concrete beam:
10” deep % 8'/,” wide; “I”” beam
reinforcement: 10” X 41/,” x 25 1bs.
R.S.J.; 4” cover on bottom flange; 1”7
cover on top flange; Flange
reinforcement: /" diameter bars at
6” pitch parallel to “T”; '/,” diameter
bars perpendicular to “T”’; Beam
reinforcement: 4” X 6” wire mesh
No. 13 SWG; Span: 11’ restrained.

10 tons 6 hrs.

1,2,3

B-15-RC-2

15”

Concrete flange: 4" deep X 2' wide
(4820 psi) concrete; Concrete beam:
10” deep x 8!/,” wide; “I” beam
reinforcement: 10” x 4'/,” x 25 1bs.
R.S.J.; 1” cover over wire mesh on
bottom flange; 1” cover on top
flange; Flange reinforcement: 3/5”
diameter bars at 6” pitch parallel to
“T”; 1/,” diameter bars perpendicular
to “T”; Beam reinforcement: 4” x 6”
wire mesh No. 13 SWG; Span: 11
restrained.

10 tons 6 hrs.

1,2,4,
5,6

For SI:
Notes:

1. Load concentrated at mid span.
2. Achieved 6 hour fire rating (Grade “A,” British).

3.

2/
6 1 ___,! O fe— l T
IJ ° 1)_ 2” "

1 / \ P

1.7 DIA J \—3/8” DIA. BARS AT
4 . |~ 6" PITCH
BARS
/ _\ 1 O” X 41/2//

4" x 6" , 25LB.R.S.J.
WIRE MESH 2
OF NO. 13
SW.G

272

— gy

5. Section 43.147 of the 1979 edition of the Uniform Building Code Standards provides:
“Arestrained condition in fire tests, as used in this standard, is one in which expansion at the supports of a load-carrying element resulting from the effects of the fire
is resisted by forces external to the element. An unrestrained condition is one in which the load-carrying element is free toexpand and rotate at its support.
“(R)estraint in buildings is defined as follows: Floor and roof assemblies and individual beams in buildings shall be considered restrained when the surrounding or
supporting structure is capable of resisting the thermal expansion throughout the range of anticipated elevated temperatures. Construction not complying . . . is
assumed to be free to rotate and expand and shall be considered as unrestrained.
“Restraint may be provided by the lateral stiftness of supports for floor and roof assemblies and intermediate beams forming part of the assembly. In order to
develop restraint, connections must adequately transfer thermal thrusts to such supports. The rigidity of adjoining panels or structures shall be considered in
assessing the capability of a structure to resist therm expansion.”
Because itis difficult to determine whether an existing building’s structural system is capable of providing the required restraint, the lower hourly ratings of a simi-
lar but unrestrained assembly have been recommended.

6. Hourly rating based upon Table 4.2.1, Item B-12-RC-2.

1 inch = 25.4 mm, 1 foot = 305 mm, 1 pound = 0.004448kN, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.

4,
2!
6" ol
L ° 3 I 2” 4T_//
/ \\ i
3/ n
i/, DIA.— I I oy i, BARS AT

BARS/
4// X 6//
WIRE MESH

OF NO. 13
SW.G

2//

l—— 81/277 —

S gany

25LB.R.S.J.
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TABLE 4.2.1—REINFORCED CONCRETE BEAMS—UNPROTECTED
DEPTH 10” TO LESS THAN 127

RESOURCE A

PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE DEPTH CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
B-SU-1 107 10”7 x 41/,” x 25 Ibs. “I” beam. 10 tons | 39 min. 7 1 5
For SI: ' 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 ton = 8.896 kN.
Notes:
1. Concentrated at mid span.
TABLE 4.2.2—STEEL BEAMS—CONCRETE PROTECTION
DEPTH 10” TO LESS THAN 12”
PERFORMANCE REFERENCE NUMBER
ITEM PRE- POST- REC.
CODE DEPTH CONSTRUCTION DETAILS LOAD TIME BMS-92 | BMS-92 | BMS-92 NOTES HOURS
10” x 8” rectangle; aggregate
concrete (4170 psi) with 1” top cover
B-SC-1 10” gnd 2 .bottom cover; No. 13 SWG 3.9 tons 3 hr§. 7 1.2.3 334
iron wire loosely wrapped at 46 min.
approximately 6" pitch about 7” x 4”
X 16 Ibs. “I” beam.
10” x 8” rectangle; aggregate
concrete (3630 psi) with 1” top cover
B-SC-1 107 gnd 2 ‘bottom cover; No. 13 SWG 5.5 tons 5 hr§. 7 1,4,5, 334
iron wire loosely wrapped at 26 min. 6,7
approximately 6” pitch about 7” x 4”
X 16 Ibs. “I” beam.
For SI: ' 1 inch =25.4 mm, 1 pound = 0.004448 kN, 1 pound per square inch = 0.00689 MPa, 1 ton = 8.896 kN.
Notes:
1. Load concentrated at mid span.
2. Specimen 10-foot 3-inch clear span simply supported.
3. Passed Grade “C” fire resistance (British) including hose stream and reload.
4. Specimen 11-foot clear span - restrained.
5. Passed Grade “B” fire resistance (British) including hose stream and reload.
6. See Table 4.1.3, Note 5.
7. Hourly rating based upon B-SC-1 above.
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RESOURCE A

SECTION V—DOORS
FIGURE 5.1—RESISTANCE OF DOORS TO FIRE EXPOSURE

NUMBER OF
ASSEMBLIES

4 The number in each box is
10— keyed to the last number in the
Item Code column in the Table.

For example:

@

32
5 — — — _—
41 31 27
38| 40 | 20 | 39 30 26
3|37 18] 22 13 25
2 119 (17| 7 | 36| 21| 10 12 16
1| 4| 5| 6|20 8|9 |23|11| 14| 24|28]33]|15 Em
0 >
T
0 20 40 60 80
EFFECTIVE BARRIER TIME (MINUTES)
TABLE 5.1—RESISTANCE OF DOORS TO FIRE EXPOSURE
PERFORMANCE REFERENCE NUMBER
DOOR
ITEM MINIMUM EFFECTIVE| EDGE PRE- POST- REC.
CODE THICKNESS CONSTRUCTION DETAILS BARRIER | FLAMING | BMS-92 | BMS-92 | BMS-92 | NOTES (MIN.)
e . 3 m. .
D-1 3 Papel door; pine perimeter (1°/5”); 5 min. N/A 90 1.2 5
painted (enamel). 10 sec.
D-2 3 As above, with tv_vo coats U.L. listed 5 min. 5 min. 90 1,27 5
intumescent coating. 30 sec.
D3 3 1 As D-l, w¥th standard primer and flat | 5 min. N/A 90 1.3.4 5
interior paint. 55 sec.
As D-1, with panels covered each
side with !/,” plywood; edge grouted . .
D-4 2% | with sawdust filled plaster: door faced| L™ | 21 90 [1,2,57 10
with !/” hardboard each side; paint ) ’
see (5).

As D-1, except surface protected with
D-5 3" glass fiber reinforced intumescent fire| 16 min. N/A 90 |1,3,4,7| 15
retardant coating.

Door detail: As D-4, except with '/g”
: 151.7 cement asbestos board facings with . 10 min.
D-6 8 aluminum foil; door edges protected 17 min. 15 sec. %0 1,34 15

by sheet metal.

Door detail with '/;” hardboard cover

. 15.7 each side as facings; glass fiber .
b-7 /s reinforced intumescent coating 20 min. N/A 20 13,47 20
applied.
: 1517 Door detail same as D-4; paint was . 24 min. 1,3,4,
D-8 8 glass reinforced epoxy intumescent. 26 min. 45 sec. 20 6,7 e
(Continued)
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TABLE 5.1—RESISTANCE OF DOORS TO FIRE EXPOSURE—continued

RESOURCE A

DOOR PERFORMANCE REFERENCE NUMBER
ITEM MINIMUM EFFECTIVE| EDGE PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS BARRIER | FLAMING | BMS-92 | BMS-92 | BMS-92 | NOTES | (MIN.)
D-10 | 19" | AsperD-9. Simin. | 7 oin. 90 | 134 6
SEUE
D-12 15/5” | As per D-4 with intumescent fire retardant paint. 3;) Tﬁ:g ié(l) Tﬁ:g 90 1,3,4 | 30
D-13 (;(],/é]”_) ﬁ;z t};clerf E]i)c-iﬁ,so}fsz?«:ept with 24 ga. galvanized sheet 39 min. | 39 min. 90 1.3.4 | 39
D-14 | 13" | Asper D-9. ‘;}) ‘;22 123 ‘;’elé‘ 90 [1,3,4,6 20
D-15 — Class C steel fire door. 60 min. | 58 min. 90 7,8 60
D-16 — Class B steel fire door. 60 min. | 57 min. 90 7,8 60
Solid core flush door; core staves laminated to 13
SRt
between door and wood frame.
D-18 13, | As per D-17. 14 min. | 13 min. 37 11 13
D-19 | 13 Eg’;’: fiiﬁi iielzr';;;;xcept with 16 ga. steel; /" | 15 o — 37 | 9,11 | 10
D-20 13,” As per D-19. 16 min. — 37 10, 11 10
D-21 131, E)(;,O;; (?Z i;()jzr;()j-gg.; intumescent paint applied to 26 min. L 37 11 25
Door as per D-17, except with '/,” x /" steel strip
D-22 13 set into edges of door at top and side facing stops; | 18 min. 6 min. 37 11 18
matching strip on stop.
D-23 13/,” | Solid oak door. 36 min. | 22 min. 15 13 25
D-24 177" Solid oak door. 45 min. | 35 min. 15 13 35
D-25 17/” | Solid teak door. 58 min. | 34 min. 15 13 35
D-26 177" | Solid (pitch) pine door. 57 min. | 36 min. 15 13 35
D-27 171" Solid deal (pine) door. 57 min. | 30 min. 15 13 30
D-28 177" | Solid mahogany door. 49 min. | 40 min. 15 13 45
D-29 177" | Solid poplar door. 24 min. | 3 min. 15 13, 14 5
D-30 171" Solid oak door. 40 min. | 33 min. 15 13 35
D-31 177" | Solid walnut door. 40 min. | 15 min. 15 13 20
D-32 25/” | Solid Quebec pine. 60 min. | 60 min. 15 13 60
D-33 257" Solid pine door. 55 min. | 39 min. 15 13 40
D-34 25/¢” | Solid oak door. 69 min. | 60 min. 15 13 60
D-35 25/” | Solid teak door. 65 min. | 17 min. 15 13 60
D-36 11,” Solid softwood door. 23 min. | 8.5 min. 15 13 10
D-37 3 Panel door. 8 min. | 7.5 min. 15 13 5
D-38 /1" | Panel door. 5 min. 5 min. 15 13 5
(Continued)
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RESOURCE A

TABLE 5.1—RESISTANCE OF DOORS TO FIRE EXPOSURE—continued

PERFORMANCE REFERENCE NUMBER
ITEM M?N?l\c;lF}M EFFECTIVE EDGE PRE- POST- REC.
CODE | THICKNESS CONSTRUCTION DETAILS BARRIER FLAMING BMS-92 | BMS-92 | BMS-92 | NOTES | (MIN.)
D-39 3 Panel door, fire retardant treated. 17"/, min. 3 min. 15 13 8
D-40 3 Panel door, fire retardant treated. 8!/, min. 8!/, min. 15 13 8
D-41 3 Panel door, fire retardant treated. 163/, min. 11'/, min. 15 13 8

For SI: ' 1 inch = 25.4 mm, 1 foot = 305 mm.
Notes:
1. All door frames were of standard lumber construction.
2. Wood door stop protected by asbestos millboard.
3. Wood door stop protected by sheet metal.
4.Door frame protected with sheet metal and weather strip.
5.Surface painted with intumescent coating.
6.Door edge sheet metal protected.
7.Door edge intumescent paint protected.
8. Formal steel frame and door stop.
9.Door opened into furnace at 12 feet.
10. Similar door opened into furnace at 12 feet.
11.The doors reported in these tests represent the type contemporaries used as 20-minute solid-core wood doors. The test results demonstrate the necessity of having
wall anchored metal frames, minimum cleaners possible between door, frame and stops. They also indicate the utility of long throw latches and the possible use of
intumescent paints to seal doors to frames in event of a fire.
12. Minimum working clearance and good latch closure are absolute necessities for effective containment for all such working door assemblies.
13.Based on British tests.
14. Failure at door - frame interface.
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